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Copies to: Addressee (5)

December 14, 1987

Job No. 2235J013

Reviewed by: Tom Brennan
Dept. Director
w. Valley Branch

3737 East Broadway Road
P.O. Box 21387
Phoenix, Arizona 85036
(602) 437-3737

S INC.

WESTERN
TECHNOLOGIES
INC.

Attn: Mr. Hank George

Kiewit Western Company
P. O. Box 5969
Glendale, Arizona 85312

Re: Area RC
Arizona Canal Diversion Channel
Northwest Phoenix, Arizona

The following items have been completed on this project and are
covered in this report:

1. Stripping native surface soils from fill area.
2. Subgrade preparation in the fill area.
3. Construction of subbase fill in the fill area.

In accordance with your request, Western Technologies Inc. has
performed earthwork testing and observation on the above refer­
enced project. The observation and testing was performed in order
to obtain data for evaluation of compliance with the project
requirements. This report covers observation and testing per­
formed from December 7, 1985 to March 12, 1986.

Our observations and test data for work performed on area RC
indicate that subgrade preparation, material composition, material
placement and material compaction are in general compliance with
the project requirements.

The attached field density test results, expansion test results,
and plan and profile which show the locations at which the expan­
sion potential test samples were obtained are made a part of this
report.

~~~----

Our evaluation of the observation and test data is based on con­
formance to recommendations contained in the contract specifica­
tions No. DACW09-85-C-0048.
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Daily reports of observations are on file in our project files and
will be supplied if requested.

Services provided by this firm consist of observation and testing,
and the rendering of professional opinions and recommendations
made in accordance with generally accepted soil, foundation and
materials engineering practice. Under no circumstances is it the
intent of representatives of this firm to directly control the .
physical activities of the Contractor or the Contractor's workmen
to accomplish the work of the project. The presence at the site
of field representatives of the Professional Engineers of this
firm is to provide our client with a continuing source of informa­
tion r.elativeto the compliance of earthwork with specific~.tions,

and does not include any superint~nding, supervisio.ii, ~i.rection,

or responsibility for the safety of the ~ctual work ~f the Con­
tractor or the Contractor's workmen.

The location of the fill area was surveyed by others.
did not include checking or verifying dimensions other
checking the general configuration of the fill area.
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*----------------------------------------------------------------------------------------------** TEST *
* NO. COMMENTS FIELD DENSITY TEST METHOD *'* -- ** 438 Subgrade ASTM D-1556/AASHTO T-217. T~224 *
* 439 Subgrade. Field Accepted Water Added ASTM D-1556/AASHTO T-217. T-224 *
* 440 Subgrade. Field Accepted Water Added ASTM D-1556/AASHTO T-217. T-224 ** 441 Subgrade. Area Reworked ASTM D-1556/AASHTO T-217. T-224 *
* 442 Subgrade ASTM D-1556/AASHTO T-217 ** 443 Subgrade. Field Accepted Water Added ASTM D-1556/AASHTO T-217 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------*
* [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] *
* TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN ** NO. ("J.) (pet) ("J.) (pc!) ("J.) ("J.) SPECS? *
* ** 438 13.1 115.4 95 120.9 95 12.0 to 18.0 YES *
* 439 5.0 141.2 100+ 134.3 95 6.0 to 12.0 NO *
* 440 11.0 126.9 100+ 123.8 95 12.0 to 18.0 NO ** 441 14.4 89.0 81 109.9 95 15.7 to 21.7 NO ** 442 15.4 111.5 97 114.6 95 12.0 to 18.0 YES ** 443 13.2 104.2 94 111.0 95 13.6 to 19.6 NO *
*----------------------------------------------------------------------------------------------*

*---------------------------------------------------------~------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 438 12-07 75'W of and 100'N of SE corner 1207.0 *
* 439 12-07 65'W of and 340'N of SE corner 1208.0 ** 440 12-07 70'W of and 555'N of SE corner 1207.0 ** 441 12-07 80'W of and 800'N of SE corner 1207.5 ** 442 12-07 75'W of and 1050'N of SE corner 1208.0 ** 443 12-07 1215'N of and 90'W of SE corner 1208.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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WESTERN
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Arizona Canal Diversion Channel
Northwest Phoenix
Hank George. P.E.

DESIGNATED BY : Hank George. P.E.

Kiewit Western Company
Proj: Az. Canal - ACDe
POBox 5969
Glendale. AZ 85312

Copies to:

PROJECT
LOCATION
AUTHORIZED BY
TEST LOCATIONS

*~---------------------------------------------------------------~------------~-----------~----** MOISTURE/DENSITY RELATIONSHIP MAXIMUM ** OPTIMUM DRY TESTED *
* MOISTURE DENSITY PER *
* MATERIAL DESCRIPTION SOURCE (1.) (pc!) ASTM *
* ** Clayey Silt Sta 210+00 16.6 111.0 D-698-A *
* Sandy Silt Sta 155+00 13.7 114.7 D-698-A *
* Sandy Silt Sta 130+00 12.8 112.6 D-698-A *
* Silty Sand with Gravel Sta 138+00 13.1 116.7 0-698-0 *
* Silty Sand with Gravel Sta 138+00 11.4 118.3 D-698-A *
* River Run Sta 138+00 9.0 130.6 0-698-0 *
*--~------------------------------------~------------------------------------------------------*
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*----------------------------------------------------------------------------------------------** TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD ** -- *
* 444 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217, T-224 *
* 445 Subgrade, Area Reworked ASTK D-1556/AASHTO T-217 ** 446 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217 ** 447 Subgrade, Field Accepted ASTM D-1556/AASHTO T-2l7 *
* 448 Subgrade, Field Accepted Water Added ASTK D-1556/AASHTO T-2l7 *
* 449 Subgrade, Area Reworked ASTM D-1556/AASHTO T-217 **--_._----------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
* NO. (1.) (pet) (1.) (per) (1.) ('t) SPECS? 1:

* 1:
1: 444 13.2 115.0 98 117.1 95 13.6 to 19.6 NO 1:
1: 445 19.9 95.5 90 106.0 95 15.7 to 21.7 NO ** 446 15.6 102.7 93 111.0 95 13.6 to 19.6 NO ** 44716.2 99.7 94 106.0 95 15.7 to 21.7 NO *
* 448 11.0 104.1 94 111.0 95 13.6 to 19.6 NO ** 449 14.2 94.6 85 111.0 95 13.6 to 19.6 NO 1:

*----------------------------------------------------------------------------------------------*
*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 444 12-07 250'W of and 200'N of SE corner 1206.5 *
* 445 12-07 300'W of and 525'N of SE corner 1204.0 *
* 446 12-07 360'W of and 800'N of SE corner 1204.0 ** 447 12-07 350'W of and 1050'N of SE corner 1204.0 ** 448 12-07 370'W of and 1180'N of SE corner 1207.0 *
* 449 12-07 520'W of and 300'Nof SE corner 1204.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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*----------------~----------------~---------------~----------------------~--------------~------** MOISTURE/DENSITY RELATIONSHIP MAXIMUM *
* OPTIMUM DRY TESTED ** MOISTURE DENSITY PER ** MATERIAL DESCRIPTION SOURCE (1.) (pen ASTM *
* ** Clayey Silt R-E Subgrade 15.0 114.6 D-698-A ** Silty Clay R-E Subgrade 18.7 106.0 D-698-A ** Silty Clay Sta 275+00 19.0 107.2 D-698-A ** Silty Sand w/Gravel S side T-Bird Binder 13.2 118.4 D-698-A *
* *
* **-----------------------------------------------------------------------------------------------*
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*-------------------------------------------------------------------------------~--------------** TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD *
*. -- *
* 450 Subgrade ASTK D-1556/AASHTO T-217 ** 451 Subgrade, Area Reworked ASTM D-1556/AASHTO T-217 ** 452 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217 *
* 453 Subgrade ASTK D-1556/AASHTO T-217 ** 454 Subgrade ASTK D-1556/AASHTO T-217 ** 455 Subgrade, Field Accepted ASTK D-1556/AASHTO T-217 *
* 456 Subgrade, Field Accepted ASTK D-1556/AASHTOT-217 ** 457 Subgrade ASTM D-1556/AASHTO T-217 ** 458 Subgrade, Field Accepted Water Added ASTM D-1556/AASHTO T-217 *
* 459 Subgrade, Field Accepted Water Added ASTK D-1556/AASHTO T-217 *
* 460 Subgrade, Field Accepted Water Added ASTM D-1556/AASHTO T-217, T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN ** NO. (,,) (pc() (,,) (pcf') (,,) (,,) SPECS? *1
* ** 450 15.3 105.5 95 111.0 95 13.6 to 19.6 YES *)* 451 14.0 100.1 90 111.0 95 13.6 to 19.6 NO *1
* 452 14.1 104.1 94 111.0 95 13.6 to 19.6 NO *1* 453 13.9 107.5 97 111.0 95 13.6 to 19.6 YES ** 454 16.1 108.6 98 111.0 95 13.6 to 19.6 YES ** 455 16.7 104.0 94 111.0 95 13.6 to 19.6 NO *
* 456 13.2 104.4 94 111.0 95 13.6 to 19.6 NO ** 457 16.7 105.6 95· 111.0 95 13.6 to 19.6 YES *
* 458 11.2 107.7 97 111.0 95 13.6 to 19.6 NO *!* 459 11.6 105.3 95 111.0 95 13.6 to 19.6 NO *!
* 460 2.0 141.6 100+ 136.7 95 6.0 to 12.0 NO *
*------------------------~---------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 450 12-07 500'W of and 550'N of SE corner 1205.0 ** 451 12-07 530'W of and 800 ' N of SE corner 1205.0 *
* 452 12-07 530'W of and 1100'N of SE corner 1207.0 ** 453 12-07 .400'W of and 450'N of SE corner 1204.0 *
* 454 12-07 450'W of and 800'N of SE corner 1206.0 *
* 455 12-07 150'W of and 530'N of SE corner 1206.0 *
* 456 12-07 450'W of and 560'N of SE corner 1204.0 ** 457 12-07 335'W of and 350'N of SE corner 1202.5 ** 458 12-08 100'W of and 75'S of NE corner 1207.5 *
* 459 12-08 305'S of and 55'W of NE corner 1208.0 *
* 460 12-08 495'S of and 45'W of NE corner 1203.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIKUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COKPACTION DENSITY COMPACTION KOISTURE WITHIN *
* NO. (,,) (per> (,,) (per) (,,) (,,) SPECS? *
* ** 461 14.7 98.3 89 111.0 95 13.6 to 19.6 NO ** 462 13.1 105.6 95 111.0 95 13.6 to 19.6 NO *
* 463 16.2 107.7 100+ 106.0 95 15.7 to 21.7 YES ** 464 15.3 96.9 91 106.0 95 15.7 to 21.7 NO ** 465 13.3 102.9 93 111.0 95 13.6 to 19.6 NO *
* 466 12.2 103.8 94 111.0 95 13.6 to 19.6 NO *
* 467 16.8 103.7 98 106.0 95 15.7 to 21.7 YES ** 468 15.3 107.2 97 111.0 95 13.6 to 19.6 YES ** 469 16.2 104.6 99 106.0 95 15.7 to 21.7 YES *
* 470 6.4 119.4 100+ 118.3 95 8.4 to 14.4 NO *
* 471 9.0 118.7 100 118.3 95 8.4 to 14.4 YES *
*----------------------------------------------------------------------------------------------*
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* TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUK+**----- *

I * 461 12-08 710' S of And 55 I Wof NE corner 1206.5 *
* 462 12-08 595'S of and 80'W of NE corner 1205.0 *
* 463 12-08 ·220'W 185'S of NE corner 1207.0 ** 464 12-08 405'W of and 125'S of NE corner 1208.0 *

I * 465 12-08 200' W of and 95' S of NE corner 1208.0 *
* 466 12-08 175'W of and 160'S of NE corner 1207.5 *
* 467 12-09 3+50W, .3+90S of NE corner 1206.0 ** 468 12-09 3+50W, 3+00S of NE corner 1206.0 *

I
* 469 12-09 400'W 470'S of NE corner 1206.0 *
* 470 12-09 410'W, 6+20S of NE corner 1204.5 ** 471 12-09 5+30W, 5+50S of NE corner 1202.0 *
* ** +DATUK Mean Sea Level *

I *---------------------------------~------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST *
* NO. COKKENTSFIELD DENSITY TEST METHOD *I: -46-1- Stibgrade, Area Reworked ASTM D-1556/AASHTOT-217 :
* 462' Subgrade, Field Accepted Water Added ASTM D-1556/AASHTO T-217 *
* 463 Subgrade ASTK D-1556/AASHTO T-217 *

I * 464 Subgrade, Area Reworked ASTM D-1556/AASHTO T-217 *
. * 465 SUbgrade, Field Accepted Water Added ASTK D-1556/AASHTO T-217 ** 466 Subgrade, Field Accepted Water Added ASTK D-1556/AASHTO T-217 *

* 467 Subgrade ASTK D-1556/AASHTO T-217 *
* 468 Subgrade ASTK D-1556/AASHTO T-217 *

I * 469 Subgrade ASTK D-1556/AASHTO T-217 ** 470 Subgrade, Field Accepted Water Added ASTM D-1556/AASHTO T-217 ** 471 Subgrade ASTK D-1556/AASHTO T-217 *
*----------------------------------------------------------------------------------------------*

I
I



*----------------------------------------------------------------------------------------------'*'* [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] '*
'* TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN '*
* NO. (1.) (pct) (1.) (pct") ("l.) (1.) SPECS? '*
'* '*
'* 472 2.9 129.4 100 129.0 95 6.0 to 12.0 NO '*
'* 473 4.0 132.7 100 132.8 95 6.0 to 12.0 NO '*
"* 474 15.8 104.1 94 111.0 95 13.6 to 19.6 NO '*
"* 475 18.3 101.0 95 106.0 95 15.7 to 21. 7 YES '*
"* 476 19.2 116.4 99 117.6 95 13.6 to 19.6 YES '*
'* 477 17 .2 106.0 100 106.0 95 15.7 to 21. 7 YES '*
"* 478 18.2 104.4 98 106.0 95 15.7 to 21. 7 YES '*
"* 479 17.4 103.4 98 106.0 95 15.7 to 21. 7 YES '*
"* 480 17.1 104.0 98 106.0 95 15.7 to 21. 7 YES '*
"* 481 16.2 111. 7 100+ 111.0 95 13.6 to 19.6 YES '*
"* 482 16.4 94.5 85 111.0 95 13.6 to 19.6 NO '*
*----------------------------------------------------------------------------------------------'*

'*----------------------------------------------------------------------------------------------*
1c TEST '*'* NO. COMMENTS FIELD DENSITY TEST METHOD *
"* -- *
*472 Subgrade, Field Accepted Water Added ASTM D-1556/AASHTOT-217,T~224 *
* 473 Subgrade, Field Accepted Water Added . ASTM D-1556/AASHTO T-217, T-224 '*'* 474 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217, T-224 *
* 475 Subgrade ASTM D-1556/AASHTO T-217, T-224 *
* 476 Subgrade ASTM D-1556/AASHTO T-217, T-224 *
* 477 Subgrade ASTM D-1556/AASHTO T-217 *
* 478 Subgrade ASTM D-1556/AASHTO T-217 *
* 479 Subgrade ASTK D-1556/AASHTO T-217 '*
"* 480 Subgrade ASTK D-1556/AASHTO T-217 *
* 481 Subgrade ASTK D-1556/AASHTO T-217 *
* 482 Subgrade, See Retest 482A ASTM D-1556/AASHTO T-217 *
'*----------------------------------------------------------------------------------------------'*

*----------------------------------------------------------------------------------------------'*'* TEST TEST ELEV. '*
"* NO. DATE TEST LOCATION DATUM+'**----- '*
"* 472 12-09 5+00W, 5+65S of NE corner 1203.0 '*
"* 473 12-09 1+80W, 1+35S of NE corner 1206.0 '*
'* 474 12-09 1+40W, 2+35S of NE corner 1206.0 '*
"* 475 12-09 1+90W, 2+40S of NE corner 1207.0 '*
"* 476 12-09 0+90W, 2+30S of NE corner 1207.0 '*
'* 477 12-09 420'S and 45'W of NE corner 1206.5 '*
"* 478 12-09 300'S and 50'W of NE corner 1207.0 '*
* 479 12-09 250'S and 65'W of NE corner 1207.0 '*'* 480 12-09 185'S and 150'N of NE corner 1207.0 '*'* 481 12-09 130'S and 200'W of NE corner 1207.5 '*
'* 482 12-09 185'S and 150'W of NE corner 1207.0 '*
'* *"* +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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'It ~ *
* TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD *
*. --. *
* 483 Subgrade, See Retest 483A ASTM D-1556/AASHTO T-217 *
* 484 Subgrade ASTM D-1556/AASHTO T-217 ** 485 Subgrade ASTM D-1556/AASHTO T-217 *
* 486 Subgrade, See Retest 486A ASTK D-1556/AASHTO T-217 *
* 487 Subgrade ASTM D-1556/AASHTO T-217 ** 488 Subgrade ASTK D-1556/AASHTO T-217 ** 489 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217 ** 490 Subgrade, See Retest 490A ASTK D~1556/AASHTO T-217 ** 492 Subgrade ASTK D-1556/AASHTO T-217 ** 493 Subgrade ASTK D-1556/AASHTO T-217 ** 494 Subgrade ASTK D-1556/AASHTO T-217 *
*---------------------------------------~------------------------------------------------------*

*-------_._-------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
'* NO. ('10) (pcf) ('10) (pcf) ('10) (1.) SPECS? *
* *
'It 483 15.2 102.9 93 111.0 95 13.6 to 19.6 NO. *
* 484 16.8 107.4 97 111.0 95 13.6 to 19.6 YES ** 485 18.3 104.2 98 106.0 95 15.7 to 21.7 YES *
* 486 18.3 92.8 88 106.0 95 15.7 to 21.7 NO *
'It 487 18.2 104.4 97 107.6 95 15.7 to 21.7 YES *
* 488 18.3 100.2 95 106.0 95 15.7 to 21.7 YES *
* 489 19.5 99.5 94 106.0 95 15.7 to 21.7 NO ** 490 17.7 99.0 93 106.0 95 15.7 to 21.7 NO *
'It 492 12.3 117.1 100 116.7 95 10.1 to 16.1 YES ** 493 16.2 109.5 99 111.0 95 13.6 to 19.6 YES ** 494 17.6 110.3 99 111.0 95 13.6 to 19.6 YES *
*----------------------------------------------------------------------------------------------*
'It *
* TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUM+**----- *
'It 483 12-09 335'S and 225'W of NE corner 1207.0 *
* 484 12-09 285'S and 300'W of NE corner 1206.0 ** 485 12-09 460'S and 390'W of NE corner 1206.0 ** 486 12-09 435'W of and 485'S of NE corner 1205.0 *
'It 487 12-09 600'S of and 395'W of NE corner 1206.0 *
* 488 12-09 790'S of and 200'W of NE corner 1205.0 *
* 489 12-09 590'S of and 320'W of NE corner 1206.0 ** 490 12-09 450'S of and 345'W of NE corner 1205.0 *
'It 492 12-17 600'N 200'W of SE corner 1204.5 *
* 493 12-17 300'N 350'W of SE corner 1203.0 ** 494 12-17 210'N 250'W of SE corner 1203.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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~----------------------------------------------------------------------------------------------** TEST ** NO. COKKENTSFIELD DENSITY TESTKETHOD ** -- ** 4~5Subgrade ASTK D-1556/AASHTO T-217 *
* 496· Subgrade ASTK D-1556/AASHTO T-217 *
* 497 Subgrade ASTK D-1556/AASHTO T-217 *
* 498 Subgrade ASTK D-1556/AASHTO T-217 ** 499 Subgrade ASTK D-1556/AASHTO T-217 *
* 500 Subgrade ASTK D-1556/AASHTO T-217 ** 501 Subgrade ASTK D-1556/AASHTO T-217 *
* 502 Subgrade ASTK D-1556/AASHTO T-217 ** 503 Subgrade ASTK D-1556/AASHTO T-217 ** 504 Subgrade ASTK D-1556/AASHTO T-217 *
* 505 Subgrade ASTK D-1556/AASHTO T-217 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
* NO. ("J.) (per) ("J.) (per) ("J.) ('I.) SPECS? *
* ** 495 15.7 112.8 100+ 111.0 95 13.6 to 19.6 YES ** 496 16.7 109.2 98 111.0 95 13.6 to 19.6 YES ** 497 14.8 114.5 100+ 111.0 95 13.6 to 19.6 YES *
* 498 15.1 107.1 96 111.0 95 13.6 to 19.6 YES *
* 499 15.8 109.2 98 111.0 95 13.6 to 19.6 YES *
* 500 12.6 117.6 99 118.3 95 8.4 to 14.4 YES ** 501 9.7 117.8 100 118.3 95 8.4 to 14.4 YES ** 502 14.1 119.0 100+ 118.3 95 8.4 to 14.4 YES ** 503 15.7 112.2 96 116.7 95 10.1 to 16.1 YES *
* 504 16.7 108.0 97 111.0 95 13.6 to 19.6 YES ** 505 19.2 108.4 98 111.0 95 13.6 to 19.6 YES *
*----------------------------_ .. _---------------------------------------------------------------*
*----------------------------------------------------------------------------------------------*
* TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUK+**----- *
* 495 12-17 170'N 310'W of SE corner 1202.0 *
* 496 12-17 120'N 360'W of SE corner 1202.0 *
* 497 12-17 ·100 ' N 230'W of SE corner 1202.0 *
* 498 12-17 100'N 130'W of SE corner 1202.0 ** 499 12-17 130'N 450'W of SE corner 1202.0 ** 500 12-17 260'N 440'W of SE corner 1202.0 ** 501 12-17 510'W 200'N of SE corner 1202.0 *
* 502 12-18 3+80E and 1+60N of SW corner 1206.0 ** 503 12-18 4+20E and 2+50N of SW corner 1206.0 *
* 504 12-18 4+20E and 3+25N of SW corner 1206.5 ** 505 12-18 4+50E and 4+80N of SW corner 1206.0 *
* ** +DATUK Kean Sea Level *
*----------------------------------------------------------------------------------------------*
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* TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUK+'*
* '*
* 506 12-18 4+80E and 5+60N of SW corner 1206.0 '*
* 507 12-18 6+25N and 5+00E of SW corner 1206.5 '*
* 508 12-18 7+00N and 4+80E of SW corner 1206.5 '*
* 509 12-18 7+85N and 4+30E of SW corner 1207.0 '*
* 510 12-18 8+50N and 4+40E of SW corner 1207.0 '*
* 511 12-18 9+10N and 4+30E of SW corner 1207.0 '*
* 512 12-18 9+40N and 4+30E of SW corner 1207.5 '*
* 513 12-18 9+90N and 3+80E of SW corner 1208.0 '*
* 514 12-18 8+20N and 0+90E of SW corner 1206.5 '*
* 515 12-18 8+60N and 1+25E of SW corner 1206.5 '*
* 516 12-18 9+80N and 1+80E of SW corner 1206.0 '*
* '*
* +DATUM: Kean Sea Level **___________________________________________ c ___________________________________________________*

*----------------------------------------------------------------------------------------------'*
* [---------- IN-PLACE ---------] [- MAXIKUM: -] [----- REQUIRED -----] '*
* TEST KOISTURE DRY DENSITY COKPACTION DENSITY COKPACTION KOISTURE WITHIN '*
* NO. (1.) (per) (1.) (per) (1.) (1.) SPECS? *
* ** 506 17.0 107.5 97 111.0 95 13.6 to 19.6 YES *
* 507 19.2 107.4 97 111.0 95 13.6 to 19.6 YES '*
* 508 17.6 105.9 95 111.0 95 13.6 to 19.6 YES '** 509 15.2 109.6 99 111.0 95 13.6 to 19.6 YES '*
* 510 15.7 111.4 100 111.0 95 13.6 to 19.6 YES '*
'* 511 14.3 110.9 100 111.0 95 13.6 to 19.6 YES '*
* 512 15.0 109.3 98 111.0 95 13.6 to 19.6 YES '** 513 12.2 112.7 97 116.7 95 10.1 to 16.1 YES '** 514 12.5 115.0 99 116.7 95 10.1 to 16.1 YES '*
'* 515 17.2 107.9 97 111.0 95 13.6 to 19.6 YES '** 516 15.3 112.0 100+ 111.0 95 13.6 to 19.6 YES '*
*----------------------------------------------------------------------------------------------*

I
I
I CLIENT

I
I
I
I
I
I
I
I
I
I
II *----------------------------------------------------------------------------------------------** TEST ** NO.. COMMENTS FIELD DENSITY TEST KETHOD *
I * -- *

*S06 Subgrade ASTK D-1556/AASHTO T-217 *.* 507 SubgradeASTK D-1556/AASHTO T-217 '*
* 508 Subgrade ASTK D-1556/AASHTO T-217 '*

I * 509 Subgrade ASTK D-1556/AASHTO T-217 '*
. * 510 Subgrade ASTK D-1556/AASHTO T-217 '*

* 511 Subgrade ASTK D-1556/AASHTO T-217 '*
* 512 Subgrade ASTK D-1556/AASHTO T-217 '*
* 513 Subgrade ASTK D-1556/AASHTO T-217 '*

I '* 514 Subgrade ASTK D-1556/AASHTO T-217 *
. * 515 Subgrade ASTK D-1556/AASHTO T-217 '** 516 Subgrade ASTK D-1556/AASHTO T-217 '*

*----------------------------------------------------------------------------------------------'*

I
I



1(----------------------------------------------------- *
1( TEST *
* NO. COMMENTS FIELD DENSITY TEST KETHOD . *
1( -- *
1( 517 Subgrade ASTK D-1556/AASHTOT-217 *
1( 518 Subgrade ASTK D-1556/AASHTO T-217 1(
1( 519 Subgrade ASTK D-1556/AASHTO T-217 *
1( 520 Subgrade ASTK D-1556/AASHTO T-217 *
1( 521 Subgrade ASTK D-1556/AASHTO T-217 *
1( 522 Subgrade ASTK D-1556/AASHTO T-217 *
* 523 Subgrade, Field Accepted ASTK D-1556/AASHTO T-217 *
1( 524 Subgrade ASTK D-1556/AASHTO T-217 ** 525 Subgrade ASTK D-1556/AASHTO T-217 ** 526 Subgrade, Field Accepted Water Added ASTK D-1556/AASHTO T-217 1(
1( 527 Subgrade ASTK D-1556/AASHTO T-217 ** ~ 1(

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIKUM -] [----- REQUIRED -----] *
* TEST KOISTURE DRY DENSITY COKPACTION DENSITY COKPACTION KOISTURE WITHIN *
* NO. ("10) (pcr) ('t) (pcr> ('t) ('t) SPECS? 1(
* 1(
1( 517 18.3 106.2 96 111.0 95 13.6 to 19.6 YES *
1( 518 13.9 115.5 97 119.4 95 10.1 to 16.1 YES *
1( 519 13.4 115.6 97 118.8 95 10.1 to 16.1 YES 1(
1( 520 10.7 121.8 99 122.9 95 10.1 to 16.1 YES *
1( 521 17.4 111.9 99 112.7 95 13.6 to 19.6 YES ** 522 18.0 108.1 97 112.0 95 13.6 to 19.6 YES *
1( 523 17.3 105.2 94 112.1 95 13.6 to 19.6 NO * .* 524 17.1 110.9 97 114.7 95 13.6 to 19.6 YES 1( !

1( 525 18.3 108.2 97 111.0 95 13.6 to 19.6 YES *
1( 526 12.5 106.7 96' 111.0 95 13.6 to 19.6 NO *
1( 527 18.1 111.9 99 113.2 95 13.6 to 19.6 YES ** ~_1(

*----------------------------------------------------------------------------------------------*1( TEST TEST ELEV. *
* NO. DATE TEST LOCATION OATUK+**----- 1(
1( 517 12-18 6+10N and 2+00E of SW corner 1205.0 *
* 518 12-18 150'N 530'E of SW corner 1207.0 ** 519 12-18 250'N 550'E of SW corner 1207.0 *
* 520 12-18 325'N 580'E of SW corner 1207.0 *
1( 521 12-18 400'N 610'E of SW corner 1207.0 *
* 522 12-18 500'N 625'E of SW corner 1207.0 *
* 523 12-18 600 ' N 630'E of SW corner 1207.0 *
* 524 12-18 700'N 540 ' E of SW corner 1207.0 ** 525 12-18 800 ' N 525'E of SW corner 1207.0 *
1( 526 12-18 900'N 300 ' E of SW corner 1207.0 *
1( 527 12-18 1000 ' N 370'E of SW corner 1207.01(* 1(
1( +DATUK Kean Sea Level 1(1(----------------------------------------------------- *
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*-----------------~----------------------------------------------------------------------------*
* TEST *
*. NO. COMMENTS FIELD DENSITY TEST METHOD *.* -- *
* 528 Subgrade, Field Accepted ASTK D-1556/AASHTO T~217 *
* 529 Subgrade ASTM D-1556/AASHTO T~217 ** 530 Subgrade ASTM D-1556/AASHTO T-217 *
* 531 Subgrade ASTM D-1556/AASHTO T-217 *
* 532 Subgrade ASTM D-1556/AASHTO T-217 ** 533 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217 . *
* 534 Subgrade ASTM D-1556/AASHTO T-217, T-224 ** 535 Subgrade ASTM D-1556/AASHTO T-217, T-224 *
* 536 Subgrade ASTK D-1556/AASHTO T-217, T-224 *
* 537 Subgrade ASTM D-1556/AASHTO T-217, T-224 ** 538 Subgrade ASTK D-1556/AASHTO T-217, T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
'* NO. ('t) (per) ('t) (per) ('t) ('t) SPECS? *
* 1(
1( 528 16.3 112.0 96 116.7 95 10.1 to 16.1 NO *
1( 529 13.4 116.0 99 116.7 95 10.1 to 16.1 YES ** 530 15.4 109.2 98 111.0 95 13.6 to 19.6 YES 1(* 531 15.1 106.7 96 111.0 95 13.6 to 19.6 YES ** 532 15.6 109.9 99 111.0 95 13.6 to 19.6 YES *
* 533 15.8 102.8 93 111.0 95 13.6 to 19.6 NO 1(
* 534 15.0 120.3 97 124.4 95 12.0 to 18.0 YES ** 535 15.5 116.0 97 119.5 95 12.0 to 18.0 YES 1(* 536 16.4 111.0 100 111.0 95 13.6 to 19.6 YES *
* 537 15.6 110.2 99 111.0 95 13.6 to 19.6 YES *
* 538 14.0 123.9 100 123.6 95 12.0 to 18.0 YES ** 1(

*----------~-----------------------------------------------------------------------------------* .
* TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUK+**----- *
* 528 12-18 840'N 520'E of SW corner 1208.0 *
* 529 12-18 940'N 325'E of SW corner 1208.0 *
* 530 12-18 740 ' N 140 ' E of SW corner 1207.01(* 531 12-18 825 ' N 200 ' E of SW corner 1207.0 *
* 532 12-18 730'N 200 ' E of SW corner 1207.0 ** 533 12-18 425 ' N 300 ' E of SW corner 1201.0 *
* 534 12-18 480'E 120 ' N of SW corner 1207.01(
* 535 12-18 500'E 220 ' N of SW corner 1207.0 *
* 536 12-18 520 ' E 330 ' N of SW corner 1207.0 *
* 537 12-18 540'E 430'N of SW corner 1207.0 '*
* 538 12-18 560 ' E 520'N of SW corner 1207.0 *
* ** +DATUK Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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*--------------------------------------------------------------------------------------~-----~-** TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD *
* -- *
'fC 539 Subgrade ASTK D-1556/AASHTO T-217 *
* 540 Subgrade ASTM D-1556/AASHTO T-217 *
* 541 Subgrade ASTK D-1556/AASHTO T-217 ** 542 Subgrade ASTM D-1556/AASHTO T-217 ** 543 Subgrade ASTK D-1556/AASHTO T-217 ** 544 Subgrade ASTK D-1556/AASHTO T-217 *
* 545 Subgrade ASTK D-1556/AASHTO T-217 *
* 546 Subgrade ASTM D-1556/AASHTO T-217 *
* 547 Subgrade ASTK D-1556/AASHTO T-217 *
* 548 Subgrade ASTM D-1556/AASHTO T-217 *
* 549 Subgrade.Field Accepted ASTM D-1556/AASHTO T-217 . *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN **.J!Q.:. ('7.) (per) ('7.) (per) ('7.) ('7.) SPECS? *
* 'fC
'fC 539 15.7 111.7 100+ 111.0 95 13.6 to 19.6 YES 'fC
* 540 18.3 104.4 98 106.0 95 15.7 to 21.7 YES *
* 541 17.7 107.7 100+ 106.0 95 15.7 to 21.7 YES *
* 542 15.7 111.3 100 111.0 95 13.6 to 19.6 YES *
* 543 14.0 110.8 100 111.0 95 13.6 to 19.6 YES ** 544 13.8 112.5 100+ 111;0 95 13.6 to 19.6 YES *
* 545 18.4 103.3 97 106.0 95 15.7 to 21.7 YES *
* 546 19.2 109.0 98 111.0 95 13.6 to 19.6 YES ** 547 19.2 107.5 97 111.0 95 13.6 to 19.6 YES *
* 548 18.7 106.9 96 111.0 95 13.6 to 19.6 YES ** 549 19.9 107.2 97 111.0 95 13.6 to 19.6 NO *
*----------------------------------------------------------------------------------------------*
*----------------------------------------------------------------------------------------------** TESt TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 539 12-18 620'N 560'E of SW corner 1207.0 *
* 540 12-18 700'N 580 ' E of SW corner 1207.0 *
* 541 12-18 800 ' N 560'E of SW corner 1207.0 *
* 542 12-18 640'N 560'E of SW corner 1207.5 *
* 543 12-18 740 ' N 520'E of SW corner 1207.5 *
* 544 12-18 900'N 200'E of SW corner 1206.0 ** 545 12-18 500'N 300'E of SW corner 1206.0 ** 546 12-18 300'N 300'E of SW corner 1207.0 *
* 547 12-18 380'N 350'E of SW corner 1207.0 *
* 548 12-18 450'N 370'E of SW corner 1207.0 *
* 549 12-18 510 ' N 400'E of SW corner 1207.0 *
* ** +DATUM Mean Sea Level *
*---_ .. _----------------------------------------------------------------------------------------*
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*----------------------------------------------------------------------------------------------*'* TEST *
* NO. COMMENTS FIELD DENSITY TEST METHOD ** -- *'* 550 Subgrade ASTM D-1556/AASHTOT-'217 *
* 551 Subgrade ASTM D-1556/AASHTO T-217 *
* 552 Subgrade ASTM D-1556/AASHTO T-217 '*
* 553 Subgrade ASTM D-1556/AASHTO T-217 '*
* 554 Subgrade ASTM D-1556/AASHTO T-217 ** 555 Subgrade ASTM D-1556/AASHTO T-217 *
* 556 Subgrade ASTM D-1556/AASHTO T-217 *'* 557 Subgrade ASTM D-1556/AASHTO T-217 *
* 558 Subgrade ASTM D-1556/AASHTO T-217 *
* 559 Subgrade ASTM D-1556/AASHTO T-217 *
* 560 Subgrade ASTM D-1556/AASHTO T-217 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------*
* [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN '*
* NO. ('t) (pcr> ('t) (pcr> ('t) ('t) SPECS? '*
* '*'* 550 17.3 109.1 98 111.0 95 13.6 to 19.6 YES '*
* 551 16.2 112.9 100+ 111.0 95 13.6 to 19.6 YES *
* 552 16.4 109.2 98 111.0 95 13.6 to 19.6 YES '** 553 14.8 114.3 100 114.6 95 12.0 to 18.0 YES '*
* 554 15.0 113.5 99 114.6 95 12.0 to 18.0 YES '** 555 13.4 118.1 100+ 116.7 95 10.1 to 16.1 YES '*
* 556 17.3 100.8 95 106.0 95 15.7 to 21.7 YES '*
* 557 19.9 104.4 98 106.0 95 15.7 to 21.7 YES '** 558 16.5 108.9 98 111.0 95 13.6 to 19.6 YES '** 559 14.1 107.5 96 111.7 95 13.6 to 19.6 YES ** 560 17.3 108.4 98 111.0 95 13.6 to 19.6 YES *
*----------------------------------------------------------------------------------------------*

*--~-------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 550 12-18 600'N 410'E of SW corner 1207.0 *
* 551 12-18 670'N 430'E of SW corner 1207.0 ** 552 12-18 ·750'N 420'E of SW corner 1207.0 *
* 553 12-18 810'N 380'E of SW corner 1207.0 ** 554 12-18 880'N 375'E of SW corner 1207.0 ** 555 12-18 970'N 375'E of SW corner 1207.0 ** 556 12-19 300'N 380'E of SW corner 1206.0 ** 557 12-19 200'N 360'E of SW corner 1206.0 '*'* 558 12-19 135'N 340'E of SW corner 1206.0 '*
* 559 12-19 700 ' N 240'E of SW corner 1206.0 '*
* 560 12-19 900'N 240'E of SW corner 1206.0 '*
'* '*'* +DATUM Mean Sea Level '*
*--------------------------------------------------------------------------------------- ------'*
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*----------------------------------------------------------------------------------------------** TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD *
* -- *
* 561 SUbgrade ASTK D-1556/AASHTO t-217 *
* 562 SubgradeASTK D-1556/AASHTO T-217 ** 563 Subgrade ASTM D-1556/AASHTO T-217 *
* 564 Subgrade, Field Accepted ASTM D-1556/AASHTO T-217 *
* 565 Subgrade ASTK D-1556/AASHTO T-217 *
* 566 Subgrade ASTM D-1556/AASHTO T-217 *
* 567 Subgrade ASTM D-1556/AASHTO T-217 *
* 568 Subgrade ASTM D-1556/AASHTO T-217 *
* 569 Subgrade ASTM D-1556/AASHTO T-217 *
* 570 Subgrade ASTM D-1556/AASHTO T-217 *
* 571 Subgrade ASTM D-1556/AASHTO T-217 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------*
* [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] *
* TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN ** NO. (1.) (pcr) (1.) (pcC) (1.) (1.) SPECS? *
* *
~ 561 17.0 106.1 96 111.0 95 13.6 to 19.6 YES *
* 562 15.5 106.0 95 111.0 95 13.6 to 19.6 YES *
* 563 19.4 107.4 97 111.0 95 13.6 to 19.6 YES *
* 564 16.8 99.8 94 106.0 95 15.7 to 21.7 NO *
* 565 14.6 105.5 95 111.0 95 13.6 to 19.6 YES *
* 566 16.0 107.1 96 111.0 95 13.6 to 19.6 YES *
* 567 16.5 106.4 96 111.0 95 13.6 to 19.6 YES *
* 568 17.3 106.3 96 111.0 95 13.6 to 19.6 YES *
* 569 14.2 109.9 99 111.0 95 13.6 to 19.6 YES *
* 570 14.4 110.5 100 111.0 95 13.6 to 19.6 YES *
* 571 13.0 114.0 99 114.7 95 10.7 to 16.7 YES *
*-----------------------------------------------------------------------------------------~----*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUM+**----- *
* 561 12-19 500'N 150'E of SW corner 1205.0 ** 562 12-19 600 ' N 200'E of SW corner 1205.5 *
* 563 12-19 550'N 250'E of SW corner 1205.0 *
* 564 12-19 620'N 250'E of SW corner 1205.5 ** 565 12-19 800'N 240'E of SW corner 1206.0 ** 566 12-19 6+05N and 3+10E of SW corner 1206.0 *
* 567 12-19 5+20N and 3+00E of SW corner 1206.0 *
* 568 12-19 4+35N and 2+90E of SW corner 1206.0 *
* 569 12-19 3+50N and 2+90E of SW corner 1206.0 *
* 570 12-19 7+50N and 2+80E of SW corner 1206.5 *
* 571 12-19 8+40N and 0+70E of SW corner 1206.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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*----------------------------------------------------------------------------------------------*
'It TEST ** NO. COKKENTS FIELD DENSITY TEST KETHOD **. -- *
* 572 Subgrade ASTK D-1556/AASHTO T-217 *
'It 809 Subgrade ASTK D-1556/AASHTO T-217 *
* 810 Subgrade. Field Accepted ASTK D-1556/AASHTO T-217 *
* 811 Subgrade ASTK D-1556/AASHTO T-217 ** 812 Subgrade ASTK D-1556/AASHTO T-217 ** 813 Subgrade ASTK D-1556/AASHTO 1-217 *
* 814 Subgrade ASTK D-1556/AASHTO T-217 *
* 2242 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2243 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2249 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2250 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED ---~-] ** TEST MOISTURE DRY DENSITY COKPACTION DENSITY COKPACTION KOISTURE WITHIN *
* NO. ("Ie) (pcr) ("Ie) (pcf') (1.) (1.) SPECS? *
* ** 572 16.1 111.5 100 111.0 95 13.6 to 19.6 YES *
* 809 11.6 120.0 100+ 118.3 95 8.4 to 14.4 YES ** 810 14.8 118.9 100+ 118.3 95 8.4 to 14.4 NO ** 811 12.4 116.7 99 118.3 95 8.4 to 14.4 YES ** 812 12.3 113.4 95 119.1 95 8.4 to 14.4 YES ** 813 13.6 114.0 96 118.4 95 8.4 to 14.4 YES *
* 814 13.6 118.2 100 118.4 95 8.4 to 14.4 YES ** 2242 12.9 109.2 97 112.6 95 9.8 to 15.8 YES ** 2243 11.9 109.1 97 112.6 95 9.8 to 15.8 YES ** 2249 20.8 109.4 100+ 106.0 95 15.7 to 21.7 YES ** 2250 7.3 126.8 96 131.5 95 6.0 to 12.0 YES *
*-----------------------------------------------------------------------------------------~----*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUK+**----- *
* 572 12-19 7+50N and 0+80E of SW corner 1206.0 *
* 809 01-02 8+50N and 1+00E of SW corner 1205.0 *
* 810 01-02 7+50N and 1+00E of SW corner 1205.0 ** 811 01-02 6+70N and 1+20E of SW corner 1205.0 ** 812 01-02 5+90N and 1+30E of SW corner 1205.0 *
* 813 01-02 6+50N and 1+60E of SW corner 1206.0 ** 814 01-02 5+50N and 2+00E of SW corner 1206.0 ** 2242 02-11 8+35N and 1+45E of SW corner 1207.0 ** 2243 02-11 3+25N and 1+90E of SW corner 1207.0 ** 2249 02-11 8+00N and 3+00E of SW corner 1207.0 ** 2250 02-11 5+00N and 3+00E of SW corner 1207.0 *
* ** +DATUM Kean Sea Level *
*----------------------------------------------------------------------------------------------*
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*----------------------------------------------------------------------------------------------** TEST *
* NO. COMMENTS FIELD DENSITY TEST METHOD *
* -- ** 2267 Subbase Fill ASTK D-1556/AASHTO T'""217 *
* 2268 Subbase Fill ASTK D-1556/AASHTO T-2l7. T-224 ** 2280 Subbase Fill. Field Accepted ASTK D-1556/AASHTO T-217. T-224 ** 2281 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 *
* 2287 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 ** 2288 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 ** 2289 Subbase Fill AST" D-1556/AASHTO T-217. T-224 ** 2296 Subbase Fill ASTM D-1556/AASHTOT-217. T-224 ** 2297 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2298 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 *
* 2299 Subbase Fill ASTK D-1556/AASHTO T-2l7. T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
: NO.. ('10) (pet') ('10) (per) ('10) ('10) SPECS?:

* 2267 19.5 108.0 100+ 106.0 95 15.7 to 21.7 YES ** 2268 6.8 129.9 99 131.1 95 6.0 to 12.0 YES ** 2280 14.6 116.9 94 124.7 95 8.4 to 14.4 NO *
* 2281 11.5 117.6 95 123.3 95 8.4 to 14.4 YES ** 2287 8.8 128.1 97 131.7 95 6.0 to 12.0 YES *
* 2288 9.3 125.8 96 130.4 95 6.0 to 12.0 YES ** 2289 11.4 124.0 96 129.5 95 6.0 to 12.0 YES ** 2296 18.8 104.7 99 106.0 95 15.7 to 21.7 YES ** 2297 18.6 104.7 99 106.0 95 15.7 to 21.7 YES ** 2298 14.2 114.0 98 116.2 95 9.8 to 15.8 YES *
* 2299 7.6 127.4 97 131.9 95 6.0 to 12.0 YES *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 2267 02-11 4+10E and 9+50N of SW corner 1207.0 ** 2268 02-11 5+00E and 7+70N of SW corner 1207.0 *
* 2280 02-12 ·5+50E and 7+20N of SW corner 1208.0 ** 2281 02-12 5+00E and 4+00N of SW corner 1208.0 ** 2287 02-12 2+45N and 3+85E of SW corner 1207.0 ** 2288 02-12 2+70N and 1+10E of SW corner 1207.0 ** 2289 02-12 6+35N and 1+60E of SW corner 1207.0 ** 2296 02-13 0+40N and 5+00E of SW corner 1208.0 ** 2297 02-13 1+10N and 3+00E of SW corner 1208.0 *
* 2298 02-13 4+30N and 0+90E of SW corner 1209.0 *
* 2299 02-13 2+00N and 1+10E of SW corner 1209.0 *
* ** +DATUM Mean Sea Level *
*---------------------------------------------------------~------------------------------------*
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*----------------------------------------------------------------------------------------------** TEST ** NO. COKKENTS FIELD DENSITY TEST METHOD ** -- ** 2307 Subbase Fill, See Retest 2307A ASTK D-1556/AASHTO T-217. T-224 ** 2308 Subbase Fi11ASTK D-1556/AASHTO T-217, T-224 *
* 2316 Subbase Fill ASTK D-1556/AASHTO T-217, T-224 *
* 2317 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 ** 2333 Subbase Fill, See Retest 2333A ASTM D-1556/AASHTO T-217. T-224 *
* 2334 Subbase Fill, Field Accepted ASTM D-1556/AASHTO T-217, T-224 *
* 2335 Subbase Fill ASTK D-1556/AASHTO T-217, T-224 *
* 2336 Subbase Fill ASTM D-1556/AASHTO T-217 T-224 ** 2342 Subbase Fill ASTK D-1556/AASHTO T-217: T-224 *
* 2343 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 ** 2344 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------*
* [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----] *
* TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
"Ie NO. (1.) (pc!) (1.) (pcf') (1.) (1.) SPECS? "Ie

* ** 2307 11.4 115.6 92 125.4 95 10.7 to 16.7 NO *
* 2308 12.6 124.4 96 129.6 95 8.4 to 14.4 YES *
* 2316 12.7 118.4 96 123.2 95 8.4 to 14.4 YES ** 2317 14.2 122.6 98 125.3 95 8.4 to 14.4 YES ** 2333 7.0 117.6 90 130.0 95 6.0 to 12.0 NO ** 2334 5.8 125.1 96 130.6 95 6.0 to 12.0 NO ** 2335 6.1 130.4 99 131.1 95 6.0 to 12.0 YES ** 2336 7.3 122.4 95 129.5 95 6.0 to 12.0 YES ** 2342 7.5 129.5 100 130.1 95 6.0 to 12.0 YES ** 2343 7.4 130.3 100 129.7 95 6.0 to 12.0 YES ** 2344 6.9 ' 128.8 100 129.0 95 6.0 to 12.0 YES *
*----------------------_:_---------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUK+**----- *
* 2307 02-13 6+90N and 6+00E of SW corner 1211.0 *
* 2308 02-13 5+20E and 4+00N of SW corner 1210.0 *
* 2316 02-13 3+60E and 9+40N of SW corner 1211.0 ** 2317 02-13 3+80E and 8+10N of SW corner 1211.0 ** 2333 02-14 3+00N and 2+50E of SW corner 1211.0 *
* 2334 02-14 2+00N and 5+00E of SW corner 1211.0 ** 2335 02-14 4+50N and 1+50E of SW corner· 1210.0 *
* 2336 02-14 4+00N and 5+50E of SW corner 1210.0 *
* 2342 02-18 1+20N and 4+80E of SW corner 1211.0 *
* 2343 02-18 2+30N and 5+40E of SW corner 1211.0 ** 2344 02-18 0+60N and 1+10E of SW corner 1211.0 *
* ** +DATUK Mean Sea Level *
*--------------------------------------------------------------------------------------- ------*

2235J013
22360394
01-13-87
Ed E1nicky
16 of 21

JOB NO.
LAB/INV NO.
REPORT DATE
REVIEWED BY
PAGE

12-11-86DATE

Area RC

3737 East Broadway Road
P.O.Box 21387
Phoenix, Arizona 85036
(602) 437-3737

WESTERN
TECHNOLOGIES
INC.

Arizona Canal Diversion Channel
Northwest Phoenix
Hank George, P.E.

DESIGNATED BY : Hank George, P.E.

SOIL/AGGREGATE FIELD DENSITY TEST

Kiewit Western Company
Proj: Az. Canal - ACDC Job #4118
POBox 5969
Glendale, AZ 85312

CLIENT

PROJECT
LOCATION
AUTHORIZED BY
TEST LOCATIONS

I
I
I
I
I
I
I
I'
I·,"

I
I
I
,~

I
I
I
I
I
I
I



*------~---------------------------------------------------------------------------------------** TEST *
* NO. COMMENTS FIELD DENSITY TEST METHOD ** --. *
'/( 2345 Subbase Fill ASTK D-1556/AASHTO T:"217. T-224 *
* 2346 Subbase Fill ASTK D-1556/AASHTO T-217, T-224 *
* 2307A Subbase Fill ASTK D-1556/AASHTO T-217. T-224 *
* 233JA Subbase Fill ASTM D-1556/AASHTO T-217. T-224 *
* 2390 Subbase Fill. Field Accepted Water Added ASTK D-1556/AASHTO T-217. T-224 ** 2391 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 ** 2392 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2393 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 ** 2394 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 *
* 2395 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2398 Subbase Fill ASTK D-1556/AASHTO T-217, T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------} [- MAXIMUM -} [----- REQUIRED -----} ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
* NO. (".) (pc!) (,,) (pcf) (,,) (,,) SPECS? *
* ** 2345 6.9 132.1 100+ 131.3 95 6.0 to 12.0 YES ** 2346 6.7 131.1 100 130.6 95 6.0 to 12.0 YES *
* 2307A 8.2 130.4 100 130.7 95 6.0 to 12.0 YES *
* 2333A 8.2 129.2 99 130.6 95 6.0 to 12.0 YES ** 2390 4.5 133.9 100+ 130.9 95 6.0 to 12.0 NO *
* 2391 6.8 129.0 100+ 128.1 95 6.0 to 12.0 YES ** 2392 6.5 128.7 100 128.8 95 6.0 to 12.0 YES ** 2393 7.4 129.7 100 129.7 95 6.0 to 12.0 YES ** 2394 7.8 125.7 98 128.4 95 6.0 to 12.0 YES ** 2395 6.5 124.5 97 127.9 95 6.0 to 12.0 YES *
* 2398 6.5 129.2 99 130.2 95 6.0 to 12.0 YES *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUM+**----- *
* 2345 02-18 1+50N and 3+95E of SW corner 1211.0 *
* 2346 02-18 7+30N and 1+75E of SW corner 1212.0 *
* 2307A 02-19 6+90N and 6+00E of SW corner 1211.0 *
* 2333A 02-19 3+00N and 2+50E of SW corner 1211.0 ** 2390 02-25 1+20N and 3+85E of SW corner 1211.0 ** 2391 02-25 0+60N and 2+00W of SE corner 1205.0 ** 2392 02-25 4+60N and 2+55W of SE corner 1205.0 ** 2393' 02-25 8+35N and 1+35E of SW corner 1211.0 *
* 2394 02-25 9+00N and 4+95E of SW corner 1211.0 ** 2395 02-25 1+00N and 3+90W of SE corner 1206.0 *
* 2398 02-25 2+95N and 5+10W of SE corner 1207.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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*------------------~---------------------------------------------------------------------------** TEST *
: NO. COMMENTS FIELD DENSITY TEST METHOD :

* 2399 Subbase Fill ASTM D-1556/AASHTO T-217. T~224 *
*2402 Subbase Fill. Field Accepted ASTH D-1556/AASHTO T-217. T-224 ** 2407 Subbase Fill, Field Accepted ASTM D-1556/AASHTO T-217. T-224 *
* 2408 Subbase Fill. Field Accepted Water Added ASTH D-1556/AASHTO T-217. T-224 ** 2409 Subbase Fill. Field Accepted ASTH D-1556/AASHTO T-217. T-224 *
* 2410 Subbase Fill. Field Accepted ASTM D-1556/AASHTO T-217. T-224 *
* 2446 Subbase Fill. Field Accepted Water Added ASTM D-1556/AASHTO T-217. T-224 of(

* 2447 Subbase Fill. Field Accepted Water Added ASTH D-1556/AASHTO T-217 T-224 ** 2449 Subbase Fill ASTM D-1556/AASHTO T-217: T-224 *
* 2450 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 *
* 2451 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 *
*----------~-----------------------------------------------------------------------------------*

*---------------------,-------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED --,---] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *
1( NO. (1.) (pc!) (1.) (pc!) (1.) (1.) SPECS? of(

* of(* 2399 6.5 130.1 100 129.7 95 6.0 to 12.0 YES ** 2402 8.1 126.2 100+ 122.7 95 8.4 to 14.4 NO of(

* 2407 6.5 121.5 93 130.0 95 6.0 to 12.0 NO ** 2408 4.6 131.9 100 132.4 95 6.0 to 12.0 NO of(* 2409 5.9 131.7 100+ 131.0 95 6.0 to 12.0 NO of(* 2410 5.6 131.4 100 131.6 95 6.0 to 12.0 NO ** 2446 5.4 132.6 100+ 129.7 95 6.0 to 12.0 NO of(

* 2447 7.0 125.9 100+ 122.7 95 8.4 to 14.4 NO ** 2449 10.1 113.4 96 118.3 95 8.4 to 14.4 YES ** 2450 7.8 125.2 97 129.0 95 6.0 to 12.0 YES *
* 2451 6.5 130.3 99 131.3 95 6.0 to 12.0 YES *
*----------------------------------------------------------------------------------------------*
*----------------------------------------------------------------------------------------------** TEST TEST ELEV. of(

* NO. DATE TEST LOCATION DATUH+**----- *
* 2399 02-25 0+90N and 1+20W of SE corner 1208.0 ** 2402 02-25 0+10N and 0+75E of SW corner 1207.0 *
* 2407 02-25 5+20E and 4+10N of SW corner 1211.0 *
* 2408 02-25 3+90E and 3+00N of SW corner 1211.0 *
* 2409 02-25 4+20E and 5+30N of SW corner 1211.0 ** 2410 02-25 1+00E and 7+00N of SW corner 1211.0 *
* 2446 02-26 5+20N and 0+90W of SE corner 1209.0 *
* 2447 02-26 2+00N and 4+40W of SE corner 1210.0 *
* 2449 02-27 0+95N and 1+35E of SW corner 1211.0 ** 2450 02-27 5+40N and 1+20E of SW corner 1212.0 *
* 2451 02-27 3+70N and 4+10E of SW corner 1213.0 ** of(

* +DATUK Hean Sea Level *
*------------------------------------------------~---------------------------------------------*
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*-~--------------------------------------------------------------------------------------------** TEST ** NO. COMMENTS FIELD DENSITY TEST METHOD ** .-- ** 2487 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 ** 2488 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 '*
* 2489 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 '*
* 2490 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 '*
* 2491 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 ** 2535 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 ** 2536 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 '** 2538 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 *
* 2539 Subbase Fill ASTK D-1556/AASHTO T-217, T-224 '*
* 2540 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 '*
* 2541 Subbase Fill ASTM D-1556/AASHTO T-217, T-224 *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED --._--] ** TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN ** NO. ("J,) (pcr> ("J,) (pct) ("J,) ("J,) SPECS? '*
* '** 2487 10.7 116.2 98 118.3 95 8.4 to 14.4 YES ** 2488 10.7 116.5 98 118.3 95 8.4 to 14.4 YES *
* 2489 14.9 110.3 96 114.6 95 12.0 to 18.0 YES *
* 2490 14.9 111.4 97 114.6 95 12.0 to 18.0 YES ** 2491 14.5 110.8 97 114.6 95 12.0 to 18.0 YES *
* 2535 11.9 114.6 97 118.4 95 10.2 to 16.2 YES ** 2536 12.4 114.6 97 118.4 95 10.2 to 16.2 YES '*
* 2538 17.1 109.2 98 111.0 95 13.6 to 19.6 YES ** 2539 17.3 106.7 96 111.0 95 13.6 to 19.6 YES '** 2540 18.4 109.6 99 111.0 95 13.6 to 19.6 YES '** 2541 17.3 113.3 96 117.6 95 13.6 to 19.6 YES *
*----------------------------------------------------------------------------------------------*
*----------------------------------------------------------------------------------------------** TEST TEST ELEV. *
* NO. DATE TEST LOCATION DATUM+**----- *
* 2487 02-28 1+10N and 4+90W of SE corner 1214.0 ** 2488 02-28 2+30N and 0+30W of SE corner 1212.0 *
* 2489 02-28 4+80N and 0+70W of SE corner 1215.0 ** 2490 02-28 3+50N and 4+50W of SE corner 1216.0 ** 2491 02-28 1+25N and 5+20W of SE corner 1216.0 ** 2535 03-10 5+75N and 5+00E of SW corner 1212.0 '*
* 2536 03-10 7+25N and 4+10E of SW corner 1212.0 *
* 2538 03-13 1+70N and 2+10E of SW corner 1211.0 *
* 2539 03-13 1+90N and 4+30E of SW corner 1212.0 ** 2540 03-13 4+25N and 6+00E of SW corner 1211.0 ** 2541 03-13 1+75N and 0+60E of SW corner 1212.0 '*
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*

2235J013
22360394
01-13-87
Ed E1nicky
19 of 21

JOB NO.
LAB/INV NO.
REPORT DATE
REVIEWED BY
PAGE

12-11-86DATE

Area RC

3737 East Broadway Road
P.O. Box 21387
Phoenix, Arizona 85036
(602) 437-3737

Job 114118

SOIL/AGGREGATE FIELD DENSITY TEST

WESTERN
TECHNOLOGIES
INC.

: Arizona Canal Diversion Channel
: Northwest Phoenix
: Hank George, P.E.
DESIGNATED BY : Hank George, P.E.

Kiewit Western Company
Proj: Az. Canal - ACDC
POBox 5969
Glendale, AZ 85312

PROJECT
LOCATION
AUTHORIZED BY
TEST LOCATIONS

I,
,I
I CLIENT

I
'I
I
I
I
I
I,/
I
,I
I
I
I
I
I
I
I



*----------------------------------------------------------------------------------------------** TEST *
* NO.. COMMENTS FIELD DENSITY TEST METHOD *
*. --. *
* 2542 Subbase Fill ASTM D-1556/AASHTOT-217. T-224 ** 2543 Subbase Fill ASTIf D-1556/AASHTO T-217. T-224 ** 2545 Subbase Fill ASTIf D-1556/AASHTO T-217. T-224 ** 2546 Subbase Fill ASTIf D-1556/AASHTO T-217. T-224 *
* 2547 Subbase Fill ASTIf D-1556/AASHTO T-217. T-224 ** 2548 Subbase Fill ASTK D-1556/AASHTO T-217. T-224 ** 2549 Subbase Fill ASTM D-1556/AASHTO T-217. T-224 *
* 2550A Subbase Fill ASTIf D-1556/AASHTO T-217. T-224 ** 482 Subgrade ASTIf D-1556/AASHTO T-217. T-224 *
* 483 ASubgrade ASTM D-1556/AASHTO T-217. T-224 ** 490 A Subgrade. Field Accepted Water Added ASTM D-1556/AASHTO T-217. T-224 *
*._-----------------~---------------------------------------------------------------------------*

~----------------------------------------------------------------------------------------------*
~. [---------- IN-PLACE ---------] [- MAXIMUM -] [----- REQUIRED -----]. *
* TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN *'* -l!Q.:.. ('t.) (per) ('t) (per) ('t) ('t) SPECS? *
'* *'* 2542 18.2 111.8 96 116.9 95 13.6 to 19.6 YES *'* 2543 12.2 117.8 97 121.6 95 8.4 to 14.4 YES *'* 2545 12.5 115.5 100+ 114.7 95 10.7 to 16.7 YES ** 2546 11.9 114.1 99 114.7 95 10.7 to 16.7 YES *
* 2547 12.3 115.9 98 118.8 95 10.7 to 16.7 YES ** 2548 12.3 118.3 98 120.9 95 10.7 to 16.7 YES *
* 2549 19.9 105.4 98 107.2 95 16.0 to 22.0 YES ** 2550 20.1 103.1 96 107.2 95 16.0 to 22.0 YES ** 482 A 12.0 116.4 100 116.7 95 10.1 to 16.1 YES ** 483 A 11.8 113.8 98 116.7 95 10.1 to 16.1 YES *
* 490 A 12.9 108.8 98 111.0 95 13.6 to 19.6 NO *
*----------------------------------------------------------------------------------------------*

*----------------------------------------------------------------------------------------------** TEST TEST ELEV. ** NO. DATE TEST LOCATION DATUK+**--.-- *
* 2542 03-13 3+65N and 0+90E of SW corner 1212.0 ** 2543 03-12 1+30N and 5+20E of SW corner 1213.0 ** 2545 03-24 6+20E and 6+50N of SW corner 1211.0 ** 2546 03-24 5+25E and 8+00N of SW corner 1211.0 ** 2547 03-24 2+00E and 8+50N of SW corner 1211.0 *
* 2548 03-24 0+75E and 5+00N of SW corner 1212.0 ** 2549 03-25 0+60N and 1+20E of SW corner 1212.0 *
* 2550' 03-25 0+35N and 2+70E of SW corner 1212.0 ** 482 A 01-06 W half 1+85N and 1+50W 1204.5 *
* 483 A 01-06 W half 335'S and 2+30W 1204.0 ** 490 A 01-06 W half 4+50S and 3+45W 1203.0 *
* ** +DATUM Mean Sea Level *
*----------------------------------------------------------------------------------------------*
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SOIL/AGGREGATE FIELD DENSITY TEST

WESTERN
TECHNOLOGIES
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Arizona Canal Diversion Channel
Northwest Phoenix
Hank George. P.E.

DESIGNATED BY : Hank George. P.E.

Kiewit Western Company
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JOB NO.
LAB/INV NO.
REPORT DATE
REVIEWED BY
PAGE

12-11-86

FIELD DENSITY TEST METHOD

ASTK D-1556/AASHTO T~217. T-224
ASTM D-1556/AASHTO T-217. T-224
ASTM D-1556/AASHTO T-217. T-224
ASTM D-1556/AASHTO T-217. T-224
ASTK D-1556/AASHTO T-217. T-224
ASTM D-1556/AASHTO T-217. T-224.

DATE

Area· RC

3737 East Broadway Road
P.O. Box 21387
Phoenix, Arizona 85036
(602) 437-3737

Job 114118

SOIL/AGGREGATE FIELD DENSITY TEST

COMMENTS

WESTERN
TECHNOLOGIES
INC.

Arizona Canal Diversion Channel
Northwest Phoenix
Hank George. P.E.

DESIGNATED BY : Hank George. P.E.

Kiewit Western Company
Proj: Az. Canal - ACDC
POBox 5969
Glendale. AZ 85312

,
SubgradeL Field Accepted Water Added
Subbase l'"ill
Subbase Fill
Subbase Fill
Subbase Fill
Subbase Fill

1(----------------------------------------------------- ~ *
1( [ IN-PLACE - ] [- MAXIMUM _] [----- REQUIRED ] 1(

1( TEST MOISTURE DRY DENSITY COMPACTION DENSITY COMPACTION MOISTURE WITHIN 1(
1( NO. (,,) (pcr) (,,) (pc!) (1.) (1.) SPECS? *
1( ** 486 A 12.6 110.4 99 111.0 95 13.6 to 19.6 NO *
1( 2600 12.2 124.1 100 124.4 95 8.4 to 14.4 YES *
* 2601 12.2 125.6 100 125.8 95 8.4 to 14.4 YES *
1( 2602 11.2 122.3 100 122.6 95 8.4 to 14.4 YES *
* 2603 11.2 123.1 100 123.3 95 8.4 to 14.4 YES *
* 2604 12.3 114.8 97 118.3 95 8.4 to 14.4 YES *
* *
* *
1( *
1( *
* **----------------------------------------------------------------------------------------------*

PROJECT
LOCATION
AUTHORIZED BY
TEST LOCATIONS

*---------------------------------------------------------------------------------~------------*
1( TEST TEST ELEV. *
1( NO. DATE TEST LOCATION DATUM+**----- *
1( 486 A 01-06 Whalf 435 I Wand 4+85S 1203.0 *
1( 2600 03-12 0+70E and 2+60N of SW corner 1211.0 *
* 2601 03-12 0+40E and 5+30N of SW corner 1211.0 *
1( 2602 03-12 4+60N and 2+10E of SW corner 1211.0 *
* 2603 03-12 5+20N and 4+70E of SW corner 1211.0 *
1( 2604 03-12 2+40N and 2+80E of SW corner 1211.0 *
* ** *
*
*
*
*
1( +DATUK Mean Sea Level *1( ~ *

1( TEST
1( NO.'* -­
1( 486 A
1( 2600
1( 2601
1( 2602
1( 2603
1( 2604
1(

1(

1(

1(

1(
1( ----------------
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11-13-86

LABORATORY REPORT

Date

of SW Corner

Sampled By _-=T-=o:..::m:.:.:.....::B=.:r=e=..:n=n:.::a:.:n~ Date 11-14 - 86

Date 11-14-86

3737 East Broadway Road
P.O. Box 21387
Phoenix, Arizona 85036
(602) 437-3737

East ~

Hank George, P.E.

Area RC

WESTERN
TECHNOLOGIES
INC.

PHYSICAL PROPERTIES OF SOILS

Kiewit Western Company
P.O. Box 1209
Peoria, AZ 85345

Attn:

Sieve Analysis, ASTM 0422·

Sieve Size
% Passing Specification Soil ClassificationAccumulative

L.iquid Limit and Plasticity of Soils LL=

3" ASTM D4318- pj-

2lf2" Maximum
Moisture - Density Relations Dry Density, pd

2" o ASTM D698- ; 0 ASTM D1557- ; Method
Optimum

Moisture, %

1lf2" Specific Gravity of Soils (minus No.4 material)
1" ASTM D854- Specific Gravity

Y4" Resistance' R' Value of Compacted Soils
Y2" ASTMD2844- 'R'Value

Ya" Other:

Yo" Expansive Properties of Cohesive Soils

No.4
Max. Swell % 0.4

8
Surcharge, ksf 0.1

10

16 Moisture Content % 6.1

30 Remolded Dry Density, pcf 121. 5
40

50

100

Finer than 200
ASTMD1140-

Job No. 2235J013

Lab/Invoice No. 2236W072

Date of Report 12 - 0 2 - 8,6

Reviewed By r() fE.
AC/DC (AZ Canal Diversion Channel) DACW09-85-C-0048 IProject __:....-_.........:.. --.-.:.. ~ ____'___ __=_=:...::....::....:....:....:c...:.....__=__=__=____=_....:....::_=__ ____,_

Location 75th Avenue and Bell

Type of Material_S_a_n_d__W-'--/_G_r_a__v_e_l l __ Submitted By Tom Brennan

Source of MaterialAZ Canal Div. Channel Authorized By KW/ Cylwik

o -1 ft. 500'E, 400'N

Client

Copies to: Addre s see ( 3 )

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
l



Copies to: Addressee (3)

11-14-86

11-14-86

11-13-86

Date

Date

LABORATORY REPORT

3737 East Broadway Road
P.O.Box 21387
Phoenix, Arizona 85036
(602) 437-3737

Hank George, P.E.

WESTERN
TECHNOLOGIES
INC.

PHYSICAL PROPERTIES OF SOILS

Kiewit Western Comgany
P.O. Box 1209
Peoria, AZ 85345

Attn:

I.'

Client Job No. 2235J013

Lab/Invoice No. 223 6WO 7 2

Date of Report 12-02-.86

Reviewed By ---,t2=-r-i---t..f!L/,,---,-'r.---
Ac/DC (AZ Canal Diversion Channel)' DACW09-85-C-0048 IProject --:_:.--_---:.. -=-:..:...:.:.:.::.::.~=..:.._ __=..:=..:..:....:::...::...._=._=__=__=._=_=:...::... _

Location 75th Avenue and Bell Sampled By Tom Brennan

Type of Material Sand WiGravel 2 Submitted By Tom Brennan

Source of MaterialAZ Canal Div. Channel Authorized By KWI Cy1wik Date

SieveAnalysis,ASTMD422. Area RC East ~ 1 to 2 ft. 100'E, 700'N of SW Corner

Sieve Size
% Passing Specification Soil ClassificationAccumulative

Liquid Limit and Plasticity of Soils LL=

3" ASTM 04318- PI-

2lh" Maximum
Moisture - Density Relations Dry Density, pcf

2" o ASTMD698- ; 0 ASTM 01557- ; Method
Optimum

Moisture, %

1lh" Specific Gravity of Soils (minus No.4 material)
1" ASTM 0854- Specific Gravity

¥." Resistance' R' Value of Compacted Soils
lh" ASTMD2844- 'R'Value

%" Other:

11." Expansive Properties of Cohesive Soils

No.4 Max. Swell % 0.0

8
Surcharge, ksf 0.1

10

16 Moisture Content % .. 7.9

30 Remolded Dry Density, pcf 116.8

40

50

100

Finer than 200
ASTMD1140-
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Copies to: Addressee (3)

of SE

LABORATORY REPORT

Job No. 2235J013

Lab/Invoice No. 223 6WO 7 2

Sampled By _.::T...:;o-"m-'-....:B;;;...;r:::..e=n=n:..:.a:..:.n~ Date 11-14 - 8 6

Date 11-14-86

Date 11-13-86

Corner

3737 East Broadway Road
P.O."Box 21387
Phoenix, Arizona 85036
(602) 437-3737

Hank George, P.E.

WESTERN
TECHNOLOGIES
INC.

PHYSICAL PROPERTIES OF SOILS

Kiewit Western Comgany
P.O. Box 1209
Peoria, AZ 85345

Attn:
Date of Report --=1::.::2=--_0;:;,2=;-~.:.8-r6 _

Reviewed By -PAJ.::....t'-'t%4~=I-+----
AC/DC (AZ Canal Diversion Channel)' DACW09-85-C-0048 I'Project---, -'- _

Location 75th Avenue and Bell

Type of Material_S_a_n_d__W-'-/_G_r_a_v_e_l 3__ Submitted By Torn Brennan

SourceofMaterialAZ Canal Div. Channel Authorized By KW/Cylwik

SieveAnalysis,ASTMD422. Area RC West ~ 2 to 3 ft., 300 'W, 500 'N

/'

Client

Sieve Size % Passing Specification Soil ClassificationAccumulative

Liquid Limit and Plasticity of Soils Ll=

3" ASTM 04318- PI-

21f2" Maximum
Moisture - Density Relations Dry Density, pd

2" o ASTM 0698- ; 0 ASTM 01557- ; Method
Optimum

Moisture, %

11f2" Specific Gravity of Soils (minus No.4 material)
1H

ASTM 0854- Specific Gravity

~H

Resistance'R' Value of Compacted Soils
1f2" ASTMD2844- 'R'Value

Ya" Other:
y" H Expansive Properties of Cohesive Soils

No.4 Max. Swell % 0.0

8
Surcharge, ksf 0.1

10

16 Moisture Content % 8.5

30 Remolded Dry Density, pcf 116.5

40

50

100

Finer than 200
ASTMD1140-
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WESTERN
TECHNOLOGIES
INC.

3737 East Broadway Road
P.O. Box 21387
Phoenix, Arizona 85036
(602) 437-3737

LABORATORY REPORT

Copies to: Addre s see ( 3 )

11-14-86

11-14-86Date

Date 11-13-86
of SE Corner

Sampled By _-=T:..::o:.:m:.:.....;B=r..::e:.:n.:.:n~a=n:....-. Date

Submitted By Tom Brennan

Authorized By KW/Cy1wik

o - 1 ft. 300'w, 100'N

Hank George, P.E.

PHYSICAL PROPERTIES OF SOILS

Kiewit Western Comp,any
P.O. Box 1209
Peoria, AZ 85345

Attn:

('

Client Job No. 2235J013

Lab/Invoice No. 2236W072

Date of Report 12- 0 2 ... 8 6

Reviewed By !2e U4
AC/DC (AZ Canal Diversion Channel)' DACW09-85-C-0048 IProject ---,---::....-._--=- ---:::...:..-_-=-==.:..:...:-=--=--=--=----=-.:::....::.-=-- _

Location 75th Avenue and Bell

Type of Material Sand W/Gravel 4

Source of MaterialAZ Canal Div. Channel

SieveAnalysis.ASTMD422. Area RC West ~

Sieve Size
% Passing Specification Soil ClassificationAccumulative

Liquid Limit and Plasticity of Soils LL=

3" ASTM 04318- PI-

2112" Maximum
Moisture - Density Relations Dry Density, pet

2" o ASTM 0698- ; 0 ASTM 01557- ; Method'
Optimum

Moisture, %

1112" Specific Gravity of Soils (minus NO.4 material)
1" ASTMD854- Specific Gravity

Y." Resistance' R' Value of Compacted Soils
112" ASTM 02844- 'R'Value

%" Other:

11." Expansive Properties of Cohesive Soils

No.4 Max. Swell % 0.0

8
Surcharge, ksf 0.1

10

16 Moisture Content % 6.9

30 Remolded Dry Density, pcf 118.0

40

50

100

Finer than 200
ASTMDll40-
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