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Introduction

This report details the NPDES stormwater sampling activities during the spring of
2001, which includes the period from April 1, 2001 through June 30, 2001.

The Flood Control District of Maricopa County, in cooperation with the U.S.
Geological Survey, operates and maintains seven land based stormwater quality
monitoring stations. The USGS is responsible for all maintenance and sample
collection at the seven monitoring sites.

During storm events, only representative storm events are sampled. A
representative storm event has occurred when the following criteria has been
met

PHOENIX RAINFALL DURATION
SUMMER 0.2 - 0.7 INCH 2.2 - 6.5 HOURS

WINTER 0.2 - 0.7 INCH 5.2 - 15.6 HOURS

and there has been no rainfall greater than 0.10 inches within the previous
72 hours. Storm duration is defined as the time period from start to end of a
sustained rainfall. Sustained rainfall is defined as rainfall that continues without a
gap of greater than 150 consecutive minutes. If a gap greater than 150
consecutive minutes occurs, then the rainfall is considered to be from a separate
storm event. Summer months are April through September and winter months
are October through March.

Summary of Storm Events

Table 1, on Page 4 of this report, summarizes non-sampled storm events that
occurred during the fourth quarter of fiscal year 2001 (April 1 - June 30, 2001).
Any troubleshooting of the equipment is detailed in the Maintenance Summary
section of this report.

Storm of April 5-6, 2001

A storm event occurred on April 5-6. There was sufficient rainfall at all sites to
produce runoff. The rainfall durations were greater than the representative
criteria at all sites. Grab samples were collected at ACDC43 and delivered to
Severn-Trent. They were subsequently cancelled because the storm did not
meet the representative duration criteria for a summer storm event.
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SR49
SR03
SR30
SR45

AGOG43
IB08

0.27
0.37
0.44
0.78
0.52
1.11

NO
NO
NO
NO
NO
NO

SR49 - Salt River at 6yth Avenue
SR03 - Salt River at 35th Avenue
SR30 - Salt River at 2yth Avenue
SR45 - Salt River at 40th Street
AGOG43 - AGOG near Peoria Avenue and 43rd Avenue
IB08 - 40th Street and Indian Bend Wash
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SR30 04/05/01-04/06/01 0.44 DURATION TOO LONG

SR30 04/21/01 0.14 RAIN < 0.20 INCH

SR30 05/18/01-05/19/01 0.13 RAIN < 0.20 INCH

SR45 04/05/01-04/06/01 0.78 RAIN> 0.70 INCH, DURATION TOO LONG

SR45 04/10/01 0.06 RAIN < 0.20 INCH, DURATION TOO SHORT

SR45 04/21/01 0.10 RAIN < 0.20 INCH

ACDC43 04/10/01 0.02 RAIN < 0.20 INCH, DURATION TOO SHORT

ACDC43 04/21/01 0.30 DURATION TOO SHORT

ACDC43 05/19/01 0.10 RAIN < 0.20 INCH

DURATION TOO LONG

RAIN < 0.20 INCH

4
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TABLE 1
SUMMARY OF NON-SAMPLED STORM EVENTS

APRIL 1, 2001 - JUNE 30, 2001

04/05/01-04/06/01SR03
SR03

RAIN - REASONS NOTSITE DATE
(inches) SAMPLED

SR49 04/05/01-04/06/01 0.27 DURATION TOO LONG

SR49 04/21/01 0.16 RAIN < 0.20 INCH

SR49 05/19/01 0.04 RAIN < 0.20 INCH, DURATION TOO SHORT

IB08 04/05/01-04106/01 1.11 RAIN> 0.70 INCH, DURATION TOO LONG

IB08 04/10/01 0.04 RAIN < 0.20 INCH

IB08 04/10/01 0.10 72 HOUR RULE, RAIN < 0.20 INCH,
DURATION TOO SHORT

IB08 04/21/01 0.16 RAIN < 0.20 INCH, DURATION TOO SHORT

IB08 06/22/01 0.04 RAIN < 0.20 INCH, DURATION TOO SHORT

1
I,
I
I
I
I
I
I,.
,I
I
I
I
I
I,
I
I
I



Maintenance Summary

This section details maintenance activities and problems that occurred during the
fourth quarter of fiscal year 2001. All water quality samplers are ISCQ Model
3700 with the exception of Station IB08. Station IB08 utilizes a SIGMA Model
900 sampler. The current ISCQ sample collection bottle setup is one 5-gallon
glass bottle. The current SIGMA sample collection bottle setup is eight 1.9-liter
glass bottles.

SR49 - Salt River at 67th Avenue

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22, 29. Data retrievals were done after storm events on April 7, 11, 22, May
20. The phone battery was replaced on April 19, May 1,14,19,22, June 5,22.
All sampler tubing was cleaned on April 7, 27, May 22. The sample collection
bottle was cleaned on April 7, 27, May 22. The data logger battery was replaced
on May 14. The Isco sampler battery was replaced on May 22.

SR03 - Salt River at 35th Avenue

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22, 29. Data retrievals were done after storm events on April 7, 11, 22, May
20. The phone battery was replaced on April 19, May 1, 14, June 5, 22. All
sampler tubing was cleaned on April 7, 27, May 22. The sample collection bottle
was cleaned on April 7, 27, May 22. The data logger battery was replaced on
May 1, 18, June 25. Vandalism was reported at the site on April 27 (large dents
in the shelter). A short in the datalogger wiring was discovered on June 25. All
wiring was replaced.

SR30 - Salt River at 27th Avenue

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22, 29. Data retrievals were done after storm events on April 7, 11, 22, May
20. The phone battery was replaced on April 19, May 1,14,19, June 5,22. All
sampler tubing was cleaned on April 7, 27, May 22. The sample collection bottle
was cleaned on April 7, May 22. The data logger battery was replaced on May
14. The phone was repaired on May 4.

SR45 - Salt River at 40th Street

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22. Data retrievals were done after storm events on April 7, 11, 22, May 20.
All sampler tubing was cleaned on April 7, 27. The sample collection bottle was
cleaned on April 7, 27. Phone line was reported dead on June 5. Met Larry
Valenzuela of Maricopa County Telecommunications on-site and got phone line
fixed on June 14.
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ACOC43 - ACOC near Peoria Avenue and 43rd Avenue

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22. Data retrievals were done after storm events on April 7, 11, 22, May 20.
All sampler tubing was cleaned on April 7, 27. The sample collection bottle was
cleaned on April 7, 27. The data logger battery was replaced on May 15, June 5,
19.

IB08 - 40th Street at Indian Bend Wash

Weekly data retrievals were done on April 20, 27, May 4, 11, 18, 25, June 1, 8,
15, 22, 29. Data retrievals were done after storm events on April 7, 11, 22, May
20. All sampler tubing was cleaned on April 7, 11, 27. The sample collection
bottles were cleaned on April 7, 11, 27. The phone box and sampler enclosure
was found damaged on May 22. Sampler enclosure and phone box were
repaired by next site visit. Sigma sampler was reset on June 26.

Cave Creek Road and Tatum Boulevard

The discharge equation was programmed into the datalogger on May 7(station is
o..fficiallyoperational). Weekly data retrievals were done on May 11, 18, 25, June
1, 8, 15, 22, 29. Data retrievals were done after storm events on May 20. The
phone battery was replaced on May 15. The datalogger battery was replaced on
May 18, June 26. The phone is still not working on May 18, 19, 21, and 22.
Attempts to troubleshoot the system by replacing the celljack, phone, and
antenna failed. Mr. Narasimhan, consultant to the City of Phoenix, was
contacted on May 22 about the possibility of installing a hardline phone at this
site. The antenna was replaced on June 15, but there was still no good cell
signal. Data retrieval was completed on-site on June 15, 25, and 26.

6



Data from 4TH Quarter 2001

The remainder of this report contains data. The following data are included:

• Rainfall data for seven Phoenix NPDES raingages.

• Rainfall data for twenty-eight Phoenix ALERT raingages.

• Chain of custody form.

• Copies of operation and maintenance and storm event log sheets.
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Rainfall Data Tables (NPDES raingages)



- ,- ""1- '. - ..... ... ~ .. - - - .' .... ..
Gauge
Rainfall , ,
(inches)

I

iI I

1
I ,! I

i
G.!'ge Number SR49

Location Sail River at 67th Avenue :
i I I

-

I I September I October INovember: December II ~ull August January February March April May June, I
I2000 2000

I
2000 I 2000 I 2000 . 2000 , 2001 2001 I 2001 2001 2001 2001

1 I
2

1

I I
I

3

4 0.40

5
I 0.12

~ 0.16

I
0.15-

I7 0.57

8 : 0.10

9

I I
i ! 0.05

10 0.61

11

12

--.r I- I I I I
0.52

13

I
0.17-

I14

I
I ! 0.23

15.

I16 I 0.15
1

17 I- - -
18

19 I I j I I I I I 0.04.- - I I

20

21 I 0.42 I
,

0.16I I I I
22

I
0.32

23 0.29

24 0.14

25
I 0.07, I

26 I 0.04

I I I
27

I
0.31 I I

0.51

I
0.16

28 I I 0.15
I I

29

30

I
0.02 0.11

31 0.02

Month I
Total 0.04 0.00 0.00 2.60 0.16 0.00 1.33 0.82 0.57 0.43 0.04 0.00



Gauge
Rainfall

(iner_
s
) r ,

IGag!! N-"m~r !iR(jJ I
I , I !

L_octon Salt R~"r !t~h Avenue

1..~<mb61
I

. - - -,_~_~ I August Qctober !N,ovember I Decem~r-l Ja_nuary i February March April May June

2000 I ' ..~~ 2000 2000 i 2000 . 2000 I. 2001 2001 2001 2001 2001 2001
- - --

1 I
I r - - - --

2

3 _.
4 0.06

- ----- -
5 --

I
I 0.21

6 0.26 -- f 0.16
I I

7 I --- j 0.72

8 I 0.13

9

I
I 0.16

10

11

+12 0.52

13
.-

14 0.06-

f15 I16 0.14-

r
17 0.10

18

I
19 0.04

I
20 ---- --

121 0.36 I 0.13

22 0.41

23 0.13

I I
24 0.05

25

I
I , 0.10

26 r
I I 0.02

27 0.53 I --- 0.17

I
I I I I

28 ! I 0.16
I , , , ,

29

30 0.11

, 31
,
,Month

0.10 0.00 1.69 0.26 0.00 0.95 0.51 0.72 0.50 0.00 0.00Total 0.00



.. .. ..' -' .. ... - -' -.,,- ~- - _.. - .. .. -
Gauge
Rainfall
(inches)
~l

Ga~Number

f~Location Salt Rlver~t~7~hAvenue I I

1

I
I

I

November! December~J~ ~ August I september October January February I March April May June
I I

2000 2000 ! 2000 2000 2000 I 2000 2001 2001 2001 2001 2001 2001
1 I I I
2

3

4

I
0.34

5 I I I
0.22- , I I6 I
0.220.24 I

7 0.12 0.16

1

0.79

8 0.09
I

I
I9 I

I
0.15

10 I 0.26
1

11

12 j f I I I I I 0.51

13

14

15

16

I I I I I I 0.23

17 0.11

18 I I I I 0.06

19 0.19

I
I 0.07

i
20 I

I
- I21 0.44 0.14

I I22 0.43 I

23 0.11

24 0.04

25 1 I 0.13
; I I

26
I

I I I
0.03

27 I 0.81 -- 0.20

28
t I 0.12 I -- 0.21

I I 1 I

I
29

30 I I 0.15

31

IMonth
Total 0.12 0.27 0.00 2.89 0.24 0.00 0.98 0.57 0.79 0.58 0.13 0.00



1

2

3

4

5

6

0.15

0.42

-I

June
2001

May
2001

0.06

0.68

0.10

0.10

April
2001

0.53

0.07

March
2001

0.14

0.19

0.10

0.19

0.12

0.11

0.27

0.54

January I February
2001 2001

0.43

; November i December I
2000 : 2000 I

I

I

0.79

0.05

0.11

0.02

0.44

0.09

0.21

0.30

0.13

0.22

October
2000

-;
I

I

I
I

l
I

t

I

ISe-ptember I
2000

0.13

0.04

0.22

0.15

~ I ~u9ust
2000 2000

SR45

Salt River at 40th Street

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

Gauge
Rainfall
(inches)

I
Gage Number

Location

l
I

I
I

!Month
Total 0.04 0.50 0.00 2.36 0.43 0.00 1.42 0.81 0.60 0.94 0.00 0.00



- .. .. - .. - - .. - - - - - - - •• - - -

- I

ACDC43 !
ACDC near Peoria Avenue and 43rd Avenue

I
I -

~uly August ISeptember
2000 I 2000 2000

0.06

0.00

June
2001

0.10

0.10

May
2001

0.02

0.30

0.22

0.30

0.84

April
2001

0.68

0.68

March
2001

0.22

0.04

0.16

0.09

0.16

0.56

1.23

February
2001

0.80

0.04

0.17

0.21

2.85

1.63

January
2001

0.04

0.04

I
I
I

0.03

0.09

I i
. November IDecember
. 2000 I 2000 :

0.62

0.10

0.06

0.84

0.12

0.13

0.51

0.40

0.20

0.10

0.60

3.68

October
2000

0.00

0.11

0.25

0.16

0.21

0.730.00

1

2

l- 3
4

5

6

7

8

9

l- 10
11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29
I

I :~
.Month
ITatal

Gauge
Rainfall
(inches)

I
Gage Number

LOCran



October
2000

0.04

June
2001

May
2001

0.97

0.14

0.14

0.16

April
2001

0.05

0.95

March
2001

0.15

0.02

0.10

0.33

0.18

0.06

February
2001

0.34

0.08

0.24

0.61

0.03

0.04

0.10

0.03

I
'November December January
i 2000 2000 2001 .

r

0.90

0.03

0.34

0.06

0.23

0.61

0.09

0.04

0.04

0.94

I
1-0.49

j

Gauge

Rainfall I
(inches)- r -
G-!ll" Number ilB08 I

Location 40th Street at Indian Bend Wash- r -- - --,
j -~_Ii-~ - ~~9ust I. September I

2000 2000 2000 I1_ 1 -- - --- -

2I --
3

4

5 0.17

6

7

8
t

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

IMonth

Total 0.00 0.66 0.00 3.28 0.13 0.00 1.34 0.84 1.00 1.41 0.00 0.04



- .. .. - - - - - - - - - .. -- - - --
Gauge
Rainfall
(inches)

I
Gage Number CAVE

Location C!'ve Creek Road an~ Tatum Boulevard

I -- . I 1 January I February iI J'cI1y ~~Jl!l8t september October November December 1 March I April May June
2000 2000 2000 2000 I 2000 i 2000 2001 2001 2001 2001 2001 2001

1

I
I 1

2 I
I

3

4

5 I i II ~ I
6 1

I I j I ,
I7 I I operational

1
8

9

10

11

12

13

14

15

16
1-

-I I17

I18
I

I
19 1

20

I21 I22

II
23 I24

I25

26

27
I28 II

29

I 30

I 31

lMonth
Total 0.00 0.00 . 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
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Rainfall Data Tables (ALERT raingages)



- - .. - - .. .- - _. - - - - - .. - - - -
Gauge
Rainfall

I(inches)
I

I~::r Chavez ~arkGage Number

Location

I
I

I I
October !November i December January February March April May JuneJuly ~!J9ust ISeptember, , I

2000 I 2000 2000 2000 2000 2000 2001 2001 2001 2001 2001 2001

I
I I I

1 I I
0.04

I
2

3

4 I 0.31

5 I

I 0.08I I i I
6 0.28

I
, 0.16

I
I

7 0.12 0.71

8

I
0.08

i I I9

I
I 0.08

10 I 0.20

11

12 I I
0.47

13 I 0.04
I I14 I I 0.28

15 0.04

16 i I
0.28

17

18

I19 I I i I 0.04

20

21

I
0.39 !

I
0.16

I I
i22 0.39 I 0.12! I I

23 0.12

24

I

0.12

25 I I 0.04

26 I
0.04

I I

I27 0.51 I 0.71 0.16I I I I28 I 0.16
I

i 0.16

I
29

30 ! 0.04

1 31 0.04
I
[Month
ITotal 0.00 0.12 0.00 2.28 0.28 0.00 1.65 0.71 0.75 0.39 0.04 0.12





- .. .. - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches)

I
Gage Number

1

4600

Location IBWat McKellips Road II
I I

July 1 August I September I October November December January February March April May June
2000 2000 I 2000 2000 1 2000 1 2000 2001 2001 2001 2001 2001 2001

I
1

2

3

4

5 I 0.71

6 0.47 0.35
;

7 0.83

8 0.20

9

I
0.16

I
,

10 0.04 I 0.12 0.04

11

12 I

!
I I 0.79

I
13 I I 0.04 0.04

I14 • 0.47

15 0.04

16 0.43

17 I 0.04

18

19

20

21 I I i I I 0.28

22

23

24

25 0.12

26

27 I

I I
0.63 0.04

I
,

I I28
I

0.31

29 I funnel

30
I

plugged

31 entire month

!Month
Total 0.00 0.00 0.00 0.00 0.51 0.00 2.32 0.98 0.94 1.38 0.00 0.00



Gauge
Rainfall
(inches)

I
Gage Number 4610 I

Location IBW at Indian Bend Road I

T

-~t- -1- ~~t
I I

'- ISeptember i October !November i December
t

January I February , March April May June

I 2000 I 2000 2000 2000 2001 2001 I 2001 2001 2001 2001

J
-, --

2

3
I

4

I
0_39

5 0.04

I
I 0.79

6 ... 0.16 0.20
I

7 ... 0.47

I

I 0.91I
II

8 ... 0.04 I 0.28

9 ... I I I 0_31

10 0.51 I I I I 0.08 0.04
I

11 0.12

12

I I I 0.59

I
J13

I
I

I I 0.04

14 I I I 0.08I I
15

16 ! I I I I 0.16

17 0.08

18

19 I20

I I

I
21 0_12 I

I I 0.24I
I

I22 ... 0.83 0.04I I23 ... 0.16 I·24 I ... 0.04 I,
I i I25 I 0.12
I I

26
I

0.04

27 0.55 I 0.63 0.12
I t

28 I I 0.28
I I I I

29

30 I 0.20 0.24

31

Month
Total 0.20 0.67 0.00 2.96 0.16 0.00 1.97 0.63 0.98 1.30 0.00 0.00



- .. - - .. .. - .. - .. - - - .. - - - - -
Gauge
Rainfall
(inches)

I I
I

I, I
Gage Number 4630

1 I

location ,Thunderbird Academy - near Thunderbird and Scon"dale Roads I
I . 1 I '

Jul}' August September I October I November; December t January February March April May June
2000 2000 2000 1 2000 i 2000 2000 I 2001 2001 2001 2001 2001 2001

1
I I

2

3

4 0,43 I 0.04

5

1
I

I I 0.67
I

6 0.12 I 0.12
I

7 i 0.75
I

8 0.24

9 I

!
I 0.39

10 0.63 I I I 0.04 0.08
I

11 0.08

12 0.51

13 I

I
0,20

14

I
I 0,28,

15

16 I
! I

0.12

17 I 0.12 I -I 1 0,04

18

19

20

21 I I
0,16 I

I I I 0.16
I I II

22 I 0.71 0.04

23 I 0,16

24 I 0,04

25 I 0.04

I I I26 0,08

I
I I I27 0.67 0.63 0.08
I

I I28
I

0.12 0.28

29 I I 0,16
i

30 I 0.12 0.24

31

;Monlh
0.00 0.40 0.79Tolal 0.00 3.24 0.16 0.00 1.93 0.94 1.06 0.00 0.00



Gauge
Rainfall
(inches)

I

1
14640Ga9" Number I

Location IIBW ~nd Sweetwater Avenue I
J r I

November I December IJuly August ISeptember October January I February March April May June
2000 2000 2000 2000 2000 2000, 2001 2001 2001 2001 2001 2001: I

1

2

3

4
I

: 0.08 0.04
I I

~ 0.16 I
I

0.67

6 I 0.08 0.16
I I7 0.63 I I 0.75

8 0.04 I 0.16
I9 0.24

10 I i 0.83 0.04 0.04 0.08

i !
r

11 0.04,
12

I
0.67,

I

13 I I 0.20
r I I

14 I 0.08
I I

15

16 I I I I I 0.12

I
t

17 I 0.35

18

19 t I I 0.04

20

21

I
I 0.20 I I 0.20,

22 0.51

23 I 0.12

24 0.04
I I I25 I , 0.12

t : ,
26

27 I

I
I 0.71 I

I
0.75 0.12

I I I ,
I28 0.04

,

0.24I t
29

30 0.04 I 0.28

I
31

I
Month
Total 0.04 1.18 0.00 2.89 0.16 0.00 1.93 0.75 0.79 1.10 000 0.00



-, - .. - .. - - - •• - - - .. - - - - - '-
~ge Number

Localion,

0.00

June
2001

0.00

May
2001

0.51

0.20

0.24

0.04

0.98

April
2001

0.79

0.71

0.08

March
2001

0.87

0.12

0.24

0.12

0.24

0.16

February

2001

0.04

0.16

0.35

2.87

1.22

1.06

0.04

January
2001

0.000.12

0.51

0.20

0.04

0.04

3.39

0.16

0.63

0.20

0.08

0.39

0.04

0.00

1.02

0.12

0.08

0.71

0.04

0.08 0.04

0.08

I
~l

0.12 1.22

0.12 2.17

I

14650 : I i
IParadlse Valier Park - near Union Hills Drlverat 32nd Streel,

~ul¥ __August September i October t NOVember! December
2000 2000 2000 I 2000 2000 2000I - -, I

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

31

1

2

3

4

5

6

7

I
t

IMonlh

;Tolal

Gauge
Rainfall
(inches)
- I



Gauge
Rainfall
(inches)

[
§age Number ~4700

Location FeD - Durango Street at 27th Avenue
~, - . r I

. =JU~ I August Iseptem~rI octObe!1 November '.December I January February I March April May June
II 2000 2000 2000 I 2000 2000 I 2000 2001 2001 2001 2001 2001 I 2001

! !
. - I

1

2 I
3 I I
4 0.28

5 0.20

6 0.12 0.12

7 0.04 0.08 0.63

8 0.12

9 0.12

10 0.43

I
11

I 12

I
I 1-

0.47

!
_.

1

I
13 I 0.08

I I 1

14 I I
I

0.08I

15

+--.16 I I I I 0.12

17 I 0.08

18 I
I19

I
0.24 0.04

20

21 0.28 0.16

22 0.39
1

23
I I

0.12

24 I 0.04

25 0.08

26 I
I 0.04-

I
I27

1
0.71 ,

I
0.63 0.12

i I I28 I 0.16

29 I 0.04

30 I 0.12

31 0.04

Month
Total 0.08 0.20 0.00 2.61 0.12 0.00 1.46 0.55 0.63 0.47 0.04 0.00



- - .. .. .. - - .. - - - - - - .. - - .. -



Gauge
Rainfall
(inches)
- [ -

22

23

24

25

26

27

28

29

30

31

0.04

0.24

0.08

June
2001

0.000.00

May
2001

0.35

0.59

0.16

0.04

1.14

April
2001

0.79

0.12

0.91

March
2001

0.12

0.04

0.08

0.28

0.04

0.12

0.67

February
2001

0.67

0.67

0.20

0.16

0.12

1.81

January
2001

0.28

0.28 0.00

I
November ! December

2000 2000 I

I

0.28

0.28

0.12

0.04

0.98

0.04

0.04

0.31

2.84

0.39

0.08

0.28

October
2000

0.000.360.20

0.04

0.12

0.04

[4730

t
ear Thomas Road an~ 32nd ~treet

--".':lly 1-A.l:l9ust Iseptember

2000 1 2000 I 2000

I I
I

1

2

3

4

5

6

7

8

9

10

11

I 12
I~ 13

14

15

16

17

18

19

20

21

I
I

I

I
iMonlh
Tolal

Gage Number

Location- r
I

I

=J



- - - - - - - .. - - - - - - .. - - - -
I

14740 :

Ipapago Park - near McDowell· Road and 52nd Streel

July I August ISeptember: October
2000 2000 2000 2000

0.04

0.20

I
I
INovember i December I

~ 2000 I 2000 I
I I

I I

I

0.00

June
2001

0.00

May
2001

0.04

0.51

0.16

0.12

0.04

0.87

April
2001

0.08

0.71

0.79

March
2001

0.04

0.12

0.12

0.31

0.71

0.12

February
2001

0.63

0.16

0.16

0.59

0.04

0.39

1.97

January
2001

0.00

0.31

0.31

0.24

0.28

0.12

0.04

0.24

0.79

0.20

0.04

0.51

0.16

2.820.00

0.35

0.39

0.04

0.04

0.08

0.94

0.39

0.08

0.47

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

I
31

Month
,Total

Gauge
Rainfall
(inches)
- I
Gage Numb~r

Location

1
I
I



Gauge
Rainfall
(inches)

I
!4750Ga_ge Number

Location \"Lhomas Road at 48th Street I '

~~:) "~.. I"~=b"I October November I December : January I February March April May June
2000 2000 I 2000 2001 I 2001 2001 2001 i 2001 2001

1

2 ,
3

4 0.39

5 I I

I
0.75I

I
6 0.24 I 0.16

7 0.12 I i 0.67

8 0.04 i 0.20

~
I
I 0.16

10

I
0.51 0.04 0.04

11 0.12

12 I I I 0.67

I
I I

13 I 0.04 0.08

14
,

0.12

15

I16 0.16

17 I 0.20 I
t

18

19

20

21

I
I 0.24 I ! ! 0.20

22
I

0.39

23 I 0.12
!

24
I

0.04 I

I
0.24

I

I

25 I I 0.12
I I !

26 0.04

27 I

I
0.75 II

I 0.63 0.12

28 I i 0.08

29 I 0.04I
30 0.12 0.28

I
31

I

[Month
Total 0.24 0.32 0.00 2.92 0.24 0.00 1.85 0.67 0.71 1.14 0.00 0.00



- - .. - - - - - - - - - - - .' - - - -
Gauge
Rainfall
(inches)

[
Gage Number

1

4760

Location Maryvale Municipal Golf Course' near Indla'l School Road and 59th Avenue
I

July I August ISeptember; October INovember i December January I February March April May June
2000 2000 I 2000 I 2000 2000 I 2000 2001 2001 2001 2001 2001 2001

1

2

3

4

I
0.08

5 I 0.20

6 I 0.16 0.28i·

t

I

7

I
I

I 0.59
I I I

8 0.04 0.12
i I9

I I 0.12

I
I

10 0.79 0.04t I i
11

12

I I 0.51

13 0.04 0.12I
14 I 0.12

!
15 I 0.04

I 116 0.12

17

18

19 I I I 0.04 I I I I ! 0.04

20

21 I 0.08 I I I I 0.20

22 ! 0.51

23 I 0.39

24 0.12

25 I I I
I 0.08
I i26 0.04

i i I I
27 0.59 0.75 0.12

I I I I28 0.08
I I

29

30 I 0.31 0.63
I I

31 0.04
t

!Month
Tota' 0.31 0.04 0.00 3.27 0.16 0.00 1.69 0.55 0.63 0.68 0.04 0.00



Gauge
Rainfall
(inches)

i

4780 :
I

Gage Number

IMlssourl Avenue at 16th Str"';tLocation
I

July AU!!~st I~p~mberi October I November December I January I February March April May June
2000 2000 2000 2000 2000 2000 2001 2001 2001 2001 2001 2001-

I
~

1

I
...

2 ...
3

4 ...
I 0.31

5 ...
I I 0.47I

I
6 ... 0.12 I 0.20

I
7 0.08 0.35 I I

0.67

8 ! 0.24

I I
9

I
, ! 0.16

I I

10 0.79 0.04
I I I I

11

12 ,

I I ! I 0.67

13 I I 0.12
I

14
i i I 0.08

15

16

I
I I I 0.12
I I

17 I 0.83

18

19 0.20

20

21

I
I I 0.08

I
0.20

I
I

22 0.39

23 I 0.24

24 i
0.04I

I I25 I 0.16

26 I I 0.04

27 I 0.59 I
I

0.79 0.08

28 0..04 0.28

29 0.59

30 0.16 0.28

31

Month
Total 0.24 1.77 0.00 2.96 0.12 0.00 1.97 0.75 0.71 0.87 0.00 0.00



- - - - - - - - - - .. - - - - - - - -
Gauge
Rainfall
(inches)- I -
Gage Number

Locallon

4800

Dreamy Draw ~am

January
2001

0.35

iNO:;;'" 0.;-.:;;,'" I

I 0.04 I I

0.00

June
2001

0.00

May
2001

0.24

0.08

0.59

0.24

1.14

April
2001

0.75

0.04

0.79

March

2001

0.12

0.04

0.08

0.28

0.75

0.16

0.08

February ,
2001

0.71

2.13

0.67

0.43

0.16

0.16

0.000.39

I

0.71

0.16

0.35

0.12

0.08

2.93

0.28

0.87

0.28

0.08

October
2000

0.00

September
2000

0.04

0.16

1.38

0.12

1.70

August
2000

0.04

0.12

0.08

July
2000

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

30

, 31

IMonth
,Total

-



Gauge
Rainfall
(inches)

I I
Gage Number

1

4820

Location ACQC al 43rd Avenue
I I

I ISeptember I I
I J~y August October November i December January February March April May June

2000 2000 2000 I 2000 2000 I 2000 1 2001 2001 2001 2001 2001 2001-

I
I

1 I
I I

2

I I
!

3

4 0.08

I
i I

5 I 0.16
~

I
I

I

6 0.04

1

0.28

7 0.16
I

0.04 0.59-
8 0.08 I I 0.04

9

I
I I

0.28
I I

10 I 0.51
I

11

12

I I I I 0.04 I 0.71
I13 I I

I
I 0.12

14 I
I ! I 0.51I

15

16 I I I I I 0.08- I !
17 0.08

18

I
I 0.04- I19 ! I I I 0.04

20

21 I I
I

0.08

I
I I 0.24- I22 0.51 I i

, 0.04I I I

23 0.35

24 I
0.20I

I I
25 I 0.16

26 I
I I ! 0.04, I

27 I 0.79 I 1.42 0.16

I I I28 0.12 0.08I I
29 I 0.08

30 0.20 0.55

31

'Month
ITolal 0.00 0.52 0.00 3.31 0.08 0.04 2.52 1.06 0.59 0.71 0.04 0.00



- - - - - - - - - - ,- - - - - - - - -
Gauge
Rainfall
(inches)

14830

I
I

Gage Number
I

Location

I~~'-"r"~"~r
-,

I I .I .'"',. -~""".. ISe.~m...,! October November I December I January February , March April May June
2000 2000 2000, 2000 ! 2000 2000 I 2001 2001 2001 2001 2001 2001

1 I . - : I

2

3

4

5 I 0.04 I 0.08

6 ... 0.04 I 0.24

I I I
I

I
7 0.16 ...

I I 0.51

8 0.16 ... 0.16 0.08
I I I9
I

...
I

0.08

10 I ... I 0.35 I 0.08I I
11

12 i 0.31

13

I 0.12

14 I 0.24I
I

15

16 I I ! I I 0.04

17 0.16

18 0.04

i I
0.04

19 0.04

20

21 I I
0.08 ; I 0.24

22 I 0.55
I

I

23 I

I
0.04

I
24 0.04

I25

I
I 0.08

26 I I I 0.04
I

I
27 0.35 1.02 0.16

I I
28 I

I 0.04 0.16, I II29

I
! 0.35

30
I 0.24

31

IMonth
Total 0.00 0.91 0.00 1.93 0.04 0.00 1.54 0.79 0.59 0.55 0.00 0.00



Gauge
Rainfall
(inches)

I i II
Gage Number

1
4840 I :

Location Greenway Road at 32nd Avenue

] - - I . I

July I August ISeptember. October November December January February , March April May June
2000 2000 2000 2000 2000 l 2000 I 2001 2001 2001 2001 2001 2001

1

2

3

4

I
0.08

5

I
0.16

6 0.20

7 0.51 0.51

8 0.20
I I

9 I

I
0.08 !

I
0.12

10 I 0.43 i 0.04
I

11

12 I I I
0.63

13 I 0.16I
t14

I I 0.20
r

15

16 i

I
I I I I 0.04

I
I ;

17 0.04

18

19

20

21 0.04 I I I 0.16

22 I 0.55

23 I 0.31

24 0.24
I

25
I 0.12

I I

26 I ,
0.04

I
I

27 I 0.59 0.87

I
0.08

28 0.12 0.16I ! I
29 I 0.16

30 0.04 I 0.39

31
I

IMonth
Total 0.04 0.71 0.00 2.83 0.00 0.00 1.86 0.76 0.51 0.55 0.00 0.00



- - - - - - - - - - - - - - - - - - -
Gauge I

Rainfall
(inches) i ,

1
!49oo I

; I
I,

Gage Number I

I I
Location ICave BuUes Dam I

I
~

I
I , I

_ J~IL August September October I November I December . January I February March April May June
2000 2000 2000 2000 2000 i 2000 2001 2001 - I 2001 2001 2001 2001

1 I II
2 I I

I
I I

I I3 -
4 0.04

5 I i I
0.33- ,

6 I I 0.33-
I I

I I 0.71

8
I

0.12

9

I
I 0.26

10 0.24 I 0.05 0.05

11 0.04

12

I I
0.55-

13

I !
0.16

14 I i
0.11

15

16

I I I
I

I
I 0.12

~ I

I17 _I I 0.04

18

19

20

21 0.06

I I 0.05

22 0.51
I I 0.05

23 0.12

24 I 0.24,
25 I i I 0.22

26 0.05
I

I
27 0.43 I 0.96 0.16

I
I28 0.04 0.12 0.44
i

I 29

30 I 0.26

I 31
I
'Month
Total 0.00 0.04 0.00 2.06 0.04 0.00 2.09 i 1.15 0.77 0.62 0.00 0.00



Gauge
Rainfall
(inches)

!64oo

[
Gage Number

Location Agua Frla at Buckeye Road ,
1

I :", j"9'" ISoplembo, i October I November 1 December January February : March April May June

I 2000. 2000 I 2000 ~ 2000 I 2000 ~ 2000 I 2001 2001 2001 2001 2001 2001
1

2

3

4

I I
0.31

5 0.04
t

6 0.04 I 0.04

7 0.28 I I 0.55,
I I

8 ... 0.12
t

9 ...
I 0.08

10 I ... I 0.43

11

12

I
0.59

t

i13 0.12

I14 : 0.28

15 I I 0.04

16 I I I I 0.20
I

17

18

I
I I 0.04
I I I

19
I ! I I I I i 0.04

I ;
20

21 I I 0.63 I
, I 0.31
I I i

22 0.04

I
0.75

23 0.20

24
j

0.12

25 I 0.04I I I I I I26

I !
0.08

I I I
1

27 1.54 I 0.55 I 0.16
I i28 ... 0.08 0.39

1 i I !
29 0.04

30 I 0.39 I 0.39
I

31

tMonth

Total 0.39 0.36 0.00 4.49 0.04 0.00 1.57 1.06 0.55 039 0.04 0.00



- - - - - - - - - - - - - - - - - - -
I I

I
I

Gauge
I
I

Rainfall I
(inches) II I
G!.ge Num~ 5505

Location - - New River at Glendale Avenue.- I

--~~-l A;::'l I I J

January I FebruarySeptember I October November! December, March April May June
2000 2000 2000 2000 I 2001 2001 2001 2001 2001 2001

1

2

3

4

1- --I I
I

I
5 I

I
0.04

6 I I
0.16

I I
7 I 0.83

~ I
8 0.08 0.08

- -
t

I

+- 9 I 0.04
I- I j

10 0.20 I
11 I I-l- , I

12 0.04 0.59 I_.
13 -- -j- 0.12 !

~t~4 0.12

I 15

I 16 -r --~ - I I ...
I

0.04

1

17 I I
18

19 0.04 0.08

20

21

I
0.20 0.28

22 0.16

23 r 0.20

24 0.16

25 I 0.08

26 0.04 I I
0.04

27

I
0.51

I
I 1.18 0.12

t
i ,

I28 0.08 0.43
I I I

29

30 0.04 0.31 0.04

I 31

!Month
Total 0.04 0.08 0.00 1.90 0.00 0.04 1.97 0.91 0.83 0.47 0.08 0.00



Gauge
Rainfall
(inches)

[
G"ll" Number ,5535 ! !

Locrlon IAdobe D~m_~I_ :..

! I JulL Al!9ust lseptember Octobe~ INovemi>er , December. January February I March ,April May June
2000 2000 2000 2000 2000 2000 2001 2001 2001 I 2001 2001 2001

1 I . . I

2

3

4 I' 0.08
~ ~ 0.08 I i 0.28

6 I I 0.24

7 0,08.. I I 0.43

8 I 0.08

I
9 0.12

10 0.12 0.04 I I 0.04

11

12 -I I 0.59

13 I 0.04 ! 0.08

14 . ! 0.04

15 I j 0.04
16 0.08

17

18 0.08

19

20

21 0.12 I I I I I I 0.04

22 0.47

D I ~1

24 0.20

25 I I 0.08

26 . 0.04; I 0.04

27 0.43 I I 0.91 0.12

28 0.39
I

29 0.83

30 0.35 0.67

I

31

Month
Total 0.00 1.34 0.04 2.48 0.04 0.00 1.85 0.75 0.47 0.55 0.00 0.00



- - - - - - - - - - - - - - - - - - -
Gauge I I

I

Rainfall
I(inches)

[
Gage Number

1

5550

Location Deer Valley Airport
I 1-

~uly August ISeptember; October November Oecember January , February March April May June
I I2000 2000 I 2000 :

2000 2000 2000

I
2001 2001 2001 2001 2001 2001

1 I
2

3

4 I 0.12 0.04

5 O.os

I
0.31

I

6 I I
0.20

7 0.08 0.55

8 0.28

9 0.04 0.20

10 I 0.43 , I 0.12 0.04
t , I

11

12 I I

I
1.22

13_1 I I I 0.20
I

I
I14 I 0.04

15 i I 0.08
I

16

17

18 -+ I I I 0.08

19

20

21

I
I

0.08 I I I I 0.08

22 0.75

23

I
0.20

24
I

0.28

25 0.12
I I26 0.12

I

0.04

27

I
I 0.59 I 1.38 0.20

I I
28 0.04 I 0.31I !
29

I
0.08

I
30 0.12 0.12

I
0.39

31

\Monlh
Total 0.12 0.36 0.12 3.00 0.04 0.00 3.15 0.91 0.67 0.63 0.00 0.00



Gauge
Rainfall
(inches)

I II
Gage Number

1
5565

ILocation Skunk C",e~",tl-17

I I

J~ August September October November iDecember, January I February March April May June
2000 2000 2000 2000 2000 ! 2000 , 2001 2001 2001 2001 2001 2001

1 I
! I 0.04

2 I

3

4

I I 0.04

5 0.04 I
i 0.28

6 I

I 0.31I
i I

7
I I I 0.39

8 I 0.16
I I

9 I
0.16 0.04

10 I 0.20 0.04
j

I I 0.04

11

12

I j I I 0.04 0.67
I I

I13 ; ! I I 0.16

14

15 I I I I I I I 0.12
!

16

17

18

19

20

21 I I I 0.12 0.12
I

22 I 0.63,,

I
23 0.04 0.24

I
24 0.39

I
25

I I 0.12

26 I 0.20 I
0.04

I
I I27 I I 0.51 I 0.91 0.20

I28 i 0.08 0.04 0.51

29

I
0.12

30 0.04 I 0.59
I

31

Month
Total 0.00 0.24 0.20 2.80 0.04 0.04 2.05 1.02 0.47 0.75 000 0.00



- - - - - - - - - - - - - - - - - - -
Gauge
Rainfall
(inches]

I I I I1
Gl!.ge Number

['" 1

I I
t ILocation New River and, Bell Road I

I
I

JUI}' August ! September I October INovember IDecember January February March April May June
2000 2000 2000 2000 2000 2000 2001 2001 2001 2001 2001 2001

1

j2 I I- I I3

~ 0.04 I 0.04

5 0.08 0.16
I

6 0.04 0.35
I7 0.59

8 0.04 0.24

9 I 0.08

I
0.04

I
I

10 0.08 0.08
I

11 0.04

12 0.67

13 I 0.16-- I

14 I 0.08

15 I 0.04

16 I I I 0.04

17

18

19
~- I I - I I I I I 0.04- , I

20

21

!
0.24 I I I I ! 0.16

I

22 1.10-
23

I
0.24

24 0.20

25 0.12

26 I
0.08

27 0.63 I 0.87 0.08

28 0.43
I

29 I I 0.12

30 0.28 I I 0.71I i
31 0.04

Month
ITotal 0.04 0,52___ 0.00 3.24 0.08 0.00 1.93 0.94 0.71 0.71 0.04 0.00



Gauge
Rainfall

I(inches)
I

16500 ;Gage N'!mber

Location IGUadalUpe FRS. r
1 -- I

~:-I
Au~usl SePte~~rl October , November: December I January February March I April May June

2000 2000 I 2000 I 2000 I 2000 2001 2001 2001 2001 2001 2001- I
1 I 0.04

I
2

3

4 I 0.08

5 I I 0.63
I

6

!
0.71

I
0.12

7 - 0.75

8 I I
I I 0.16

9

I I
0.12

10 0.08 0.04 0.04 0.04

11 0.16

12 I 0.51

13

I
I 0.04 0.04I

t
14 0.16

15

I I I 0.04

16 I 0.43
I

17

18

19

20

21 I 1.10 I I I I 0.24

I
I

22 0.28

23

I
0.16

24

I
0.08

25 I ! I
0.12

26

27
I I I I 0.67 I 0.75 I 0.20

28 0.08 I 0.04 I I I 0.20
I I I

29

30 0.04 0.28

31 0.04

Month I

Total 0.04 0.20 0.00 2.85 0.75 0.00 2.05 0.71 0.83 1.02 0.00 0.00



- - - - - - - - - - - - - - - - - - -
I

Gauge
Rainfall
(inches)

i6510 I I I! IGa9" Number

Location ISouth Mountain Park
1

I J.', I A.g."
,

!Novemberl Sep'!mber October December! January February; March April May June
2000 2000 2000 2000 2000 2000 2001 2001 I 2001 2001 2001 2001

1 I I I
2

3

4 I 0.08

5
I I

1.06

6 0.67 I 0.16

7 0.16 0.08 I 0.67

8 I 0.20

9 I I I 0.20

10 ! 0.28 0.04

I
I I

11 0.08

12 I
I

0.51-

I13 I 0.04
I

14 I
0.12

15
I

I
I 0.04

16

1
I I 0.63I

17 I 0.35

18

19

20

21
I I

i 0.28 I I I I I 0.28

I
I

I I I22 0.35 I
I 0.24- I I I I

23 0.16

24

I
I

25 I I 0.12

26 I 0.12

27 0.87

I I
0.83

I
0.16

I
I

I 28 0.04 0.24

I 29 0.04

I 30 0.24 I 0.16

I 31

!Month
Total 0.40 0.59 0.00 2.30 0.67 0.00 2.41 0.67 0.71 1.50 0.00 0.24



Gauge
Rainfall
(inches)

[
_~ge Number 6560

Location South Mountain Fan

r ISeptember I ' I IJuly August October : November, December January February March April May June
2000 2000 2000 I 2000 I 2000 2000 2001 2001 2001 2001 2001 2001

1
I i

2

3

4 I 0.16

5 0.28
I6 0.47 0.20

7 0.04 I I 0.75
I

8 0.12 0.12

9 ,

I
I 0.08

10 I I 0.67

11

12 I I I I I
i

0.51
I I

13

14 I I I I
... I I I ! 0.24

I
15

16 I I I i I I
0.47

17

18

19
I

20 I I21 0.71 0.31

22 0.43

23 0.12

24

25 0.08
I i26 0.04

I I I I
27 0.67 1.34 0.16

I I I I28 0.04 0.31
I I

29

30 0.08 I I 0.08
I I

31 0.16
1
iMonth
Total 0.36 0.04 0.00 2.88 0.47 0.00 2.52 0.83 0.75 0.79 0.00 0.00
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Chain of Custody Forms



~.~~~~.':.~~:!"".::,
1014 E, Cooley Dr.. Suil. A. Colton, CA 92324 (909) 370·4667 FAX (909) 370-1046

7277 Hayvenhursl, Sui1e 8·12, Van Nuys. CA 91406 (81B) 779·1844 FAX (818) 779·1843

9830 South 51s1 S1.. Suit. 8·120. Phoenix. AZ 85044 (480) 785·0043 FAX (480) 785·0851

9484 Chesapeake Dr., Suite 005, San Diego, eft. 92123 (858) 505·9596 FAX (858) 505-9689

- - - .. j - - -
"

- - - -,-',---, -
ofPage-.(;,:

...~

CHAIN OF CUSTODY FORM -- --

Client Name/Address: "3/A L:r. E.. COX ProjecUPO Number: ,':;' .
c: 1'1' T7 1-__,--_-,-_=-,--....;A~n.:.=arly5=IS;:.:.:":::..:'e;.:):qurlr-=ed=---r__,-_-r__r- ~
,CvMc. r r1oE:NJ:X <;"
Z '80\ l;J. Dvp:.A~6D lSi: .

-Prill' A7.. "8:5oD'lNPVES 5 \CRl'-\L~ ATER.. ~ ~) ~ *
Project Manager: Phone Number: \- ~ \-\ : .. <:

.:J'()LT.\<: Cox fo02.-S0b- ~4D I \f\ .,"-J ~--~ 0t
Sampler: Fax Number: 4: .J .J ~. . ...J) '\JO :r \J

,--'O$'SuM +t.VrL-SON bo2-,?of.c,-L-/lool C- ~ ~. '~ ~-r vO N N
! J u.\ '1 - -J..... . ~ .-.Sj
.. -.-/ Sa~ple Sample Container # of Sampling Sampling Preservatives r- \.L ....\1:\... Lu. 'cS I~~ ~ ..

DesCription MatriX Type Cont. qate Time N - ,'N , 'I f7i - N \-1\ Special Instrucltons

·14:)¥-°.j. P(DKIA - G\ZA~ 5 Ml':>C-. 13 415!tJ! ;l3?2. ~ V V V ._~', \~ V V}/"" S~F- ATT Ac..-r.Sj)

I I ,\! ''>; ._ \ "PH X ~N AL '15 E S
v- ~, ,-

,A i (\ \ \.. - ,. . . S H S E- '"'\
\ ,\ -- ... ~

,( (; ._' 0 - ~ " 'n\ <.\. .X .-

I .r \. , r "~':- (~
\ X ,,- i'(\"' (\' ' ~.

, (7 /(\ .. \ \11\:' \ ,1: ::
~ ').. \-, ,'I" . .~"'=- -.;::: .....

.~. .)( .... ,. ( ,t'{.''--!.' 'r&';' ;.,; ~ -

\ \"\ , \ ~ - :J ......
, \'" '(Ij ,-., "'. ~~

. \ \ . " ~~\ ,
v·

'----... '- <'(
\

'--.,./1 '

&. i' 'Jr'''Li. 1/()t!IV/A fir, Utei:' r(l; O.;y ') (( ''N r-r:. ;r) 1ll 0;'fI.

(',)' IrJ h ()-J' IfI,\.lI,f Ib 1", -h n CL- f~~' Cy'.J )' /) 11/IPS. r, yoY'~ lief I? tV; II(A~f I ,,. r A ftDMt I, ){ II ~., h,-/le{ .ft~J1NJ h-M vc/1~ I7nV't.tW.1 fhh':

,,/ oil I I iY' (trY (I/~ s rdJ- r -TJ~ IY' (XpO. - tV~ (Z ~ rl elJtn;n~')
R7'l'~~.is'.7VLV' j, Pratf /Time: . Received by: Date mme: Turnaround Time} (Check) '5 F.- i;: [0 N i \Z. Ac.....T

!II/J:t.'!'i{;, cdJ _. l-i/.l2/tJ{. _OU'Q ._. __. _. - 1.4.1I/ra~L.<..13Lt~ iJ7nn OYo&ol sameday __ 72 hours --

R~llnquishedE:( I ' 9ate /Time: Received by: Date mme: 24 hours __ 5 days

i 48 hours normal ~
F\e~~qUiShed By: Date /Time: Received in Lab by: Date mme: Sample Integrity: (Check) "

'•.,'\ intact A\ on ice -1 fL
"I-.._.V\D•• __ 1:_ ••:_L: J. _ I.... A I..... ~ • " ... I J.I •• .. • I J.' I --' --'--"J.' I ~ I.. _~_ --' J.L~ : __ .1. n..L. __• # .: :_

dUtl Wif\1in 30 days from the date of invoice. Sample(s) will be disposed of after 30 days. ~ " P, c: AS£. t....:loT£ I'EHF"
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Maintenance and Storm Event Log Sheets
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SR-49 Salt River at 67th Avenue
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FCDIUSGS STORMWATER O&M LOG SHEET

SITE h7T~ AVE. *- <:)12- DATE ~!1/0 I I5TDI2r1 ~\IENT "DttA RETI':NAL

ARRIVAL 0100 DEPARTURE

lloo SERVICED BY
----1

l-o sSu..fv'\
I

TIME TIME I
SAMPLER SIGMA OR ISCO MODEL NUMBER llOO 900 other I

EQUIPMENT CHECKED COMMENTS

\ YES

SAITERY VOLTAGE OK
NO

volts

YES

SOUR PANEL ClEAN
NO

_.

YES

CA8l£S AND COHNEC11OHS GOOO NO

YES

ca "".Aft AHlENNA
-.NO'

- -.. .. .. , . ·0 ..,; - , -

PHOHETONE

...,.;~:::- ....

-
YES

lWNGAGE (screen. funneL, tipping budcet) NO

YES

SAJofPLE TUBING (Intake., pump, distrlbutoc) NO
..

YES

CLEANED SAMPLE TUBING (tap, liquinolt, tap, nitric, 01)
NO

YES

CAUBRA TEO DEPTH SENSOR NO
depth (in

YES

CAUBRA TEO SAMPLE VOLUME
NO

ml

i
I
ISPECIFv I T!:MS HEMOvED/REP~AC::DffiEPAIREDI\NsrALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS r '>'LL."OffiEMOVC:O



FeD/USGS STORMWATER O&M LOG SHEET

~)~4vt'f'5Jl, L(. )
1

SITE DATE
~ 0/

ARRIVAL

1'3\D
DEPARTIJRE

SERVICED BY 6Yu JC () r InME nME /32,S I

SIGMA06~/"
I

./

SAMPLER MODEL NUMBER 800 900 other I

1

EQUIPMENT CHECKED COMMENTS

cJIj) I
NO /2·3BATTERY VOLTAGE OK volts.·

~
ISOLAR PANEL CLEAN

NO

~
ICABLES AND CONNECTIONS GOOD

NO

CyE§ 1

CELLULAR ANTENNA
NO

~
PHONE TONE

NO
I

@
,-

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TIJBING (intake, pump, distributor) @

®>
CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)

NO

YES

CALI BRA TED DEPTH SENSOR ~ depth (In)

CALI BRA TED SAMPLE VOLUME GV ml

SPECIFY ITEMS REMOVED/REPLACEDfREPAIREDI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDfREMOVED

I I I

I

1= I,. /'.---'.- , .-)

J-:L) I

I I
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FCDIUSGS STORMWATER O&M LOG SHEET

SITE 07T~ AVE- 4- S~ DATE '-1)11)01
STOt2 r'\ 1="\ lENT '"DttA RE.1n\JA L

ARRIVAL
D700

DEPARTURE SERVICED BY -
TIME TIME LIDO l-oSsv..0

SAMPLER SIGLlA OR Isea MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BAlTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

_.

YES

CABlES AND COHHEC11OHS GOOO
NO

.,

YES

a;r I 'a llR-AHTENHA .NO -
-. ' ...... _.' -- - . -..

eYEs-

PHONETOHE
NO

. . . ~ .. -
YES

RAJNGAGE (screen. funnel, tipping budcet) NO

YES

SAJl?LE TUBING (Intake, pump, distrtbutoc)
NO

..

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nltric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO

ml

SPECIFV IT!OMS REMOIIED/REPLACEDffiEPA.IREDI1NSTA.LLED INCLUDE 5ERIA.L NO I;:: 5A.MPLER OR PT INsrALLEDffiEMOIIED



FCDIUSGS STORMWATER O&M LOG SHEET

SITE &7~ + 5ol) 121 ~,- DATE L(_ ,/ q ~. it /

ARRIVAL

2,' if (j
DEPARTURE

3.'00 SERVICED BY

6LtJ/5~nME nME

, .)
SAMPLER SIGMAO~~... MODEL NUMBER 800 900 other

\.......-/'

EQUIPMENT CHECKED COMMENTS

YES

iJJ 0 /r.l t'l jBATTERY VOLTAGE OK @?
volts

c!.-®
I

SOLAR PANEL ClEAN
NO

CABlES AND CONNECTIONS GOOD
(~)

..........
~)

CELLULAR ANTENNA NO

PHONE lONE
~

i~
RAINGAGE (screen. funnel, tlpplng bucIcet)

NO

r'YE.S)
~

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric. 01) (~
-

"Y:E'S>

CAUBRA TED DEPTH SENSOR
'--NO

depth (In

YES

CAUBRA TED SAMPLE VOLUME
NCj"-

ml

SPECIFY ITEMS REMovEDIREPlACEDfREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDfREMOVED

I· l f' ;~ ,; { '; r! J IJ'1. (J j ,

!:

I I



FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFv 'f'OMS REMOVED/REPLACEDIREPA-IREDIINSTA-LLED,INCLUOE SERIA-L NO IF SAMPLER OR PT INSfALLEDIREMOVEO

SITE 07TK AvE + 51<. DATE L/ )~D 1b IALL S1:TE.S "DATA RE.-ro:e.\AJ
ARRIVAL DEPARTURE

SERVICED BY F'o S:5Ltf"\nME 01100 nME lD30

SAMPLER SlGMA OR ,seo MODEL NUMBER IlOO 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SlX.A.R PANEL CLEAN
NO

YES

CAB! ES AND CONNECI1OHS GOOD
NO

YES

ca , 'P..,AR AHlEHNA' " ~ ,
HOi'

"

. : .'- . "-- -, ' ,-,:;iES\; "'-

. '

--.,
"

.''- ,';NO}-
PHONE TONE -

','

YEs"

RAJNGAGE (saeen, funne(, tipping budcet) NO

YES

SAJ,(PLE TUBING (Intake.. pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tip, liquinox, tap, nitric., DQ
NO

YES

CAUBRA TEO DEPTH SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO ml

I
I
I
I
I
I

I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 01~ AVf- ~ '5R.. DATE '1/7-7-/0 ISTOI2r1 F"\IENT WTA REin\lAL

ARRIVAL
DfoOQ

DEPARTURE
SERVICED BY

~O SSv..t--"\
!

TIME TIME lOOO

SAMPLER SIGMA OR ISeo MODEL NUMBER 800 900 other !
-

EQUIPMENT CHECKED COMMENTS

\ YES

BArrERY VOLTAGE OK
NO

\fOrts

YES

SOlAR PANEL Ct.EAN
NO

.'

YES

CASl£S ANDcCONHECTIOfCS GOOO
NO

...

callq"R'~i;•.
YES

No'
.'

_.
.. ,

~:::.::.~~;'k.~~--~:t:.:; , .' , ... . .
..YES

. . ,

PHOHEmNE;i- NO ;

YES

fWNGAGE (saeen.'funneC. tipping budcet)
NO

YES

SAJ,(PLE TUBING (Intake., pump, distributor)
NO

YES

ct.EANED SAMPLE TUBING (tap, liquinox, tap, nitric., 01)
NO

YES

CAUSRA TED DEPTH SENSOR
NO

cleD," (In

YES
I

CAUSRATED SAMPLE VOLUME
NO mil

I

I
ISPECIFY ITEMS REMQVED/REPLACEDffiEPAIREDI1NSTALLEO INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::OffiEMovcJ

RCI~"I-£.\lS Df\T~ ~12- ~L-L 'SI-~ '"S T-TE5 AF,f;: 'i2-. <5\o~H

\:::- \.J E. ('oJ \' eLi ~ou.c-s ~ofZ.-. P\LL Sl'( S-r.. TE..S)
IJ



FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFY ,TEMS REMOVED/REPLACEDffiEPAIREDIlNSTALLED INCLUDE SERIAL NO Ie SAMPLER OR PT INS Tl\LLEDffiEMOVEO

SITE &;1 TIl. AIJE- + SR DATE i-J/Z1/ 0 /ALL S'I:Tt:-S DATA RE.~
ARRIVAL DEPARTURE

SERVICED BY F"o S:5U-MTIME Oqoo TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

" YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABlES AND CONHEC11OHS GOOD NO

YES

ca I Iq 4R AHTENHA 'NO:'-
.......... ~ 0- "-

-' "
, --- ~YES~+~ ',~

,
~ .~ -- -

~

- _0. • •

PHOHETOHE.
-NO---,

:..- .-,
-.- -- -

YES
,

AArHGAGE (screen, funnel, tippInq budcet) NO

YES

SAMPLE TUBING (Intake, pump, distrfbutof)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRATEO DEPTH SENSOR
NO

depth (in

YES

milCAUBRA TEO SAMPLE VOLUME
NO

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
'I
J
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE t 7~#t4!-- ../-5. -I i·
DATE if - :z J - f-)!~ -IUi/e.,-

ARRIVAL ,.- DEPARTURE 3.'/5 .!34- {u , lS/;-L2: II ') SERVICED BY
TIME TIME

SAMPLER SIGMA~· MODEL NUMBER 800 900 other----.

EQUIPMENT CHECKED COMMENTS

, d'ED
BAITERY VOLTAGE OK

NO
volts

~
hJiPt cI o-ff tll~tSOLAR PANEL CLEAN

NO

@2

CABlES AND CONNECllONS GOOD
NO

CELLULAR ANTENNA
CW

PHONE TONE
~

~
RAINGAGE (screen, funnel, tipping buclcet)

NO

Cia
SAMPLE TUBING (Intake, pump, distributor)

NO

ryES\
-""':-'_..,l--

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTli SENSOR
rNQ')
'-'-'-"'- depth (In

YES
- -

CAUBRATED SAMPLE VOLUME ~9/ ml

SPECIFY ITEMS REMOVED/REPLACEDffiEPAIREDIlNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSfALLEDffiEMOVED

( I _,
... i~~1 i/ ( t7~. I ••(

I I

I

I)1 -It? k ?f If/( .::;./ / ... : 1/ //) /
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I
I
I'

FCDIUSGS STORMWATER O&M LOG SHEET

SITE ~1& +~\~ DATE 5-c)!-o I
ARRIVAL

\ ", (\ 0
DEPARTURE

\ \~~1 SERVICED BY

~t}W l\SIA ~vU IJ~
J

TIME TIME

SIGMAO~SAMPLER MODEL NUMBER 800 900 other

I
I
I
I
I
I
I
I

EQUIPMENT CHECKED COMMENTS

,

~ 'iWt' .t.(j,JBATTERY VOLTAGE OK volts
/.--J"/ I

~

SOLAR PANEL CLEAN
NO

dES=>
CABlES AND CONNECTlONS GOOD

NO

~
CELLULAR ANTENNA

NO

~

PHONE TONE
NO

~
RAINGAGE (saeet1, funnel, tipping buclcet)

NO

SAMPLE TUBING (intake, pump, distributor)

~'

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~

CAUBRA TED DEPTH SENSOR Jr1b depth (in

CAUBRA TED SAMPLE VOLUME
~)

ml

SPECIFY IT!OMS F1EMOVED/REPLACEDffiEPAIREDIlNSTALLED, INCLUDE SERIAL NO IF SAMPLER OR PT INS fALU::DffiEMOVED

I

i.i 3Ie),.d"Iv+I~ cw,d de6C1 {.

,- ':' '.. : \" {! r -, . r t'" r \ j-+L\ ,> I"i--- :,·J .. ~'t. ,'-V'tit' "D,<;",'Lt,.,. !',';,Tf" I,'J,(-~'{<\ ....- -'ob,'-J::Lv. , l"-. ( I \ ,

.- ,~t.Q../' 0'1' b" (\l. VJc,,:-t-$:/ \,' "H~ d (/1" "', ''l'(" &'-0- \D 5'C(;-'\ () {l (L L.<.-fV\u.L~..h""" I--" .s iii'" AI' .,

I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE (p lT1\A\lE. + <512-... DATE Cj I/-1 01ALL S'In..~ DATA Rs-rn:BJAJ

ARRIVAL DEPARTURE
SERVICED BY F"o SSu.M.

I
TIME Oqoo TILlE ID30

SAMPLER SIGLtA OR Iseo LlOoEL NULlBER soo 900 ot~r J

EQUIPMENT CHECKED COMMENTS
;

\ YES

BAITERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL ClEAN NO

YES

CABLES AND CONNECl1ONS GOOD NO

YES

ca' 'QARAH1ENHA;'
NO-

,.: ::~.: .;(,~~:-:~';' R~: ~~;.: <
_........

.;yEs ., :

-- -NO
PHONETOHE

- -
YES

AAlNGAGE (screen, funne(, tippk1g budcet)
NO

YES

SALtPLE TUBING (Intake. pump, distrfbutoc)
NO

. -

YES

CLEANED SAMPLE TUBtNG (tap,liquinoJ.:, tap, nitric., 01)
NO _.

YES

CAUBRA TEO DEPTIi SENSOR
NO

depth (In

YES I
CAUBRA TEO SAMPLE VOLUME

NO mlj

SPECIFy If"MS REMOVED/REPLACEDIREPAIREDI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INsrl\LLEDIREMOVEO



volts

ml

depth (in

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO"~

l'~ : --

-YES":,
NO:

YES
NO

YES
NO

YES

NO

YES

NO

'fES

NO

..
- -

SITE bIl~ AVE c+-SR DAlt s//\ 0\AL L. S1:ns 1)ATA RE:n.:reJAJ
ARRIVAL DEPARTURE

SERVICED BY F"o S5U-t'\TIME 0"00 TIME \D30

SAMPLER SlGUA OR ISCO MODEL NUMBER 800 900 other

CABLES AHOA:ONNECIlONS GOOD

SATIERY VOLTAGE OK

FCDIUSGS STORMWATER O&M-LOG SHEET

EQUIPMENT CHECKED

. -'.. ~....~ .' ~ ~

ce "R'AffNiiiiHiCAe.

SAUPLE TUBING (lntak.e,pump, distrlbutOf)

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)

CAUBRAltD DEPTli SENSOR

CAUBRAltD SAMPU: VOLUME

SPECIFV ,r:;:MS REMOVEDlREPLACEDIREP~IREDI1Nsr~LLEOINCLUDE ;;ERIAL NO ,;: ;;AMPLER OR PT INsrALLEDIREMOllcO

LJtE~ij...J bA.T~ RF- TlZ.Is\JAL (1,6 ~"~"7 !==o~ AL-L. ~

ST\~
i

Cf(-lo BA\\~'1I; "L':::> Low

t PHONETOHE -'

I
I
I
I
I
I
I
I
I
'I
I
I
I
I
I
I

"I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
~1~ +--S. t'L DATE 5~ IU,--,b I

ARRIVAL DEPARTURE
SERVICED BY

nME nME
I~ D \::::- ~ \.~ -1 W

SAMPLER S/GMA0G> MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK (§> volts

@'
SOLAR PANEL CLEAN

NO

~ES;,

CABLES AND CONNECllONS GOOD
''NO

~
CELLULAR ANTENNA NO

G.EP"

PHONE TONE
NO

~
RAINGAGE (screen, funnel, tipping buclcet)

NO

cJ§S:/
SAMPLE TUBING (Intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~

V
~

CAUBRATED DEPTH SENSOR
""Nt)

depth (in

YES

CAUBRA TEO SAMPLE VOLUME
/~.

ml.-

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF 3AMPLER OR PT INSTIl.LLEDIREMOVED

i, -S~ ... "'Co i -t? ( k \'" ,) c

I I

C. ,..1:- \



ml

volts

depth (In

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO.~

YES
NO

YES

NO

YES
NO

YES
NO

YES
NO

.YES-.
NO:

FCDIUSGS STORMWATEA O&M LOG SHEET

.~.: • I' ., ...... :. ••

i::~_\:·.·::'},::··;· ".-

SITE
toIr~ AVE +SK DATE 5/1<g}OI

ALL 5'l:TE.S DATA RS-rereJA.L
ARRIVAL DEPARllJRE SERVICED BY F"o S5Lq--\TIME Oqoo TIME ID30

SAMPLER SIGMA OR lsea MODEL NUMBER 800 900 other

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

SOlAR PANEL CLEAN

SAJlPLE llJBIHG (Intake., pump, dlstrtbutOf)

CAUBRA TED SAMPLE VOLUME

CAUBRA TEO DEPTH SENSOR

CLEANED SAMPLE TUBING (tap, liquinox, Up, nitric. 01)

I

ISPECIFY tT!OMS REMOVEDIREPLACEDIREP41REDI1NST4LLED INCLUDE SERIA.l NO IF S4MPLER OR PT INST4llEDIREMOl/ED

, PHONETOHE

I,

I
I
I
I
I
'I
J
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE ~7-th 4- I c... '2 DATE J- / q - 0 I
~- ../ . ( - .

ARRIVAL )0 OJ
DEPARTURE

1C>.~6 SERVICED BY D4c{)nME nME

SAMPLER SIGMA~/) MODEL NUMBER 800 900 other-----/

EQUIPMENT CHECKED COMMENTS

eYES>

BATIERY VOLTAGE OK
NO U'--' volts

~

SOLAR PANEL CLEAN
NO

CABLES AND CONNECTIONS GOOD
~
dES>

. CEllULAR ANTENNA
NO

@;)
PHONE lONE

NO

~
RAINGAGE (screen, funnel, lipping buctcet)

NO

/~'

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE T1JBING (tap, Iiquinox, tap, nitric, 01)
,''NO)
.~-

YES

CAUBRATED DEPTH SENSOR
1i'O)

depth (in

YES

CAueRATED SAMPLE VOLUME
'NO ml
_/

SPECIFY ITEMS REMOVEO/REPLACEOfREPAIREOIlNSTALLEO.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::DfREMOVED

I
I
I

,.
\so ( ( k

,'1)' I

;' ,
j ,j., ~.. ). .-' I ..... ' '

I I



I
I
I
I
I
I
I
I
I
I
I
I
I,

I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE to1~A\f£- +- "5R DATE 5/20/01
5TDQr1 1="\ ENT DtTA RE.in\JAL

ARRIVAL
D(oOD

DEPARTURE
SERVICED BY -TIME TIME tODD t-o SS~t-'\

SAMPLER SIGMA. OR Iseo MOOEl NUMBER 800 900 other

EaUIPMENT CHECKED COMMENTS

, YES

SATTERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL CLEAN
NO

--
YES

CABLES AND COHNEC11OfCS GOOO NO

--
YES

ca I 'n ".R"AraENHA-: No'
-- '. ;J:. :.::.~.'. ~_'.'_

--YES -

PHOHETOHE NO

YES

RAJNGAGE (screen, funnel"tipplng budtet) NO

YES

SAUPLE TUBING (Intake. pump, distributor)
NO

- -
YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRATEO DEPTH SENSOR
NO

oeottl (In

'(ES

CAUBRA TEO SAMPLE VOLUME
NO mlJ

I
i
ISPECIFY I T"MS REMOIIEO/REPlACEDIREPA.IREDIlNS TA.LLED INCLUDE SERIAL NO IF SAMPLER OR PTINS r A.LLEDIREMOII:: :'



FeD/USGS STORMWATER O&M LOG SHEET

SITE &7 I j
I: ! 5R DATE / )

,.....,
- '.,/ I

./

Uf-<- :;-. or: !

ARRIVAL

/ / ,'/ J-
DEPARTURE

! / ;' 5) SERVICED BY ko f ~ 6,1' (,j !TIME TIME
i

SAMPLER SIGMAO@ MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS

~ (ot?BATIERY VOLTAGE OK
NO

volts

SOLAR PANEL CLEAN
Gr'
@:>

CABLES AND CONNECTlONS GOOD
NO

CELLULAR ANTENNA ~

PHONE TONE
~

-- -
~.-

RAINGAGE (SCt'eef1, funnel, tipping bucket)
NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

0§>
CLEANED SAMPLE TUBING (tap, iiquinox, tap, nitric, 01)

NO

CAUBRATED DEPTH SENSOR
eP depth (in

YES

CAUBRA TEO SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIlNSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEOIREMOVED

, .

lUte VlIlOO



ml

volts

depth (in

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

Y"ES

NO

YES
NO

YES
NO

FCDIUSGS STORMWATER O&M LOG SHEET

SITE !tJI~ AVE- +--SR DATE 5/26/0 {IAu... s-r:n:.S "DATA RS-rnalAJ

ARRIVAL DEPARTURE
SERVICED BY F'o S5UKnME Oqoo nME ID30

SAMPLER SIGMA OR lseo MODEL NUMBER eoo 900 other

BATTERY VOLTAGE OK

EQUIPMENT CHECKED

\

SOlAR PANEL. ct.EAN

CABLES AND CONNECIlONS GOOD

SAMPLE TUBING (Intake, pump, distributor)

CLEANED SAMPLE TUBING (tap, liquinox, tap, nttric, 01)

CAUBRATEO DEPTH SENSOR

CAUBRA TED SAMPLE VOLUME

SPECIFY ITEMS REMOVED/REPLACEDIFlEPl\IREDI1NSTALLED. INCLUDE 5ERIAL NO IF 5AMPLER OR PT INS; 4LL::DIFlEMOVcD

i
I,.

I
I
I
I,

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I·



FCDIUSGS STORMWATER O&M LOG SHEET

SITE {p Ill-\- AVE -.r SIZ DATE &/1/0 IALL SL:TE.~ DATA RE-~
ARRIVAL DEPARTURE

SERVICED BY r-O S5LQ-\nME Oqoo nME ID30

SAMPLER SIGMA OR lSeo MOOEL NUMBER 800 900 other

1

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

CABlES AND COHNECT1ONS GOOO

·'~'·T;<:}~~l;;~~~~~; .
• PHONE TONE~·'

fWNGAGE (screen, funle(, tlppingbudcet) .

SAMPLE TUBING (lntalce.. pump, distrtbutOf)

CLEANED SAMPLE TUBING (tap, liqulnox., tap, nitric, Dl)

CAUBRATED DEPTH SENSOR

CAUBRA TED SAMPLE VOLUME

YES
NO

YES
NO

YES
NO

YES

:;~< ..

YES
NO

YES
NO

YES
NO

YES
NO

YES

NO

COMMENTS
I,

volts

depth (In

SPECIFy ITEMS REMOVED/REPlACEDIREPA-IREDIINSTA-LLED. INCLUDE 5ERIA-l NO IF SAMPLER OR Pt INS r 4LL::DIREMOvED

Dt:Ab



I
I
I
I
I

I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE b7f!,IfM "f-' S I~
DATE (p .. ~-O I

ARRIVAL q; 2 c.r
OEPARTURE

~: '7 t/
SERVICED BY j:j).f=- /- h.y'w.nME nME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS.
.<' 1; ,..:~~:l".

~.. ;f:" ,.

BAITERY VOl.TAGE"'~K
. ,;~:

jb.". volts. " .®
SOlAR PANEL CLEAN

NO

~
CABLES AND CONNECTIONS GOOD

NO

- ..... l" ••

f!iP
CELWLAR ANTENNA NO

.. ..'.. ~.- ..
,;~.. j

-}~ .~~ ...
~.

"

PHONE TONE " " > ... ·.·NO

"

..~... "

.. " ..to

RAlNGAGE (scr~. funnel, tipping bucket) -. -
.. ~-.- ..-

.~-.-'.-

SAMPLE TUBING (Intake, pump, distributor) '"

~',-~-~. ~
YES·:;··'i.··;·

~CLEANED SAMPLE TUBING (tap, liquinox.~.Of)
'::':-':.-'" -

~CAUBRA TED DEPTH SENSOR depth (in

~CAUBRA TED SAMPLE VOLUME iNO
ml---

SPECIFY IT!:MS REMOVED/REPLACEDIREPA.IREDIINSTA.LLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

I
I

I

I

i
i .

I CV1.



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
107''''Av£- +- SAL, DATE ~-l2-Zoo)ALL. St:1""E.~ t>ATA ~t:T~AL

ARRIVAL DEPARTURE
SERVICED BY t:""O 5S LlHTIME 07°0 TIME O~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 600 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNECTIONS GOOD NO

- . - - .-

YES

cet1.ULAR ANlENNA
.. NO

.- .-f. ~_ .• - :-
YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiqulnox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'{ 'Pt\OENI::" 'DATA RE.TR~E"A-L { 1.75 ~Oc.lrs FOI%- ALL

2 S~E.N ~I:TES\

3 PHDNE. 6ATTEJ2.'-i 'DEAD



I,
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I,
I
I

FeD/USGS STORMWATER O&M lOG SHEET

SITE t 7 f.ft 1111~ r r. R.. DATE (,. Z 2 .. ZOO (

ARRIVAL
2: 10' DEPARTURE

Z: I j SERVICED BY ..tDP r ~~TIME TIME

SAMPLER SIGMA OR§) MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

diS'
t..t> t.>BATTERY VOLTAGE OK

NO
volts

~

SOLAR PANEL CLEAN NO

6ED
CABLES AND CONNECTIONS GOOD

NO

~
CELLULAR ANTENNA

NO

~
PHONE TONE

NO

RAINGAGE (screen, funnel, tipping bucket)
d/
($i;J

SAMPLE TUBING (intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01) ~

~
CALIBRATED DEPTH SENSOR

NO
depth (in

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

2

3

Dale: 6120101



FCDroSGS'STORMWATER O&M LOG SHEET

SITE
ft;1 rPt Ave. '+ SF<,

DATE '-Zq-o I
,

AU- st:,-E..'S t>ATA K~JU.t:VjL

ARRIVAL DEPARTURE SERVICED BY FOSSUM' TIME 07°0 TIME o~L\S I

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other j

EQUIPMENT CHECKED

BATTERY VOLTAGE OK

SOLAR PANEL CLEAN

, . .

CABLES AND.CQHNECTlONS.GOOD

" :.~:j~rt7~1~~;~";
PHONE TONE':: ' ','

RAlNGAGE (screen, funnel, tipping bucket)

SAMPLE TUBING (Intake, pUmp, distributor)

ClEANED SAMPLE TUBING (tap, Ilqulnox, tap, nltrtc, 01)

CAUBRATED DEPTH SENSOR

CAUBRATED SAMPLE VOWME

COMMENTS

YES
NO

YES
NO

YES
NO

YES
. ',l40>

:' ~:~~YEs:"t~ t.': -=.';~~;~i~{:,
,_~l40- ''''.'":;0''

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

volts

. '.~.~

depth (in

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAJREOl1NSTAlLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTAlLEDIREMOVED.

1 W£EKL~ 'Pt-\OEN'DC bATPt RE.TRI:E\TAL { 1.75 "0""rs FOrt. ALl.-

2 SeJEN '5't:TE S\

3

Dote: 6I2Q/ll1



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

SR·03 Salt River at 35th Avenue



I
I
I'
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCOIUSGS STORMWATER O&M LOG SHEET

SITE ?J5T~ AVE c:+'5lZ DATE LiJ1/0 15TDI2 r1 F"\.' ENT DTIA RE.~AL

ARRIVAL 0700 DEPARTURE

1100 SERVICED BY -
TIME TIME 1-0 SSu..t-"\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BAntRy VOLTAGE OK NO
volts

YES

SOlAR PANEL ClEAN
NO

YES

CABlES AND CONNECTIONS GOOD NO

YES

CEU..Ul..AR ANlENNA NO

.YEs ...

PHOHETOHE NO

YES

fWNGAGE (saeen. funnel, tipping budcet) NO

YES

SAMPLE TUBING (lntalce. pump, distrlbtrtoq
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric, 01)
NO

YES

CAUBRA TED DEPrn SENSOR NO
depth (In

YES

NO I
CAUSRA TED SAMPLE VOLUME mil

iSPECIFv ·r::MS ~EMOVED/REP~.>CEDmEP4IREDI1Nsr4LL:::DINCLUDE SERI4L Nu I~ S4MPLi:R OR 01 1"'';·~~L=-DmEMOVc-,

\::-0 E-N\----- --- - --+--



FeD/USGS STORMWATER O&M LOG SHEET

SITE -, e:;-f:!1 ;J j C'
/' v DATE [ ! -7· I./ L -)

-' ./ ~

ARRIVAL DEPARTURE /' SERVICED BY
nME /3 3'u nME 1.3 ~/ < A --;- f () ." r:-gF-1--' j,/ v

--
SAMPLER SIGMA~_ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

~?

BATIERY VOLTAGE OK
NO

volts
-' ,

~

SOLAR PANEL ClEAN
NO

(YES,

CABLES AND CONNECTIONS GOOD
~

--YES'

CELLL!LAR ANTENNA
~o-

~_..-
NO

PHONE TONE

,~

RAINGAGE (screen, funnel, tipping bucket)
NO

~YES=.

------SAMPLE TUBING (intake, pump, distributor)
NO

YES--.,
CLEANED SAMPLE TUBING (tap, liquinox., tap, nitric, 01)

NO

- -.
•.'l:'.ES

CALI BRA TED DEPTH SENSOR
NO

depth (Inj

YES :
I NO i
jCAUBRA TED SAMPLE VOLUME mil

i
!SPECIFY ,T~MS HEMOVEDIREPLACEDfREPAIR~D/1NsrALLED.INCLUDESERIAL NO Ii: ;;AMPLER OR PT INsrAL_::[),R::Ml)V=~

Ii

I -/



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SIn: 35nt Ave: c::{- SR DAn: ~J 11)0 I5T0I2r1 EUENT 1)4TA RE.ln'JAL

ARRfVAL
D700

DEPARTURE

llOO SERVICED BY
nME nME ~O 'SSt.ltv'\

SAMPLER SIGMA OR lsca UODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BATTERY VOLTAGE OK
NO

volts

YES

SotAR PANEL ctEAN
NO

..

YES

CABlES AND CONNECllOHS GOOD
NO

YES

CA1 1n Aft ANTENNA NO'

,YEs'

PHOHETONE NO

YES

RAlNGAGE (screen. funne{, tiwCn9 bodcet) NO

YES

SAMPLE TUBING (lntake, pump, distrtbutoc) NO

YES

ClEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRA fED DEPTH SENSOR
NO

deoU1 (In ~

Y'ES i

CAUBRA fED SAMPLE VOLUME NO mil

_-,--R--=£_'_~_1..-,--=-E.-,,0~t:.__D--,-,,--,F\--,-T-,--f\__~_\Z.....__~:....::L-=L__'S....:::.:r:--,-'f-.__--S_T-_\_E_S=--_A_F"\e K--=---------:5~l=-0~:-M:....:--__

-------_ .....



FeD/USGS STORMWATER O&M LOG SHEET

SITE
"

" DArE-J ,< " - , ;:,
/ /'/J .'

"
, '

(-' '. j{ -
ARRIVAL , /' DEPARruRE .-- SERVICED BY "

,
I . V-! ::

/. i - / I
nME nME -- . / ~t..; /, ' !

.-
SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 otherI

~"

EQUIPMENT CHECKED COMMENTS

YES
Ncr'--- 1

BATTERY VOLTAGE OK
!

---
~ ./ l ',.I.: ./ , volts

-:--,- .~.

-.!.I;S'--

SOLAR PANEL ClEAN
NO

.'-"~ -....
YES~
~ ....-

CABlES AND CONNECTIONS GOOD
NO

~.~.

CELLUlAR ANTENNA
NO

.'~

PHONE TONE
-,(0

YES ..
RAINGAGE (scr~, tunnel, tipping buclcet)

-'NO

. ::~~.

~

SAMPLE ruBING (intake, pump, distributor)
-'NO

YES

CLEANED SAMPLE ruBING (tap, iiquinox, tap, nitric, 01)
NO.:'.... _. ~,

YES..-., ..
"NO

CALIBRA TED DEPTH SENSOR " depth (In

I YES

!CAUBRA TED SAMPLE VOLUME

-....- ..

milNO

ISPECI':' "=MS MEMOVED/REP~ACED!REPAIREDI1NSTALLEDINCLUDE SERIAL NO I;: SAMPLER OR D' INS' "",-~::D/REMOVED

I,·

,.

I I

(

;../ J :,~

I -t-'

" 1 --
-(-



I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
35D'- AVE -+ 5R DA T'E L{ ) to / (:) IALL ST:T£. ~ DATA Rs-n:mJA1

ARRIVAL DEPARTURE
SERVICED BY

~O S5U.MTIME Oqoo TIME ID30

SAMPLER SlGLCA OR (SCO MODEL NUMBER 800 900 other

is''::'.~t~· ~=MS F<EMOVED/REPLACEDIREP4IREDIlNST4LLED INCLUDE SEFlt:"L NO I;: S4MPLER OR Pf INsr"'LL::DIREMOVED

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL Cl.EAN
NO

YES

CABlES AND CONHECTIOHS GOOD
NO

YES

CEU.UUR ANTENNA
NO-

--.-Yei

PHOHETONE
-NO

YES

RAfNGAGE (screen, funnel, tlpplng buctcet) NO

YES

SAMPLE TUBING (lfTtake. pump, distrtbutor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric. 01)
NO

YES

CALIBRA TED DEPTH SENSOR
NO

depth (In

i y'ES !

jCAUBRA TEO SAMPLE VOLUME NO mil

___ ST\~

RE T\Z.IS\JAL

--- ------ ------------------

I
I
I
I
I
I
I
I
I
I
I
I
I
I

i,



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 35TH AVE T PEDjL:rA DATE 4/22/ 0 J5TDI2r1 !=""\lENT Dtm REIn\JAL I
ARRIVAL

Dfooo
DEPARTURE

SERVICED BY - ,
nME nME lOOO i-o SSI..L0

SAMPLER SIGMA OR ISCO YODEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS
I

\ YES I
BATTERY VOLTAGE OK

NO
votts

YES

SOlAR PANEL ClEAN
NO

.'

YES

CABLES AHa CONHEC11OHS GOOD
NO

YES

ce Ilq :&RAHTENNA NO'

.. -
..YES .

PHOHETONE
NO

YES

FWNGAGE (screen. funnel. tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

ae::>rt1 lin II

: YES

jCAUBRA TEO SAMPLE VOLUME
NO nit

I'

Rt., ~"LS0 t: DBT~ ~~ ~LL 'SJ:-;( ""5 T--TES

E\.IE-t-l4Lj fio~cs ,o0C'-" LL '5"-"< S-r.TE.SJ



I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSLiS STORMWATER O&M LOG SHEET

SITE
::35~A\f~ q.. S R

DArE '-IjZ1/()/ALL S-rTh~ "DATA RS:ITreJAJ
ARRIVAL OEPART1JRE

SERVICED BY F"o SSu.r-\nME 0'100 nME \D30

SAMPLER SIGMA OR .seo MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATTERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL CLEAN
NO

YES

CABLES AND CONNECllOHS GOOD
NO

YES

CELWlAR AHTENNA
NO,

YEs
PHONE TONE

NO

YES

RAJHGAGE (sc:r-een. funnel. tlpplng bucttet)
NO

YES

SAMPLE T1JBING (lmalce, pump, distributoc)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Df)
NO

YES

CAUBRArED DEPTH SENSOR
NO

depth (In

'(ES

IICAUBRA TEO SAMPL£ VOLUME
NO miJ

'SPE.Cle. ,r::MS ilEMOVED/REPLACEDfREPAIREDI1NSTALLED INC:"UDi: "ERIAL NO IF "AMPLER OR Pl INsrALL::DfREMOl'cD

I
I
I
I
I



FeD/USGS STORMWATER O&M LOG SHEET

SITE - ._j , DATE / --
-' ~ -' _r - '-j - .. ,

/ -

ARRIVAL DEPARTURE /' -- I
SERVICED BY ,

'" J I'i ~ ~'/J 1<nME nME "-- ''7 .' -

SAMPLER
~.

MODEL NUMBERSIGMAO~9, 800 900 other

EQUIPMENT CHECKED COMMENTS

-
."yES·

BATIEAY VOLTAGE OK
NO

volts-- -:-
~~~,

SOLAR PANEL CLEAN
NO

~
CABLES AND CONNECTIONS GOOD

NO

var-
CELLULAR ANTENNA NO

YES

PHONE TONE :.@..~

/~

AAINGAGE (screen, funnel, tipping bucket)
-'NO"

/ffi~--".
-----"'

SAMPLE TUBING (intake, pump, distributor)
NO

yES .

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
-"NO

YES ..

CALI BRA TED DEPTH SENSOR
NO depth (In

YES

CAUBRA TED SAMPLE VOLUME
NO .-nIl

ISPECIFY IT!':MS REMO'VED/REPLACED""'~""-IREDI1NSTALLEDINCLUDE SERIAL NO I;:: SAMPLER OR PT INS ;"',-_::JiR:::MOVc,?

I / I 1-
1--_~~-'--_-_/_---,-'-"...:..' _.::.. '___"/'~!7._'.!,:I'!ftlCl(-...:..J,--'._'i.:....,••_._.--"'__"_'-"( .:....~'__J ,/ "

1
I ,.,

'Ct' /1.{r· I .. "'I.'I -"------'-::---'-'--'-~--
• - .. -~,'I" .. '

------------

il I . '?'f" (IIj I 't /' -.,: ',- (1, ' -f/ I' , () ~/;:..... (/' I, ~ f /. -r t', ,. I

I I

, , . / I.
~"j / J.

/ r..- ',f--
l , ·f

,

I, i .
;,

{ - v ; 1\ !'

1) .. 1. ....,4MJ ,-r



I
I

FeD/USGS STORMWATER O&M LOG SHEET

I
I
I

SITE ""' -ill ? DA rE ) .,'
......

f-
..,

A,r; .' C 1- " i ... ·f ,r
i ~- ,) 0 (/. ''-'' ~ IJ ./

ARRIVAL DEPARTURE ,/ /
(DJ" SERVICED BY ~~

nME U nME 10 L ') b4~(..J
~- j (I / J • .!,.' "'\

I -...

SIGMA~;~O.
'\

SAMPLER
/

MODEL NUMBER
~.. /

600 900 other

I
I
I
I
I
I
I
I
I

EQUIPMENT CHECKED COMMENTS

~:::> I

BATIERY VOLTAGE OK '\/ :\; \ ,{ , volts. ,_·t~1': <_.)~......... __'

, YEn

SOLAR PANEL ClEAN
'-m5"""-

\.YES.~

CABlES AND CONNECTIONS GOOD
NO

~
CEllUlAR A.HTENNA NO

~
PHONE TONE

NO

- ....,.:.:tes-/
RAlNGAGE (sct'eefl, funnel, tipping bucket) NO

,.:rrSS
SAMPLE TUBING (Intake, pump. distributor)

NO

:r'~",

ClEANED SAMPLE TUBING (tap, liquinox, tap. nitric, 01) _~g/'

YES

CALI BRA TED DEPTH SENSOR NO
oepth (In

YES

CAUBRA rED SAMPLE VOLUME
. NO"

ml..

j'- .......

,
/

l--i
,_""l..{" ......(\~,.

SPECIFV IT::MS REMovEDiREP'.ACEOIHEPAIREDI1NSTALLED INCLUDE SERIAL NO IF :;AMPLER OR DT INS r "'~L=DIHEMOI/::G

--l.-----' \

__\_"~-,,,;J'----'-'I__~_--:_'_-"_=(-.-.L.__l __.~.~/_-_""':..::'-;C:"-"'-'''-'--' .c../'--+----"c..:~~,-:....\_..:..- ....:.0,-4--"--"".=.;.. .. C. 1\1;.( t' i~ ,:.: ,i AJ

j V J I I

IJ
. !', ~,..i ,.\ w" (I' /I.~,...f" 1.\. 1\', '., L.. \-" '.J .. (' ~ l \ ..., f I. /) f (J

. 1 .. IJ !", ~ _ \) • \ V .:.,'. .. S j ,. -'\ \ ,1/'. ~ "Y,'.J 1" '\ (".Q ". ) ~w "', - oJ "

I
I

I

I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 3 :In\ AVE + SlJZ DA TE Sltl 01ALL srTE-~ DATA KS~J I
ARRIVAL DEPARTURE

SERVICED BY r-O S5u.M
I

nME 01100 nUE ID30

SAMPLER SIGUA OR lseo UOOEl NUUBER !lOO 900 other I

EQUIPMENT CHECKED COMMENTS
I

YES
I

"'
BAITERY VOLTAGE OK

NO
volts

YES I
SOlAR PANEL Ct..EAN

NO

YES

CABLES AND CONNECllOHS GOOD
NO

YES

ca IIp·4R ANTENNA
NO.:

.'YES .

PHOHETOHE
NO

YES

RAJNGAGE (5Ct"eeO. funne(. tipping budcet)
NO

YES

SAMPLE TUBING (Intake., pump, distrfbutoc)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox., tap, nitric., 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

depth (In

YES

CAUBRA TED SAMPLE VOLUME
NO mlJ

SPECIFy I ';oMS MEMOVED/REPLACEDffiEP"'IREDIlNS r "'LLED INCLUDE SERIAL NO I;: ';AMPLER OR "1 IN;;' "'~L=DffiEMOVcc'

--_ .._- -- --- ~---.

----~-----



iSPECIFV !~::MS REMOVED/REPLACEDffiEP~IREDI1Nsr~LLEDINCLUDE :;ERI~L N0 ," ')~MPLER OR "1 IN')r"~,-=DiREMOYc[)

--------------_._----------

srTE "3 ST\\ A\IE:- ~SK OArE S/ll 01ALL SIns DATA RE..--na:a\A]
ARRIVAL DEPARTURE

SERVICED BY F"o SSU.MnME 0900 nME ID30

SAMPLER SIGMA OR (seo MODEL NUMBER 800 900 other

FCDIUSGS STORMWATER O&M LOG SHEET

----- - -- -----

EQUIPMENT CHECKED COMMENTS

, YES

6AlTERY VOLTAGE OK
NO

volts

YES

SOl.AR PANEL ctEAN
NO

YES

CABlES AND CONNECllOHS GOOD NO

YES

CEl.l..Ul.AR AHTEHNA .HCh·

-YEs:, .
-,

, PHONE lONE NO

YES

RAlNGAGE (screen., funnel, tJwln9 budc.et) NO

YES

SAMPLE TUBING (lntJIke. pump, distr1but~1
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, lap, nitric, OIl
NO

YES

CAUBRA rED DEPTH SENSOR
NO

depth (on

YES

milCAUBRA rEO SAMPLE VOLUME
NO

I
I
I
I
I
I
I
I
I
I
I
I
I
I

I
I
I

I
I



FeD/USGS STORMWATER O&M LOG SHEET

SITE 2
\ i. DATE(" " ~ 5"-v ----

..... Of=':-" \ '\
" 0 (

../
~l ;

,

ARRIVAL

I' --- DEPARTURE
SERVICED BY IeI '- I 20 b FnME ./ nME , --;-

~ ", -<--- ./

SAMPLER
~~\

MODEL NUMBERSIGMA OR ISCQ 600 90G other-_.-

EQUIPMENT CHECKED COMMENTS

YES

BAlTERY VOLTAGE OK '§)
volts

-----,_~ES -

SOLAR PANEL ClEAN
NO

1Es~)

CABlES AfIW CONNECTIONS GOOD
NO

YES'"
CELLULAR ANTENNA

--~6"

/~

PHONE TONE
~O

.---="-"
'--~

RAINGAGE (saeen, funnel, lipping bucket)
NO

------~,'
',-_ ..-'

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (lap, liquinox, tap, nitric, 01)
,/NO
" .- ---

YES

CALIBRA TED DEPTH SENSQR
NO' depth (In

YES

mil
,~-

CAUBRA TED SAMPLE VOLUME
<.: -'N8

ISPECIFY 'T:;:MS REMQVED/REP!...->.CEDffiEPA.IREDIlNSTALLED INCLUDE SERIAL NO ,;: SAMPLER OR OT INSTALc.::DffiEMQV::D

)

~~_~ -,:::'~-'~=='_~;{'--..JeC-'r,--,"'C.__--,-,\.:J=--_,~_\-,---=- ::r

.......

" -

(

I'
I

.1

"- (



:SPE'=I~' (EMS "EMOVED/REPLACEDffiEPAIREDIlNSTALLED INC:",uD:: 3ERIAL NO I~ 3AMPLER OR pr IN3rAL~=DffiEMOVcD

FCDIUSGS STORMWATER O&M LOG SHEET

______ ST\~

SITE 3ST\-\A\JE-t- 'Sf<.- OA T'E 5/1.~)O I
ALL 5r-rr.~ "DATA RE..~

ARRIVAL OEPARnJRE SERVICED BY F'o S5t.tt'\TIME 0'100 TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

._---- ----- --------------

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

S<XAR PANEL CLEAN
NO

YES

CAB1£S AND CONNECl1OHS GOOD
NO

YES

ce f11J....R AH'TENHA .' NO

.YES

PHOHETOHE
NO

YES

RAmGAGE(~ funnel, tipping budc.et)
NO

YES

SAMPLE TUBING (lntalc.e., pump, distrlbut()()
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRA TED DEPrn SENSOR
NO

depth (In

I '(ES

iCAUBRA TEO SAMPLE VOLUME
NO mli

I
I
I
I
I
I
I
I
I
I
I
I
I

I

I
I
I

I I, CR-tD tes

I



FeD/USGS STORMWATER O&M LOG SHEET

SITE " DATE.- -' ~/ ('- r' / :' - I ..~-- -'

ARRIVAL DEPARTURE
SERVICED BY -

TIME I \ TIME I ,
,~ I- of );//c/~ r

SAMPLER SIGMAOe/ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
0i6~ '-,

-,.'" ,\, •.(>' I () 'I .----------. L~ ...... , '- ..-.:>., ) I vorts
~

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

.~

YES

PHONE TONE
~o

-
~

RAINGAGE (saeetl, funnel, tipping budcet)
NO

~(~

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01) -:::::1W'

~'

CALI BRA TED DEPTH SENSOR
NO

depth (In

I YES

ICAUBRA TED SAMPLE VOLUME
:!-I-a' - mil

i
ISPECI~' -::MS FlEMOVED/REPlACEDIHEP41REDIlNST4LLED INCLUDE 3ERI4L NO I~ 34MPlER OR PT INS 4L_::DIHEMOV:::;

I·'

; -L
/

:;



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE 36 tH Au~ -+- SR DArE SllO/ol
5TDQr1 F\lENT DttA RE.~AL

ARRIVAL
DGOD

DEPARTURE
SERVICED BY

nME nME /000 f-o SSu...t-I\

SAMPLER SIGMA OR ISCO r.fODEL NUr.fBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATTERY VOLTAGE OK
NO

vorts

YES

SOlAR PANEL ClEAN
NO

YES

CABlES AND CONNECTIONS GOOD
NO

. -- ..

YES

ce' ,a AR-AHlENHA- NO

...•-:- ....:-...... ".-
YES

PHOHETOHE NO

YES

RAJNGAGE (screen. funnef. tipplng budcet)
NO

YES

SAMPLE TUBING (Intake. pump, distrtbutor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric., Dl)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

oeDrn (In

iCAUBRA TEO SAMPLE VOLUME

't'ES

iNO ,
mq

~ SP", ::,::, ,,",MS REMOVED/REPLACEDffiEP 4'REDIlNS; "'-LLED INCLuDE :;E:R''''L N,J 'F :;AMPLER OR P T ,'I:; r ALL.'::DffiEMUv: -

R('~"LsJe. Df\T~ ~IZ- 9lLL 5r.?<- ~ LTES AFIr;: 12..- "5\O\2..t-'1.

\::..0 SN\ eli UOI.\.("s ~ofZ.- .~ LL Sl~ C,l TE.S)

, ' _____ 0



FCDIUSGS STORMWJ TER O&M LOG SHEET

SITE
30~ Av~ c4-- 512,

D~ TE 5/ZG/OfALL S-r:TE-~ DATA RE-"1TI5JA,L
I

ARRIVAL DEPARTURE ISERVICED BY F"o S5u.M
I

nME octao nME ID30

SAMPLER SIGMA OR ISCO • OOEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS

\ YEP
BATIERY VOLTAGE OK

NO
I volts
I

SOlAR PANEL Ct.EAN ~
~

CABlES AHa COHNEC11OHS GOOD NO
.-

re
ca I IP...:J.R ANTENNA -

NO-

-- .vel/ .
PHONETOHE NOI

YES

RAlNGAGE (screen. funnel, tipping budcet)
NO

SANPLE TUBING (intake., pump, distrltxJtoc) ~I
YESI

ct..EANED SAMPLE TUBING (tap, liquinox. tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

Oeprn (In

YES ,

CAUBRA TED SAMPLE VOLUME
NO

ml

!

'SPECIFY I!EMS REMovED/REPLACEDffiEPAIREDI1NSTALLED INCLUC E SERIAL NO IF SAMPLER OR D, 'N:;; ';L_=DffiEMOvEC



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 35~AvE- -rSR DATE ~/I/O IALL srTLS DATA RS~
ARRIVAL DEPARTURE

SERVICED BY F"o 55UMTIME 0900 TIME ID30

SAMPLER SIGMA OR Iseo MODEL NUMBER 800 900 other

SPECIFy ITEMS REMOvED/REPL.ACEDIREP'uREDIlNsrll.LLED INCLUDE SERIAL NO IF SAMPLER OR 01 INS I "'LL.::DIREMOv ,,()

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL Ct£AN
NO

YES

CABl.ES AND CONNECllOHS GOOD NO
--

YES

ca "n ARAKi'ENKA
-:NQ~c_· -

- . .. ~ .
:'.~~~!~;.\~" -~~_vES~~

. PHOHETOHE 'NO-

.

YES

RAlNGAGE (screen, funnel, tlpp/ng budcet) NO

YES

SAMPLE TUBING (Intake. pump, distributoc)
NO

YES

CLEANEO SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

. - - - -- .-

YES

CAUBRA TEO OEPTIi SENSOR
NO

depth (In

YES i

CAUBRA TEO SAMPLE VOLUME
NO ml

I
I
I
I
I
I
I
I
I
I
I
I
- ~---'

I
I
I
I
I
I
I



, FeD/USGS STORMWATER O&M LOG SHEET

-(,( -tb. \

/- ---SITE ).j·1 J r; fL,. DATE ) -' ~) I,L L- _ . ../
.-/ J

ARRIVAL q," () DEPARTURE

q'L[ J SERVICED BY
~nME nME I~j) ~

B~CJ.

~'
SAMPLER SIGMA OR'ISCO' MODEL NUMBER 800 900 other

-

EQUIPMENT CHECKED COMMENTS

@
BAITERY VOLTAGE OK

NO
volts

/YEs~

SOLAR PANEL CLEAN
'---No
iYE$".
\ _/"

CABLES AND CONNECTIONS GOOD
'NO

C8..LULAR ANTENNA
~
-............,

/~YES/

PHONE TONE
~

6'5':">
AAINGAGE (screen, funnel, tipping lxJcl(et)

NO

,~

'YEs.1....•..

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TIJBING (tap, liquinox. tap, nitric, 01)
NO....__.-
rES'

CAUBRA TED DEPTH SENSOR
NO

depth (In

Y_f.i~

milCAUBRA TED SAMPLE VOLUME
·-'NO

SPECIFY ITEMS FlEMOVED/REDL.ACEDIREPAIREDIlNSTALLED INCLUDE SERIAL NO I~ :;AMPU::R OR DT INS rA,LL::DIREMOV:::D

,7
."'. d t-- I , .

L.
V J' f' of! Ii

I·



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER·O&M LOG SHEET

SITE 3t?T~AvE + SALT DATE (p -~ - 2-v 0 \ALL- St:,-e.S DATA funtvAL
ARRIVAL DEPARTURE SERVICED BY

~oSS u.t1TIME 07°0 TIME o~L\~

SAMPLER SIGMA OR (SCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BAllERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTlONS GOOD
NO

YES
-- NOCELLULAR'ANTENNA

- .' '.

YES

PHONE TONE
NO

..

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR NO depth (in

YES

CAUBRATED SAMPLE VOWME
NO

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDJ1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 w£.EKL'i 'Pt\OENrx 'DATA RETfZ.I:E\TAL { 1.75 ,",ou.rs FOft. ALL

2 S~aJ ~'I:TES\

3

00"': 6I2Ml1



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 35TH Av~ -t- SALT DATE 0-1 S - 2-00)AU- SJ:"f"E-CS DATA ~AL
ARRIVAL DEPARTURE

SERVICED BY
llME 07 0 0 TIME o~L.\l.5 f="o 5S u.t1

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

-. . ..- . -
YES

- NO
CEllULAR ANlENNA

YES
-

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Ilqulnox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOWUE
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDJREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 W£EKL~ 'Pt-\OEr-JDC bATPt RET~~E"AL { 1.75 "oo.rs r:ort. ALL

2 SE"E.tJ ~I:TES\

3



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
3ST I-t Au£ -t- SAL,

DATE ~-l.1--20o)AU- St:,E.S pATA ~AL
ARRIVAL DEPARTURE

SERVICED BY t:""O 5S uMTIME 07°0 TIME O~L\~

SAMPLER SIGMA OR ISec MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK NO
volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES
-_.

NO
CELLULAR ANTENNA

YES

PHONE TONE
NO

- -
YES

RAINGAGE (screen, funnel. tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Dl)
NO

.- ..-

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIAEPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'1 l' t-\OEN LX bATP- RETfZ.I:EVAL ( 1.75 ho'-\.rs FOf%. ALl.-

2 S~t.tJ ~'LTES)

3 C£.L-L "P\-\-oNE LJ:NE. 'DEAD



FeD/USGS STORMWATER O&M LOG SHEET

SITE 2; 'if! !Jvl", t S.tf.ll;v. DATE (,-v2--0/

ARRIVAL DEPARTURE SERVICED BY /LD P I- a/c,JTIME 2: z'o TIME 2: 2 "
SAMPLER SIGMAOR& MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~ Lo~ volts

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
~

CELLULA~ ANTENNA
~

PHONE TONE
~

RAINGAGE (screen, funnel, tipping bucket)
~

SAMPLE TUBING (intake, pump, distributor) ~

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01) ~

CALIBRATED DEPTH SENSOR ~ depth (in

YES

CALIBRATED SAMPLE VOLUME l!3J ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 bv-;.fkl J Il~ad t,.Jf"r~ .,
2

3

Date: 6120101

I II II



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE 3~ -r~ +- SR DATE 0/l&3/0 I
ARRIVAL

\1. 30
DEPARTURE

1315 SERVICED BY
~55LU-1TIME TIME

SAMPLER SIGMAOR@ MODEL NUMBER 800 900 ~

EQUIPMENT CHECKED COMMENTS

~ (z.. (pBATTERY VOLTAGE OK
NO

volts

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD ~ h::~~Ji CoN N~C--"r:-o~>

CELLULAR ANTENNA
~

PHONE TONE ~

RAINGAGE (screen, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor) ~

CLEANED SAMPLE TUBING (tap, IIquinox, tap, nitric, 01) ~

CALIBRATED DEPTH SENSOR ~ depth (in

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 C~N~C- l]:t7iJ 5 r!?tJM LK. -{O To /(E:.LAY 5wr:.rcH- WE.-f2.E

2 ;tt eL T£l) - fiLL UJeR.C 7<6PI-Ae-fp. CR-IO 8'F'J-r-IG-fZ.-'j t,JA.5

3 j Mt1RI~D ...., RE:I7LAaO ?)r::Ttrc. 1<f W:cr<rrJb.

Dale: 6120/01



FCOIUSGS"STORMWATER O&M LOG SHEET

SITE 35 T H AVE- '+- SR' DATE c,-ZC!-O IAU- Sl:.e.S DATA K~~jL

ARRIVAL DEPARllJRE
SERVICED BY FOSSUHTIME 07°0 TIME o~L\S

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 000 other

EQUIPMENT CHECKED

BAITERY VOLTAGE OK

SOlAR PANEL ClEAN

CABLES ANDCONNECllONS GOOD

,, ~~~;'~;::':'2~r~Ift~~'~~': ~ .'.-
PHONE,TONE';-:-~ :.~-' '

YES
NO

YES
NO

YES
NO

YES
,<, :, NO',. , ',~i :~,

'NO," .~..'

COMMENTS

.-. "r'-

volts

RAJNGAGE (screen, funnel, tipping bucket)

SAMPLE TUBING (intake, pump. distributor)

ClEANED SAMPLE TUBING (tap, Ilqulnox, tap, nltrlc, 01)

CAUBRATED DEPTH SENSOR

CAUBRATED SAMPLE VOWME

YES
NO

YES
NO

YES
NO

YES
NO depth (in

YES
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAlREDI1NSTAlLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTAlLEDIREMOVED.

1 WEEKL'1 P t-\OE~ rx bATA RoE.TIZ..~E"AL ( 1.75 ,",0u.rs FOrt. ALL-

2 SE"t.tJ ~'I:TES)

3

00..:6I2Mn



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

II

SR-30 Salt River at 27th Avenue



FCDIUSGS STORMWATER O&M LOG SHEET
I
I
I SITE 21 rH

5To
UE c::{,- SR

RE."reNAL
DATE

DEPARTURERRIVALA 0,00 lloo SERVICED BY
~O SS\J..t-J\I nME nME

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

I
I EQUIPMENT CHECKED COMMENTS

\ YES

I SATTERY VOLTAGE OK NO
volts

-
YES

Sou.R PANEL CLEAN
NO

I .'

YES

CA8l.ES AND COHHECl1OHS GOOO
NO

I
..

YES

a:J '" -.aANTENNA .
NO,:.

. .
... .. -; -- -.-. . --- < •

I PtIOHETOHE

..:~.{:.:

.. _." .

YES

I RAlNGAGE (screen. funnel.. tipping budtet) NO

YES

SAJ,lPLE TUBING (lntalce. pump, distr1butor)
flO

I YES

Cl.EA.NED SAMPLE ruBING (tap, liquinox, tap, nitric. 01)
NO

I YES

CAUBRA TED DEPTH SENSOR
NO

depth (in

YES

I CAUBRA TED SAMPLE VOLUME
NO ml

I !I
ISPECI;::V ,r::MS REMOVED/REP\..ACEOIREPAIREOt1NsrALLEO.INCLUOE SERIAL NO I;:: SAMPLER OR PT INS r 4LL:oOIREMOVcD

I

I i RCT~"Lt.0 e. DP\T~ FoIZ- ~L-L 5]:.;( "'S "LTE5 AFieR- "5ID~M
I ----l

I .. t:.\J SN\ eLi Uou..~s Fo lZ-- F\ LL S3:.'f.. S"'L TE:.S) .---<--
i

J
I

I IJ

I ......-.



FeD/USGS STORMWATER O&M LOG SHEET

;) 7 -f!J J- 5 (2
1

SITE DATE L/-7- d / !
ARRIVAL )75) DEPARTURE

SERVICED BY
l).J~u ITIME TIME /11/ 0 .;- /CD~

\

SAMPLER SIGMA~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

(ifS/
BATTERY VOLTAGE OK

NO
volts

SOLAR PANEL CLEAN
~
@

CABLES AND CONNECTIONS GOOD
NO

~
CELLUlAR ANTENNA

NO

~
PHONE TONE

NO

~
RAINGAGE (screen. funnel, tipping bucket)

NO

6£ir
SAMPLE TUBING (intake. pump, distributor)

NO

6s>
CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)

NO

@V

CAUBRATED DEPTH SENSOR
NO

depth (In

~CAUBRATED SAMPLE VOLUME
NO

ml
'-

SPECIFY ITEMS REMOVED/REPLACEDiREPAIREDIlNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTAL .... ::D/REMOV"Q



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE llT~ AvE:. +SR. DATE ~)II)OI
5TDI2r1 1='\ ErJT~ REin\JAL

ARRIVAL
D700

DEPARTURE

LlOO SERVICED BY
~OSSl..l.0nME nME

SAMPLER SIGLlA. OR ISCO MODEL NUUBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

SATTERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL ClEAN
NO

-'

YES

CABlES AND COHHEC11OHS GOOO.
NO

_.

YES

ca lIn ARAtaENHA NO'..
- -, _.-.. -... - . --. -YES-

PHOHETOHE
NO

...

YES

RAlNGAGE (saeen, funne(, tipping bucket) NO

YES

SAMPLE TUBING (Intake., pump, distrtbutoc)
NO

YES

Cl...EANED SAMPLE TUBING (tap, liquinox., tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

depth (in

YES

CAUSRA TED SAMPLE VOLUME
NO ml

I
I

!
ISPECIFV ITEMS REMOvED/REPlACEDIREPA.IREDI1NSTA.LLED INCLUDE SERIAL NO IF SAMPLER OR Pf INSfALLEDIREMOVED

AFT"T;:~



FCDIUSGS STORMWATER O&M LOG SHEET

SITE !) 7~~ /l-M -I" 5ll-, DATE ).,/-/(1'01

ARRIVAL
,-r

DEPARTURE

TIME /./ / f)M TIME
1::3 i) SERVICED BY '6 il ~)I /5.711,,--

r

SAMPLER SIGMA 0R,.ISC()"' MODEL NUMBER 800 900 other
-- r

EQUIPMENT CHECKED COMMENTS

YES

~1J16tt/JBATTERY VOLTAGE OK ~ volts

SOLAR PANEL ClEAN
~

CABLES AND CONNECllONS GOOD
~
@>

CELWlAR ANTENNA NO

~
PHOHElONE

NO

&>
RAINGAGE (screen, funnel, tipping bucIcet)

NO

YES

SAMPLE TUBING (Intake, pump, distributor) C!9-J
YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) (~
- ......_-.

YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES
'/-

CAUBRATED SAMPLE VOLUME
.NQ,

ml-_/

SPECIFY In,MS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS fALLEDIREMOVED

I' . I

~C( H.!r L ?v l-t~ ~)

t " r

--:.;\ /1 =) Ik-<, / 2 v, ". :.J '
..I t,' ._ ..,: .'!",,-( ,

nAt...7&1JO



ml

volts

depth (in

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO:':

YES

NO

YES
NO

YES

NO

YES
NO

YES
NO

FCDIUSGS STORMWATER O&M LOG SHEET

SfT'E
7--rrn AIff- +SR DATE Li Jto / b IALL S1:ThS DATA RE-""1Y:n3JA1

ARRIVAL DEPARllJRE
SERVICED BY F"o SSL.tMTIME Oqoo TIME ID30

SAMPLER StGMA OR ISCO MODEL NUMBER 800 900 other

SOlAR PANEL ct.EAN

BATTERY VOLTAGE OK

\

EQUIPMENT CHECKED

c.a BlES AND COHNECTIOHSGOOO

canR'&R.~-

CLEANED S~PLE TUBING (tap,liquinox.,.laP, nltric,-O()

SAJlPLE TUBING (lotake, pump, distributor)

SPECIFV If!:MS REMOVEO/REPLACEOIREPAIREDI1NSTA.LLED INCLUDE :;ERIA.L NO IF :;A.MPLER OR PT INSfALL::DIREMOVED

CAUBRA TEO SAMPLE VOLUME

CAUBRA TED OEPll-i SENSOR

\ PHONETONE~

I
I
I
I
I
I
I
I
I
I
I
I
i
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

sITE
2-iTH AUE- 4SR DATE J-f/7- 2/0 J5ToeM J="IIF..NT DttA REin\JAL

ARRIVAL
Dfooo

DEPARTURE SERVICED BY !
TIME TIME lODO l-oSsv..0

SAMPLER SIGLlA OR ISCO MOOEL NUMBER lIOO 900 other I

EaUiPMENT CHECKED COMMENTS
I

YES !
\

BATTERY VOLTAGE OK
NO

volts

YES I
SOUR PANEL Ct.EAN

NO
\

_.

YES

CABlES AND CONNECI1ONS GOOO
NO

--
.YES

," -.. NO"es UR tlJiAHlBCNA·
... :"':-::'::-~'~-..,.:.,,:~. c ;·ves·

PHONE1OHE~; NO

YES

RA.lNGAGE (screen. tunnee. tipping buc:Itet)
NO

YES

SAMPLE TUBING (Intake., pump, d"lStr1but0l)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

depth (In

YES

CAUBRATED SAMPLE VOLUME
NO ml

I

ISPECIFY If!:MS REMOVED/REPLACEDIREPAIREDIlNsr"'LLED.INCLUDE SERIAL NO IF SAMPLER OR PT INsrALL::DIREMOIICJ

RE.l~"Lt:.0~ Df\T~ ~IZ- {\LL "'S:r:-~ ""5 T--TES AF\e~ -S\D~M

L\J E-N\ eli UOu.cs \=0 fZ--. F>. L L Sl'( S""L TSSJ

IJ



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 2.I n\AIJ £ c:4-- S fZ.- DATE ~/21/()1ALL S1:nS DATA Rs:n~:re.W

ARRIVAL DEPARllJRE SERVICED BY F"o S5Lq-,\TIME OctOD TIUE ID30

SAMPLER SIGMA OR (seo UODEL NUUBER llOO 900 other

I
I
I
I
I
i EaUIPMENT CHECKED COMMENTS

SPECIFv 'fEMS i=lEMOVED/REPLACEDIREPA.IREDI1N$rA.LLED INCLUDE SERIA.L NO ,;:: :;A.MPLER OR PT INSfA.LLEDIREMOVED

volts

ml

depth (in

YES
NO

YES
NO

YES
NO

YES
NO;'

YES

NO

YES
NO

YES
NO

YES
NO

YES

NO

', ..... '.. ..-.. .~·i·, -. .,
. YES ,

NO'
"';i;'~1~~~~;t:;'J',',:,,'

~ : ~ :. ~

SOlAR PAHa. ClEAN

\

BATTERY VOLTAGE OK

CABLES AND CONNEC11OHS GOOO

PHOHETOHE

ca '.In All ANTENNA '

FWNGAGE (screen. funnel, tfpplnq budcet) ,

CAUBRA TED DEPTH SENSOR

ClEANED SAMPLE TUBING (tap,liquinox. tap, nitric, 01)

SAJ,(pLE llJBING (lntalc.e, pump, cfisb1but0f)

CAUBRA TED SAMPLE VOLUME

I
I
I,
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE ) 7--JJ fJ S .. I I( DATE ,.(/- .1 7-/) /. 1/L-.J- ~+. ((WvY

ARRIVAL I: J () DEPARTURE ...--
15.1td')5A'-.2: I J SERVICED BY

nME nME

SAMPLER SIGMA~ MODEL NUMBER 600 900 other

EQUIPMENT CHECKED COMMENTS

\ @§)

BATIERY VOLTAGE OK
NO

volts

@D
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTlONS GOOD
~

CELLULAR ANTENNA
~
,YEs

PHONE TONE ~

c!ID
RAINGAGE (screen, funnel, tipping buclcet)

NO

@P

SAMPLE TUBING (Intake, pump, distributor)
NO

cYE.b
CLEANED SAMPLE TUBING (tap, IiquinolC, tap, nitric, 01)

NO

YES

CAUBRA TEO DEPTH SENSOR ~ depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO,

ml0_.-""

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIlNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

~ ~C~ fIY1J. CCt,JlVL{ ttl , 4,t)!{ a, t; vJ (J'v' /L f1 (/tA/, Na f( : Lo f 5 ~+.{:f1 i ,. >; "" ~ "'- f j

;r>~~k +. clr~/~1 1/1 (~J'~7 Wt'S{J5)

I I



I
I
I
I
I
I
'I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M lOG SHEET

SITE d d y -\- 5 .'-, DATE
~~ l, LbO IT \ e- - k.:-·

ARRIVAL

11 ',Ui)
DEPARTURE

I\(6 SERVICED BY

113d 111 ,J );'~ ·c fb/h JUll-f-tJnME nME

SIGMAO@

l
SAMPLER MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

~l~1' ~BATTERY VOLTAGE OK ~ volts

qp , \

SOLAR PANEL CLEAN

CABLES AND CONNECTIONS GOOD
~

CELLULAR ANTENNA ~

~ -
PHONE TONE

~
RAINGAGE (saeen, funnel, tipping buclcet)

NO

SAMPLE TUBING (Intake, pump, distributor)
~?

~CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Of)
NO

YES
/~

CALIBRA TED DEPTH SENSOR
"N():

depth (in'-/

;1fcS

CAUBRA TED SAMPLE VOLUME
NO

mlL.---'"

SPECIFY IT!OMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS rALLEDIREMOVED

i s,;\ =\ A,l ",j; ~) 'H""'-- l--.a-H creol..;,"±l 51'1,11 b~ '1l uk+",
!. 4-1, ((,f ,,' +~ i ",,~-\"'-r\ ~) \h c

id1~ r\~ "'fu $1"wli'Y v-<tl.fdi llf~t~ '0 cI b· Bot s-k<fJ ~ -th,.) .~~
~~{ '" ~?~tt,t.. ~~~r~.~((,t'\~ (,~r~ k fk<.J~: ~r~ ..-t~
\;l.t \ ~J V~\(y~ ~, ·t>-{. "j1~.L·, O'{ 0..- h6'.rJ. ,,~ ~(~ r h{"'f~,



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
1.1 TIt AvE. + 'SiZ DATE tjI'-I 01ALL S1:Te:-S DATA RE.~\A7 I

ARRIVAL DEPARTURE
SERVICED BY F"o SSu.r-\

I
nME 0'100 nME ID30

SAMPLER SIGMA OR ISCO MOOEL NUMBER 800 900 other I-

EQUIPMENT CHECKED COMMENTS \

\ YES

BArrERY VOLTAGE OK
NO

volts

YES

Sou.R PANEL CLEAN
NO

YES

CABlES AND CONNECl1ONS GOOO
NO

YES

CEI «II AA·AHTENKA, NO.;,
',~~ .-

..
:.:,m;y~<~:.... _,,, T'-:: : -

.. NO>
PHONETOHE --

..

YES

RAlNGAGE (screen. funnel. tipping budc.et)
NO

YES

SAJ,(PLE TUBING (lntak.e., pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, D()
NO

YES

CAUBRA TED DEPTl-l SENSOR
NO depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO ml

SPECIFY If::MS REMOVED/REPLACEDIflEP.o.IREDIlNST.o.LLED.INCLUDE 5ERI.o.L NO IF 5.o.MPLER OR PT INSf.o.LL::DIflEMovEO

,-,. 'S_T\_ES~~'------_--~
I

L



FCDIUSGS STORMWATER O&M LOG SHEET

i
I '

\1

II \ o~ -+ I'\.

SITE j Th- fhit 1-- S il-&t- {L \'vJ.-y'"
DATE

)-'Ol.{-D I

ARRIVAL DEPARTURE
l,rlS SERVICED BY blWII~TIME 1/; qc( TIME

SAMPLER SIGMAO§~ MODEL NUMBER 600 900 other

v-t+(M~t\J ,'t ~(.,~ 0(\ J:tw~Y"+-()~ f- + wk~f~ :r
\' ) (J <;, +Ir-<:- r.t - r- C-kc.~ i. (O- YL 11 e d,'t.1YL5 0v\A. J- I.V; fe-J. .,\: J tt C~ s. t<.. t ) ~ \ __,,t-Vol' S \.>J.VV"~ 'S 0 " et 1

~~'n~ "'-'t-1" ~ '5 0 ~ d, (OJlA.~ JI~ -f, ~J4I1t\ Va.~ J DD ~. C0 u Ij '1 t 4- {r' 1\ '" +"'-t 1'(061ew.. I bvvt ,'+
(~I'N. b"'l/~ ~ 10~ ;:; re("Hr1te,t:J)lt-dc-~._1;-_lA!~;ftJI ~afl(! f1:1 ~f2+(i~ -f-l\A.,y ,14'~Ii"'-I:~'

j... I... "w..... ¥.A"" 1\1#). r:~J {)n" J. r~.(, J!-- U/./ 4"~(•. "~A V-, <l i)~+C104 41.-;" ~r OJ; ttl,.. rOill ...1t;fMi'.

SPECIFY ITEMS REMOVED/REPLACEDffiEPAIREDIlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INsr.o.LLEDffiEMOvED

EQUIPMENT CHECKED COMMENTS

~
I.oVto!l..l bThM; 13·IS" 6~~13BATTERY VOLTAGE OK

NO
volts

@ 1/

SOLAR PANEL ClEAN
NO

\ ~CABlES AND CONNECllONS GOOD

CElLULAR ANTENNA ~ ~ 6' +- ~ ~ tD O'Y'-d ., ~ \
J

YES

o,~JPHONE TONE @

@>
RAINGAGE (screen, funnel, tipping bucket) , NO

~)

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

ClEANED SAMPLE TUBING (tap, liquinolC, tap, nitric, Dl) ~

YES

CAUBRA TED DEPTH SENSOR 6tY depth (in

YES

CAUBRA TED SAMPLE VOLUME
&-;

ml

'+'r ... \L ctoo ~l ~. ,,'t

I
I
I
I
I
I
I

II
I,

I
I
I
I
I
I
I
I
I
'I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE Z-fI1{ A1Jf: + 'SP.- DATE SJI\ 01ALL S-r:TI-S DATA RE:n~:reJA' I
ARRIVAL DEPARTURE

SERVICED BY
~O S5U.M

I
TIME 0900 TIUE \D30

SAMPLER SIGUA OR ISCO UOOEL NUUBER sao 900 other I
I

EQUIPMENT CHECKED COMMENTS
I

\ YES I
SATIERY VOLTAGE OK

NO
volts

YES

SOlAR PANEL CLEAN
NO

YES

CABl£S AHOCONNECTlOHS GOOD NO·

YES.
'. NO:_.:;~· .;

.'ca' 'PJR·AHTENNA·· .~~w.oC',.: .-. ';." .
'. - ....

~~;f;l ~~-~
';0, PffOHETOHE ...

, -
YES

Ri.JNGAGE (screen. funnel. tJppInq budcet)
NO

YES

SAJlPLE TUBING (Intake., pump, dlstrtbutOf)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric. 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO

depth (in

'fES

CAUBRA TEO SAMPLE VOLUME
NO ml

SPECIFY IT:oMS REMovEDIREPLACEDIREP4IREDI1NST4LLED. INCLUDE 5ERlAL NO ,;: 54MPLER OR PT INS r ALL=DIREMOVcD

i
IJ CE:.L l-LU A{L PH ~NE..

I II



I
I
I
I
I
I
I
I
I
I
,I
I
I
I
,I

FeD/USGS STORMWATER O&M LOG SHEET

SITE ~ "\ r; . (2..
DATE 5- I ~ -d \:li Av<---

ARRIVAL OEPARTURE

\
'<)., ,.,- SERVICED BY

nME 1:25- nME . ./~ K'pF ~ ~-1 .)

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BAITERY VOLTAGE OK ~ volts

~
SOLAR PANEL ClEAN

NO

CABLES AND CONNECTIONS GOOD
~
~

CEllULAR ANTENNA NO

PHONE lONE
~
~

RAINGAGE (saeen, funnel, tlpping bucket)
NO

@:>
SAMPLE TUBING (intake, pump, distributor) NO

YES

ClEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
~/

YES

CAUBRA TED DEPTH SENSOR
,/W.

depth (in"---- ,-
YES

CAUBRA TED SAMPLE VOLUME
/~

mlL..--

SPECIFY IT!:MS REMOVED/REPLACEDIREPAIREDIlNSTALLED.INCLUDE SERIAL NO Ir SAMPLER OR PT INSfALLEDIREMOVED

I
I
I
I

I
I.



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 271'H AvE. "'+- SR DATE '3/I<g}OI
ALL srn~ DATA RE."'TY.IBJA7

ARRIVAL DEPARTURE
SERVICED BY F'o 5SL.tM

I
TIME 0'100 TIME \D30

SAMPLER SIGMA OR lsea MOOEL NUMBER tlOO 900 other I

EaUlPMENT CHECKED

\

BAITERYVOLTAGEOK

soc..AR pANeL CLEAN

CABLESAND.~GOOO

, PHONE TOHE :

SAJ,lPLE TUBING (Intake., pump, distributor)

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric, 01)

CAUBRA TED OEPTH SENSOR

CAUBRA TEO SAMPLE VOWME

YES
NO

YES
NO

YES
NO

YES

NO~~-: ..

'\'ES~E-~
HOC: .

YES
NO

YES
NO

YES
NO

YES

NO

'(ES

NO

COMMENTS

wits

ISPECIFY IT:':MS AEMOVEDIREPLACEDIREPA,REOIINSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT IN5TALL::DIREMOIIED

\.JE.£~~j bF\TP\ RF- TIZ.TS\JAL (I,S r\·~7 1==0 g.. Al..-L- !.o

ST\~
I

Lf-L.L -PH-oNE. LT.NE.. VEAt>
I

L J

I II



I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE ;;; 7 '11 1lV'J-- .J.-- ,5 (L-
DATE C;--/1-o/

ARRIVAL DEPARTURE
jO,'/')' SERVICED BY lOr::TIME /t1 TIME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

,
~ ~ (>t--.t .e~~BATTERY VOLTAGE OK volts

SOLAR PANEL CLEAN
~
-~

CABLES AND CONNECTlONS GOOD
NO

~
CEU.UL4R ANTENNA NO

@
PtfOHElONE

NO

f!§J
RAINGAGE (SCt'eeCl. funne&, tIpplng bcJdcet)

NO

@)
SAMPLE TUBING (Intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, liquinox., tap, nitric, 01) ~-
&

CAUBRA TED DEPTIi SENSOR
NO

depth (in

YES

CAUBRA TEO SAMPLE VOLUME ®Y ml

SPECIFY IT!':MS REMOIfED/REPLACEDIREPAIREDIINSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

I
I
I
I

i

I
1-

I~



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 21 Tt1 AVE -+- SR.- DATE S/20}01
5Tol2r1 EIErJT _J)ttA RE.In\JAL i

ARRIVAL
D(oOD

DEPARTURE SERVICED BY
~O ssv..f-I\

1
TIME TIME !ODO

SAMPLER SIGMA. OR ISCO MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS
I

\ YES !
NO I

BAlTERYVOLTAGEOK
I

volts

YES

SOlAR PAHEL CLEAN
NO

_.

YES

CABI ES AND CONNECl1OHS GOOO
NO

. --
YES

a:r·I;,.;-iJt~'f: No-
.. -

.. :~';'~~~~ ~:~~ :-;\ ~~ :-" ~ ~...
.... ...• .-

-YEs
..

PHOHE:TOHE";- . NO

..
YES

RAlHGAGE (screen, funne(,.tIpping bucIc.et)
NO

YES

SAUPLE TUBING (Intake, pump, dlstrtbutor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric. 01)
NO

-

YES

CAUBRATED DEPTH SENSOR
NO

OePIIl (rn

YES t

NO i
CAUBRATED SAMPLE VOLUME mlj

i
I

iISPECIFY ITEMS REMOVEDIREPLACEOIREP.<\IREOIINS T.<\LLEO INCLUDE ;ERI.<\L NO IF 5.<\MPLER OR PT INS r AL,-::OIREMOV::~'

R£f ~"L~\l t:. Uf\Tt\ ~12- ~L-L "ST-;( ~ T-TE5 AF\~ 12.- -SID~H

E\.J E:.N\ eLf ~ou..("s ~ot2- PlL.L Sl~ S'LTE.S)
IJ



FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIINSTALLED INCLUDE SERIAL NO IF SAMPLER OR priNS r ALLEDIREMOVcO

SITE
7-1n\ }\\lE. +- '5 R DAn:: 5725/0 fAu... S'1:'TI-S DATA RE.-n.:reJAJ

ARRIVAL OEPARlURE SERVICED BY F"o S5LtMnMe octao nLlE ID30

SAMPLER SIGLlA OR Isea LlODEl NULlBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOLAR PAHa. CLEAN
NO

YES

CABL£S AND-CONNEC11ONS GOOO
NO

YES,

ca"q'.R~"i>
HCi:,~:~ "

;/:. ..
.. <;' ,;- :":~~\, >~:' 0 ,;~,~::!~~

;..

PHOHETOHE'
NO

" - -
YES

RAmGAGE (screen. funne(,'1fppInq bucb:t) NO

YES

SAJlPLE TUBING (Intake, pump, distrfbutor)
NO

YES

ClEANED SAMPLE TUBtNG (t3p, liquinox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO ml

I
I
I
I
I
I
I
I
I
I
I
I
I'
I
I
I
I
I
I



FCDIUSGS"STORMWATER O&M LOG SHEET

SITE 1-(T~ AVE +SR DATE 10/1/0 IALL SJ:n-~ DATA RE:n:Ia\A]
I

ARRIVAL DEPARTURE SERVICED BY r-O 5SUt-\
I

nME 0"00 mAE lD30

SAMPLER SlGMA OR Iseo MOOEL NUMBER soc 900 other I

EQUIPMENT CHECKED COMMENTS

\

BATlCRY VOLTAGE OK

YES
NO

volts

YES
NO

CAB' ES ANDCOHHECTlONS GOOO

YES
.NO

YES'
NO

SAMPLE TUBING (ltrtalce, pump, cftstrlbutoq

YES
NO

Ct.EANED SAMPLE TUBING (tap, liquinox, tap, nltc!c:, 00_

YES
NO

CAUBRATED DEPTH SENSOR

YES

NO depth (in

CAUBRATED SAMPLE VOLUME

yES

NO ml

SPECIFY ITEMS REMOVEO/REPLACEOffiEPAIREOI1NSTALLED.INCLUOE SERIAL NO IF SAMPLER OR PT INSTALL::OffiEMovEO

I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE 21-& Ave- 1- 6dL~ DATE
~ S-- 01

ARRIVAL if) /() DEPARTURE

IO( "VI) SERVICED BY
Kp~·:6~·~TIME TIME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, ~
BATTERY VOLTAGE OK volts

GJ
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~

CEllULAR ANTENNA ~
-.

@
PHOHETONE

NO

RAINGAGE (saeeo, funnel, t1ppIng budcet) ~

e~
SAMPLE TUBING (Intake, pump, distributor)

0--

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) C§/
.- .-

CAUBRA TED DEPTH SENSOR
C;6~

depth (in

CAUBRA TED SAMPLE VOLUME & ml

SPECIFY ITEMS riEMOVED/REPLACEDfREPAIREDIlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDfREMOVED



FCDIUSGS STORMWATER O&M J.OG SHEET

SITE l1-rH: AliE -.:r- S~ LT DATE ~ -~ - 2-vo \AU- Sl:,E-S DATA ;t:I~AL

ARRIVAL DEPARTURE
SERVICED BY l="oss uMTIME 07°0 TIME O~L\S

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

--
YES

CABLES AND CONNECllONS GOOD NO

YES
.- NOCEllULAR ANTENNA

YES

PHONE TONE NO
--

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, Iiqulnox, tap, nitric, 01)
NO

YES

CAUBRATEO DEPTli SENSOR NO
depth (in

YES

CAUBRATED SAMPLE VOWME NO
ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT fNSTALLEDIREMOVED.

1 W£.EKL'{ Pt\0EN'DC bATf\ RET~I:E"AL { l.75 hou-rs FOf%. ALL

2 Se"E-tJ ~'I:TES\

3



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE 2-/T~Av£ +-SALr DATE ~-I S - 2-00)AU- s;r:-re.c; DATA ~AL
ARRIVAL DEPARTURE SERVICED BY t='"O 5S tAMTIME 07 D o TIME O~L\S

SAMPLER SIGMA OR Isea MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIl:RY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNECTlONS GOOD NO
_.

YES
-- NOCELLULAR ANTENNA

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (intake, pump, dlstrtbutor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) NO

YES

CAUBRATED DEPTH SENSOR NO depth (in

YES

CAUBRATEO SAMPLE VOLUME NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREonNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 W£EKL'of Pt-\OENDC bATA RET~~E"AL { 1.75 ~o .....rs FOr:. ALL

2 Se."E.tJ ~1:TES\

3



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 1-7"W Av~ + SI\L" DATE &'-2.1--200)AU- Sl:'-E..~ pATA ~~AL
ARRIVAL DEPARTURE SERVICED BY t="OSS uMTIME 07 0 0 TIME o~L\5

SAMPLER SIGMA OR (SCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL ClEAN NO

YES

CABLES AND CONNECTIONS GOOD
NO

- .
YES

.'- NOCELLULAR ANTENNA

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitlic, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 w£EKL'i 'P t\0EN 1:" 'D ATP\ RET~I:E\TAL { 1.75 hOc.krs FOfZ. ALl.-

2 S~EN ~'I:TES\

3 PHONE. L t:.NE- 'DEAD

OoIte: 6I2QI01



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
:L~ltv~ f-- 5~fll. DATE t .Z, 2.-- 0 I

ARRIVAL Z '. ~ 0
DEPARTURE

2-.: liD SERVICED BY /C.{)r I-~fwTIME TIME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
GoP L~.., volts

@D
SOLAR PANEL CLEAN

NO

(YES)
CABLES AND CONNECTlONS GOOD

-ncr

CELLULAR ANTENNA
~
~

PHONE TONE
NO

RAINGAGE (screen, funnel, tipping bucket)
<$>

SAMPLE TUBING (intake, pump, distributor)
~

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~
@:>

CALIBRATED DEPTH SENSOR
NO depth (in

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 "kJ/~) .f1h/./lAo !J~ IhhJ
I ,

/"

2

3

Dat.: 6120101



FCDruSG'S'STORMVVATER O&M lOG'SHEET

SITE l7n\ AVE +- :5fZ DATE '-Z~-O I IAU- SI:-re..c; pATA ~AL
ARRIVAL DEPARTURE

SERVICED BY t="OSS uHTIME 07°0 TIME O~L\5

SAMPLER SIGMA OR ISec MODEL NUMBER 800 900 other

EQUIPMENT CHECKED

BAITERYVOlTAGE OK

SOlAR PANEL CLEAN

C4BLES.AND CONNECllONS GOOD

RAlNGAGE (screen, funnel, tipping bucket)

SAMPLE TUBING (Intake, pump. distributor)

CLEANED SAMPLE TUBING (tap, liqulnox, tap, nitric, 01)

CAUBRATED OEPlli SENSOR

CAUBRATED SAMPLE VOLUME

COMMENTS

YES
NO

YES
NO

. YES,

C::?~?~to~~

';- ~?r~1:~~;~~:c.> f:~:'~l~>
. '7 "!:;(

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

volts

depth (in

ml

SPECIFY ITEMS REMOVEOIREPLACEOIREPAJREOIlNSTALLEO.INCLUOE SERIAL NO IF SAMPLER OR PT INSTALLEOIREMOVED.

1 WEEKL~ P l-\0ENDC bATPl RETJZ.I:E\1AL { l.75 ,",ou..rs fDfl. ALl-

2 SeJ€.N ~I:TES\

3

I I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

5R-45 - Salt River at 40th Street



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE LtOT~ ST. +SR DATE Ll/1/015TD12r1 EiENT PtrA RE.~AL

ARRIVAL 0100 DEPARTURE

liDO SERVICED BY
nME nME 1-0 SSlJ..rv\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

,.

YES

CABLES AHD CONNECT1OHS GOOD
NO

YES

CEl..1.Ul.AR ANTENNA NO'

•YEs ,

PHONETOHE NO

YES

RAJNGAGE (screen. fuone(, tipping bucket) NO

YES

SAMPLE TUBING (Intake., pump, distrlbutoc) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Oil
NO

YES

CAUBRA TEO DEPTli SENSOR NO
depth (in

YES

CAUBRA TEO SAMPLE VOLUME NO
ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS r "<LLiODIREMOVED



FeD/USGS STORMWATER O&M LOG SHEET

SITE (( () '0. .f ~ 11- DATE 4- 7- 0 1
1

ARRIVAL

l4 AD
DEPARTURE

\~ So SERVICED BY IL D r .,-- T3J J ITIME TIME

~-:

ISAMPLER SIGMA OR,-~SCO . MODEL NUMBER 800 900 other
G/

EQUIPMENT CHECKED COMMENTS

~
BATTERY VOLTAGE OK

NO 12-~ b volts

cYE0
SOLAR PANEL CLEAN

NO

~
CABLES AND CONNECTIONS GOOD

NO

YES

CB..LULAR ANTENNA
NO

.~ ./
~

PHONE TONE
NO

~
RAINGAGE (screen, funnel, tipping bucket)

NO

~"
~

SAMPLE TUBING (Intake, pump, distributor)
NO

-rYES?
~-

CLEANED SAMPLE TUBING (tap, liquinox, lap, nitric, 01)
NO

~
CAUBRATED DEPTH SENSOR

NO
depth (in

YES
;;-=---

CAUBRATED SAMPLE VOLUME
NO

ml.-

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::D/REMOV"D

I

I· C!~«IJ/cl J seO
I-
1-



FCDIUSGS STORMWATER O&M LOG SHEET

SAMPLER

I
I
I
I

SITE

ARRIVAL
TIME D700

+ 5R
A RE.l'EI\I AL

DEPARTIJRE

TIME Ll 00

SIGMA OR ISCO

DATE

SERVICED BY

aAODEL NUMBER

0\

800 900 other

I
I EQUIPMENT CHECKED COMMENTS

\ YES

I BAlTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL Cl.EAN
NO

I
_.

YES

CABLES AND CONHECT1OHS GOOD
NO

I YES

CEI..LUlAR AHTENHA NO'
.. , .- .- ,YEs .

I PHOHETONE
NO

- '-
YES

RAJHGAGE (saeeo. funnel, tipping bucIc.et)
NO

I YES

SAldPLE TIJBING (intake, pump, distributor)
NO

I
..

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric., 01)
NO

. -

I
YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES

I CAUBRA TED SAMPLE VOLUME
NO ml

I I

!
SPECIFY ITEMS REMovED/REPLACEDfREPAIREDI1NSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INsr"'LL~DfREMOVED

I
;

i R£I~1:-E\lS Vf\TP\ ~12- ~l-L "S]:.~ -s T-TES AFIJ;:R -S\D~H
1 I

I ,. S\J(.NI C~ ~ou.('s VofZ-.. F>.LL S"I.'f... ST.TE-S') ,

I

jI

I Ij

I n .... -..r1111.1OU



FCDIUSGS STORMWATER O&M LOG SHEET

sITE L.{ DT\\ ST. 4 'Sf<- DAre L/)tD7b (Au.. s-r:n~ DATA RE.~
ARRIVAL DEPARTURE

SERVlCED BY F"o 55UM
I

TIME Oqoo TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

SOlAR PAHa. CLEAN

CABLES AND CONNECTIOHS GOOO

YES
NO

YES
NO

YES
NO

COMMENTS
I
I

volts

,

ca II U &.RAHTENNA

- ( PHOHE TONE

RA.lNGAGE (saeen, funnel, tipping budcet) -

SAMPLE TUBING (lotake, pump, distrfbutor)

-c
;,.-.,,".:.

'.: .c. .-~ .'

YES
NO

Cl.EA,NED SAMPLE TIJ8ING (tap,liquinox, tap, nitric. Ot)

CAUBRAreo oEPTl-i SENSOR

CAUBRA TEO SAMPLE VOLUME

YES
NO

YES
NO

I'ES

NO

depth (in

ml

SPECIFY IT~MS REMOVEo/REPLACEDffiEP "'IREDI1NSTALLED_ INCLUDE SERIAL NO IF 5AMPLER OR P T IN5 r A LL::DffiEMOVED

i



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
t1 on~ ST. et- 51< DATE JiJ22-/0 JSToQr1 E'ErJT DtTA r<E.-reI\JAL

ARRIVAL
Ofooo

DEPARTURE

lOoO SERVICED BY
TIME TIME ~O SSlJ..tv'\

SAMPLER SIGMA OR ISCO IAODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BATTERY VOLTAGE OK
NO

vons

YES

SOl..AR PANEL ClEAN
NO

..

YES
,

NO
CABLES AND CONNECTlOHS GOOD

YES

CEU.1JLAR AH1"ENNA NO'
.. ;

..YEs '
PHONElONE·

NO

YES

FWNGAGE (screen. funnel, Upping budcet) NO

YES

SAMPLE TUBING (Intake, pump, distrlbutOf) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

depth (In

YES

CAUBRA TED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS rALLEDIREMOVED

i

RE:T ~ "L E:. \.f t:- Vf\TPt h:,~ ~L-LI 5J:-)( "'S T-TE5 AF\e~ "5\D~11
!

'r.::-\JE-N\ eLi Uou.('"s Vol2- F'I LL s~'( CST. TSS')

,

Ij



FCDIUSGS STORMWATER O&M LOG SHEET

yont ~T. 4-SR ~J21/()1
._.

SrTE DATE

ALL S-rn.S DATA RE-~
ARRIVAL DEPARTURE SERVICED BY F"o 55 t..q..1.

I
TIME Oqoo mAE ID30

SAMPLER SIGMA OR Iseo MODEL NUMBER 500 900 other I

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

SOlAR PANEL CLEAN

CABLES AND COHNEC11ONS GOOO

YES
NO

YES
NO

YES
NO

COMMENTS
I
I

volts,

ca rrn ARAKTENNA
- ...... :.:~. .-' ..•..

~~... :-:~).' -. t. -

YES: .
Ho~~-~~ .

" ~~:f}~': .
. r.

SAMPLE TUBING (Intake, pump; distrtbutOf)

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric, O!}-_.

CAUBRATED DEPTH SENSOR

CAUBRA TED SAMPLE VOLUME

YES
NO

YES
NO

YES
NO

YES

NO

YES

NO

depth (in

!
Imlj

I

ISPECIFY ITEMS ~EMOVED/REPLACEDIREPAIREDI\NSTALLEDINCLUDE 5ERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

J

I I



T/,! / '::;/1,·,'1· r,

SITE 1 lJtf, <5/-. et-S~II RfV DATE AJ - ;} 7- 0 /

ARRIVAL

/1'-00A'iV'
OEPARTURE

SERVICED BY bf~d5'A.-TIME TIME /2.'ov

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

6§P
BAITERY VOLTAGE OK

NO
volts

6§P
SOLAR PANEL CLEAN

NO

@P
CABlES AND CONNECTIONS GOOD

NO

CELLUlAR ANTENNA ~

PHOHETONE
.~

GiP
RAINGAGE (saeen, funnel, tlppIng buctcet) NO

~
SAMPLE TUBING (Intake, pump, distributor)

NO

~,
~--"

ClEANED SAMPLE TUBING (tap, liquinox, tap, nitric. 01)
NO

~
CAUBRATED DEPTH SENSOR

NO
depth (In

YES

CAUBRA TED SAMPLE VOLUME
,·NO

ml- ..-

SPECIFY ITEMS REMOVED/REPLACEDffiEPAIREOI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDffiEMOvEO

FCDIUSGS STORMWATER O&M LOG SHEET

:. ;Ju Otr)Rr dtlfJ'11!11}~I1J 61'011-;1 q/a ss 00/f1t <: C(rr'if( d C.!..'(/ {Ii /','; ..

I

!j kep/auP ft;f(Ct Clv''r1r) r·<J{l PUfl1~/~.. Sf t r'2...-'.J..:O~, -~

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCOIUSGS STORMWATER O&M LOG SHEET

SITE
L{o -rt'-S T. 4- SR DATE 0/1-1 01ALL s-r:ns DATA Rs-rneJA7

I
ARRIVAL DEPARTURE

SERVICED BY r:-O 55LlM
I

TIME 01100 TIME ID30

SAMPLER SIGMA OR lseo MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED

BATIERY VOLTAGE OK

CABLES AND COHNECI1OHS GOOD

YES
NO

YES
NO

YES
NO

COMMENTS
I
I

volts

PHONETOHE

FWNGAGE (screen. funnef.~ bucket)

SAMPLE TUBING (Intake, pump; cfistr1butory

.:.:

YES
NO·

.YEs
NO

YES
NO

YES
NO

... -: ~.~~,.:: .,

Cl.EANED SAMPLE TUB1NG (tip, liquinox. tap, nitric. 01)

CAU8RA TED DEPTH SENSOR

CAU8RA TEO SAMPLE VOLUME

YES
NO

YES

NO

YES
NO ml

SPECIFy If'OMS REMOVEDIREPLACEDIREPA.IREDIlNSf.o.LLED INCLUDE SERIA.L NO 'F SA.MPLER OR PT INSfA.LLEDIREMOIIEO

I I



J

ml

volts

depth (in

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO

'fES

NO

YES
NO

YES

NO

C·R-\O

FCDIUSGS STORMWATER O&M· LOG SHEET

SITE ~DI1+ST. +SR DATE s//\ 01ALL s-r:ns DATA RE.-ro:aJA7

ARRIVAL DEPARlURE
SERVICED BY F"o S5L.lf"\nME 0'\00 nME lD30

SAMPLER SIGMA OR (seo MODEL NUMBER 800 900 o~r

CABLES AND CONNECl1OHS GOOO

BATIERY VOLTAGE OK

EQUIPMENT CHECKED

SOlAR PANEL CLEAN

ca , '''.AftAHTEHNA-·

SAJ,{PLE lUBING (lntalce., pump, distrtbutoD

CAUBRA TEO SAMPLE VOLUME

CAUBRA TED DEPTH SENSOR

SPECIFy IT!OMS REMOVEDIREPLACEDIHEPAIREDIINSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INsr4LL::DIHEMOVED

CLEANED SAMPLE TUBING (tap. liquinox, tap, nitric., Oil

1 PHONE TONE

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STOR~WATERO&M LOG SHEET

SITE '~O\~~ ~t- . DATE ---- \~-o(-r 5 ic. 2:> ~

ARRIVAL
I?- :4)

DEPARTURE
(2-; Lf t) SERVICED BY !Co ~ rD4 vnME nME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\

~BAnERY VOLTAGE OK (~ \ b b<=;.J-4-,. ..., volts

GS:::> V

SOLAR PANEL CLEAN
NO

CABLES AND CONNECTIONS GOOD
~

CEU.ULAR ANTENNA ~

PHOHETONE
~

YEs
RAINGAGE (scr~, funnel, tipping bucIcet) ~

SAMPLE TUBING (Intake, pump, distributor) Jfb

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~
YES

CAUBRATED DEPTli SENSOR
/NO)

depth (m"-
YES

CAUBRATED SAMPLE VOLUME
~~9::;'

ml

SPECIFY ITEMS REMOVED/REPLACEDffiEPAIREDI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDffiEMOVED

I
I,-

I I



ml

volts

depth (in

COMMENTS

.;~ . .

YES
NO

YES
NO

YES
NO;;·'

YES
NO

YES
NO

YES

NO

YES

NO

YES

NO

YES
NO

FCDIUSGS STORMWATER O&M LOG SHEET

sITE tiOTl-t'5\". +- SR DATE '3/I<g )0 I
ALL S1:n-S DATA RS~

ARRIVA.L DEPA.R1lJAE SERVICED BY
~O S5L.tMnME 0900 TU,(E \D30

SAMPLER SIGalA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

SOlAR PANEL CLEAN

CABLES AND COHNEC11OHS GOOD

PHOHETOHE .

SAMPLE TUBING (Intake. pump, distrftxJtoc)

CAUBRA TED SAMPLE VOLUME

CAUBRA TED DEPTH SENSOR

CLEANED SA.MPLE TUBING (tap, liquinox, tap, nltric, DI)-

SPECIFY ITEMS REMQVED/REPLACEDffiEPAIREDIlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS r ALL=DffiEMOvED

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
L.{ O'ti- ST. etr-'SR DATE S/20)01

STol2r1 EUENT WA RE.~AL

ARRIVAL
D(oOD

DEPARTURE
SERVICED BY

TIME TIME tODO ~o SSv..t'-'\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL CLEAN
NO

.-
YES

CABLES AND CONNECTlOHS GOOD NO

YES

CEl.LUlAR-AHTENHA
NO-

-,
.YES -

PHONE TONE
NO

YES

RA1NGAGE (screen, funnel. tipping bucttet)
NO

YES

SAMPLE TUBING (Intake. pump. distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric. DI)
NO -

YES

CAUBRATED DEPTH SENSOR
NO

depth (In

YES

CAUBRATED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEOIREPAIREOIlNSTALLEO_ INCLUDE 5ERIAL NO IF 5AMPLER OR PT INS r"'LL::OIREMOVcC)

I I



ml

volts

depth (in

'.' ~

COMMENTS

YES
NO

YES

NO :

• or.

YES
NO

YES
NO

YES

NO

YES
NO

'(ES

NO

YES

NO

SITE ti On\ ST, 't 51<.. DATE 5 /z~/o IAL L s-r:-n;.S 1)ATJ\ RE:TI~re.w..

ARRIVAL OEPARllJRE
SERVICED BY F"o S5L.tr-\TIME Oqoo TIME ID30

SAMPLER SIGMA OR Isea MOOEl NUMBER 800 900 other

FCDIUSGS STORMWATER O&M LOG SHEET

CABLES AHDOONNECIlONS GOOD

BAlTERY VOLTAGE OK

\

SOlAR PANEL Cl.EAN

EaUIPMENT CHECKED

i • - • •

CEil IU'RAHTelou.-:r, "

SAMPLE TUBING (lntalc.e., pump, distributor)

CLEANED SAMPLE TUBING (tap,liquinox, tap,nltric, 01)

CAUBRATEO OEPTli SENSOR

CAUBRA TEO SAMPLE VOLUME

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NS fAllEO INCLUDE SERIAL NO IF SAMPLER OR Pf INS r AlL:=DIREMOVcD

:: ::::\~ .:;: .. ~:~y~:;:~*~~~>' ..
-.: ~£ .... ':, -~, . .-

~ PtfONE lOHE, . '.

I
I
I
I
I

I
I
I
I
I
I
I
I
I
I
I
I

I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SrT'E tiOT~ 5"1. c:+- SR DATE &/1/0 IALL 5l:n~ DATA RE..~\AJ I
ARRIVAL DEPARTURE

SERVICED BY F"o 5::' L.q·,\

I
TIME D"\oO TIME ID30

SAMPLER SIGMA OR Iseo MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS

\ YES

BAITERYVOLTAGEOK
NO

IrOIts

YES

SOlAR PANEL CLEAN
NO

YES

CABLES AND CONNEC11OfCS GOOD
NO

..
YES

. (--: .. ' .NO~ca "n_&RAHlENNA-·-; - - -
. - -. .-~:~. ...:..-

. '... - -··;..m~;

. PHONETOHE
·NO-

- -

YES

RAJNGAGE (screen., funneC. tJpQinq bucket)
NO

YES

SAJlPLE TUBING (tntalce., pump. cfastrlbutoc)
NO

- .

YES

CLEANED SAMPLE TUBING (tap.-liquinox, tap. nitric, 01)
NO --- ------.=-=- = -' . '-.-. - --

YES

CAUBRATED DEPTli SENSOR
NO

depth (In

YES

CAUBRA TEO SAMPLE VOLUME
NO ml

SPECIFY IT~MS REMOVED/REPLACEoIREP~IREDI1NST~LLEDINCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::DIREMOVED

Rr~bS .BQT NDT ANS\lfETZ.I\\JG.
)



I FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFY ITEMS REMOVED/REPLACEDIREPI\IREDIlNSTI\LLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

-
I . /L:-~ ,..j- 1'1 0 +-r ' II C1V·I;

SITE l( 6~ 51-. +-STL DATE if (Ii a(
ARRIVAL ./ DEPARTURE

B/~(0I j ( Q 2--Q SERVICED BY /c-DF -r-TIME TIME

SAMPLER SIGMA Of{ISC~ MODEL NUMBER 800 900 other
~

EQUIPMENT CHECKED COMMENTS

\ ~
BATTERY VOLTAGE OK

NO
volts

SOLAR PANEL CLEAN
~

~
CABlES AND CONNECTlONS GOOD

NO

CEllULAR ANTENNA ~
PHONE TONE ~

~

RAINGAGE (saeef1, funnel, tipping buc:tcet)
NO

~
SAMPLE TUBING (Intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01) ~ _. _.
.,-~ . - . -- -" .-- ...- - ...-- .- ...- - "--- -

YES

CAUBRA TED DEPTH SENSOR
--rm·

depth {in-
.~.'"
~- "CAUBRA TED SAMPLE VOLUME ml

~ t-. </-h

13 Inltr:r.0t,

I fro1r<6l'v'·..

i J~>~GJ

I
I

I
I
I
I
I
I
I

:1
I.

I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE L1 0~ c:>T. -1- S", Lr DATE ~ -~- 2-D 0 iAu- St:-r~c; pATA ~~AL
ARRIVAL DEPARTURE SERVICED BY ;::-0 S5 lAHTIME 070 0 TIME o~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

votts

YES

SOLAR PANEL ClEAN
NO

YES

CABLES AND CONNEC11ONS GOOD
NO

YES
-- NO

CElLULAR ANTENNA

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, IlquinolC, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOWME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREOl1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WE'EKL~ P HOENI:,c bATPl RETfZ.I:.E\1AL ( 1.75 ,",0u..rs FOIt- ALL.

2 SEv€.N ~I:TES\

3 PtiONE. L!:tNE S'I.LL DEAD

Do"': 6I20IO1



SPECIFY ITEMS REMOVED/REPLACEDfREPAIREDIlNSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLED/REMO'/ED

z: 30 PHAT

FeD/USGS STORMWATER O&M LOG SHEET

SITE 1D'~ 51. ~ SALT p. DATE 0/\~ 0/
ARRIVAL

OQ3o
DEPARTURE

/lOD SERVICED BY ~S5UMmAE TIME

SAMPLER SIGMA~ MODEL NUMBER 600 900 other

EQUIPMENT CHECKED COMMENTS

~
BATTERY VOLTAGE OK

NO
votts

~
SOLAR PANEL CLEAN

NO

@.b
CABLES AND CONNECTIONS GOOD

NO

CEllUlAR ANTENNA c?D
YES

PHONE- PeAl)PHONE TONE (§)
~

RAINGAGE (screen, funnel, tipping bucket)
NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, DI)
@

YES

CAUBRA TED DEPTH SENSOR ~ depth (in)

CAUBRA TED SAMPLE VOLUME 6b ml

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
L40,-ttST. + SALt DATE 0-1 S - Z.oD}Au... S}:TE-~ DATA ~~~AL

ARRIVAL DEPARTURE SERVICED BY t=""O SS uHTIME 07°0 TIME o~L\t5

SAMPLER SIGMA OR Isea MODEL NUMBER BOO 900 other

EaUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNECTIONS GOOD
NO

...

YES
- NO

CELLULAR ANTENNA

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (intake, pump, dls1rlbutor)
NO

YES

CLEANED SAMPLE TUBING (tap, IiquinolC, tap, nitric, 01) NO

YES

CAUBRATED DEPTH SENSOR NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDI1NSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'{ P~OENDC bATA RET~I:E.\TAL ( 1.75 hou.rs FOrt. ALL.

2 se'IJaJ ~~TES)

3

Do"" 5/2OtOl

I I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATERO&M LOG SHEET

SITE
JiD\~ST: 4- SA'-'l DATE (., -2-1- - Zoo )AU- St:,-e.c; pATA Kt:~H~~AL

ARRIVAL DEPARTURE
SERVICED BY

~oSSUHTIME 07 0 0 TIME o~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BAlTERY VOLTAGE OK NO
volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECllONS GOOD
NO

, - - _.- . - -- -

YES
-- NO

CELLULAR ANTENNA --
:~~ "-

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, DO
NO

YES--

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKLi ?HOENDC bATPt RET~I:E."AL { 1.75 ,",O\A.rs FO~ ALL

2 Se"E.tJ ~~TES\

3



'FCDIUSGS;STORMWATER O&M LOG SHEET

SITE
~DW ST. -+- SR DATE '-2~-O IAU- st:.E..&S DATA ~jL

ARRIVAL DEPARllJRE SERVICED BY t="oSSUH. TIME 07°0 TIME o~L\5

SAMPLER SIGMA OR ISec MODEL NUMBER 800 900 other

EQUIPMENT CHECKED

BATTERY VOLTAGE OK

SOLAR PANEL CLEAN

CABLESANDCONNECTlONS.GOOD

YES
NO

YES
NO

YES
NO

COMMENTS

volts

:.. :.

YES
.. ::~. ·~t!~O~~~-~'-~:~·; , .

RAJNGAGE (screen, funnel, tipping bucket)

SAMPLE TUBING (Intake, pump, distributor)

CLEANED SAMPLE TUBING (tap, Ilqulnox, tap, nitric. DI)

CAUBRATED DEPTH SENSOR

CAUBRATED SAMPLE VOWME

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

depth (in

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDJ1NSTAU£D. INCLUDE SERIAL NO IF SAMPLER OR PT INSTAllEDIREMOVED.

1 WEEKL'1 PI'\OENDC bATPt RE.T~I:E\1AL { 1.75 "ou.rs FOrt. ALl-

2 Se.\JaJ ~~TES\

3



I
I ACDC43 ACDC near Peoria Avenue and 43rd Avenue

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

II



'._------.

STORM EVENT LOG SHEET

su

cfs

deg.C

D" =9. ~2

Your Name: tD F~.,}uvV! of 53 WI LS}(J

Time: l 3;5 S--_._-------

in

cfs

ftIsec

Take grabs from discharge only!
~. };>I:~drfl.t>E-~
\ __~sor No? 1>t:t) p..loT MEE-~

{~s.lor No? })~n:.otJ ~:rxA

./

2. Date: ~--~~-'-O---'-I----

SAMPLER PARAMETERS

3. Rainfall: ,_3_0 _

4. Flow: __---..:.....'--LL{=~~__

5. LeveI: __---'----,-,--2---=3 _

6. Velocity: ~ _

O&M PARAMETERS

7. Did sampling equipment operate during evenr@r No? Describe problems.

12. Temperature f b. 0 " C
5,f c' i ~;<.. (qn~tAr;;... Lfa./)

GRAB SAMPLES

8. Battery voltage: / 2-, I volts

9. PowEJOh or Off? If power off (Mesa), reset circuit breaker and check/replace
fuse ~~essary.

FIELD PARAMETERS

10. Discharge (flow) at time of grabs _-----='=-----.:q--=~'----- _

11. pH ---=[,:....:.'...=.&--!./ _

14. Preservatives added to bottles?

13. Grab samples taken?

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE t-/ 312D AVE C\- PcorcrA DATE ~J11ol5TDI2r1 F="\IENT DtT'A RE.~AL
ARRIVAL 0100 DEPARTURE

lloo SERVICED BY I
nME nME l-oSSv..t--'\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED

SATIERY VOl.TAGE OK

YES

NO

COMMENTS

volts

YES
NO

SOlAR PANEL CLEAN
--F::"::':'~:="=~--:------------f----+-------------~

CABlES AND CONNEC11OHS GOOD

a:J "p llR AHTEHHA
..... ...~.-: -." ~.::... :

PHOHETOHE

RAlNGAGE (screen, funnel, tfpping budtet)

SAl&PLE TUBING (Intake, pump, distributor)

CLEANED SAMPLE TUBING (tap, liquino~ tap, nltric, DQ

CAUBRA TED DEPTH SENSOR

CAUBRA TEO SAMPU: VOLUME

YES
NO

YES

.. ~No~:'_ ''0;-

-YES
NO

YES
NO

YES
NO

YES
NO

YES

NO

depth (in

ml

SPECIFY I fEMS REMovED/REPLACEDIREPAIREDIINS TALLED_ INCLUDE SERIAL NO IF SAMPLER OR PT IN S r ~~L::DIREMOVc 0

I

Df\T!\I R£I~"LS0 t:- ~12- fiL-L 5-r.;( "S T-TE5 AF\e~ "5\o~H
I

't::-\J SN\ eLJ ~Ou.("S VofZ- F"tLL 'Sl'( S"1.. TE.sJ
I

IJ

t. .... L/?CJ()O



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE [/3(~ -r ;}J-t () r ; Ci-
DATE ;; - 7 - J /

ARRIVAL -' DEPARTURE
SERVICED BY

~Drr-1'3-/JTIME I~S TIME I z.-3_Q
SAMPLER SIGMAO~,) MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS
..)

GSJ
G<>L> cJBATTERY VOLTAGE OK

NO J2--~( volts

'- ~
SOLAR PANEL CLEAN

NO

- ~
CABLES AND CONNECTIONS GOOD

CELLULAR ANTENNA
~~

~
PHONE TONE

NO

@P
RAINGAGE (screen, funnel, tipping bucket)

NO

@)
SAMPLE TUBING (intake, pump, distributor)

NO

c;p
CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)

NO

.-

G/
CALI BRA TED DEPTH SENSOR

NO
depth (in)

CAUBRATED SAMPLE VOLUME
@

ml

SPECIFY ITEMS REMOVEO/REPLACEDIREPAIREDIlNSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLED/REMOVED

/ ~/ _.J- ,..-.
{ I:JOTLLL 1,,;"'Lr.



FCDIUSGS STORMWATER O&M LOG SHEET

SITE Li 3~D AVE ct- PEo12:tA DATE ~) 11)0 \
5TDQr1 EIENT~RE.~AL

I

ARRIVAL
DrOG

DEPARTURE SERVICED BY I
TIME TIME LiOO I-0 S S \J- t--'\

SAMPLER SIGMA. OR ISec MODEL NUMBER llOO 900 other I

EQUIPMENT CHECKED
,

COMMENTS i
I

\ YES

BATTERY VOLTAGE OK NO
volts

YES

SOLAR PANEL CLEAN
NO

_.

YES

CABLES AND COHHEC11OHS GOOO
NO

.-.

~.;

ce "q AAAHTENNA NO:;'::l
-". ---v;...~. ~..:.• _ •. .. ~

,,~~~~~:-
.'

PHONE7OHE
NO .

. "
~. ~.- .....

YES

RAmGAGE (saeen. funnel,~ buOtet) - NO

YES

SAIoIPLE TUBING (llltake, pump, distributoc)
NO

- .

YES

ct.EANED SAMPLE TUBING (tap, liquinox., tap, nitric. 01)
NO

-

YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES

CAUBRATEO SAMPLE VOLUME
NO

ml

ISPECIFY ITEMS REMOVED/REPlACEDffiEPJl,IAEDIINSTJl,LLED INCLUDE SERIAL NO IF SJl,MPlER OR PT INS r Jl,LL::DffiEMOvED

R£I~"LsJS Df\T~ ~12- f\L-L 'S:L;( ~ T.-TE5 AF-rJ;: \Z... "5\D~t1

E\JSN\ eli ~ou...("s ~ol2- F"tLL 'Sl'f-. S'l.TE-S)
I
I

Ij



SITE LJ 3'::: t>A\IE -r "R=--Ol<:r:A DATE L/l107b fALL s-rns "DATA RE-T"OB\A7
ARRIVAL DEPARTURE SERVICED BY

~o 55LtMnME 0900 nLlE \D30

SAMPLER SIGMA OR ISCO LlODEL NULIBER 800 900 other

FCDIUSGS STORMWATER O&M LOG SHEET

CLEANED SAMPLE TUBING (tap, liquinox, lap, nltric., [)()

volts

' ..... ~-:~~ -': -.

.. -'~~~!'- .~~. ~:
-£-.-~

COMMENTS

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

. YES

.~' .. ;~!'O>.
-." ..)

~~'l J~\~f::':
.,0. •

".'-
.: :1~." -~ .•>-. " ....... '

EQUIPMENT CHECKED

BATIERY VOLTAGE OK

SOUR PANEL ClEAN

ca IIQ ARAHTENNA

SALCPLE TUBING (Intake., pump, distrfbutlX)

RAlNGAGE (screen, funnel, tippin9 budcet)

.. PHONE TONE-I
I
I

I
I
I
I
I

I
I
I

I

I CAUBRA TED DEPTIi SENSOR

YES
NO depth (in

I CAUBRA TED SAMPLE VOLUME

-rES
NO ml

SPECIFv I r:::MS REMovED/REPLACEDIREPAIREDIlNSTALLEO. INCLUDE "ERIAL NO IF SAMPLER OR p r IN'; r ALL':::OIREMOVEO

I J
~Ij -

I

I
I
I

I ••••• t./'?<lJ(W1



FCDIUSGS STORMWATER 0&11. LOG SHEET

SITE l-{ J jZ.D Ave. c:4- Yc.orz:t: A. DATE t-I/22-/015TDQr1 F="IIENT DttA RE.-re:NAL
I

ARRIVAL
Dfooo

DEPARTURE SERVICED BY - I
TIME TIME lOoO l-oSSu..M

SAMPLER SIGMA OR Iseo MODEL NUMBER soo 900 other I

EQUIPMENT CHECKED COMMENTS
I

\ YES I
BATTERY VOLTAGE OK

NO
volts

YES I
SOlAR PANEL CLEAN

NO

.-
YES

CABLES AND.coHNECI1ONSGOOO
NO

- .-
YES

ca"n AR:iN1aicHA:~_:.: NO-
- ,- -- "_1.

: .."...':....J...::-::f'i -.0;"' .... -- '. '.- -- -. - .- ....- _.

..YES - -

PHONE TONE --, NO

- -
YES

RAlHGAGE (screen, funnel. tipping bucIcet)
NO

YES

SAMPLE TUBING (Intake, pump, distrlbutOf)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox., tap, nitric, 01)
NO

YES

CAUSRA TED DEPDi SENSOR
NO depth (In

YES

CAUSRA TEO SAMPLE VOLUME
NO ml

ISPECIFY I fEMS REMOVEOfREPLACEOIREPA-IREOIlNS f A-LLED. INCLUDE SERIAL NO 'F SAMPLER OR PT INS r ALL::DIREMovED

Rf.I~"I-t..0e- Uf\T~ ~l7- (\L-L Sr-;( ~ T-TE5 AF\~\2.... "5\D~M

t:-\.J E-N\ lLi ~ou.cs 'FofZ- F:>,LL Sl1.. S-r. TE-sJ
I_

I'



depth (in

COMMENTS

YES
NO

YES
NO

YES
NO

YES- 
NOt';~~ hI~•

•1""':, • I·~.

YES'
NO- .

YES
NO

'fES

NO

YES
NO

YES

NO

.~ .... '-/PCiOU

FCDIUSGS STORMWATER O&M .LOG SHEET

SITE Li '3 ~D AlI£. + -PE.o~rA DATE t..i/Z1/ 0 /ALL s-rn~ DATA RE:..-re:reJA7
ARRIVAL DEPARTURE

SERVICED BY
F"o SSuM.TIME octao TIME \D30

SAMPLER SlGIAA. OR ISCO MODEL NUMBER 800 900 o~r

\

EQUIPMENT CHECKED

BATIERY VOLTAGE OK

SOlAR PANEL CLEAN

CABlES A.NO COHHECl1OHS GOOO

SAMPLE TUBING (Intake, pump, distributor)

CLEANED SAMPLE TUBING (tap, Uquinox, lap, nitric, Of)

CAUSRATED DEPTH SENSOR

CAUSRA TED SAMPLE VOLUME

SPECIFY IfE:MS REMovED/REPLACEDIREPAIREDIINSfALLED INCLUDE 5ERIAL NO 'F SAMPLER OR PT INSfALLEDIREMOVED

_________________________S_T_\_~...J----------

• PHONEroNE

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FeD/USGS STORMWATER O&M LOG SHEET

SITE f]r.d
. I

DATE .t./- J7-0 I..;-- 'j//C/'/- i ?(

ARRIVAL DEPARTURE -
3,'~5 A!-".L.t s SERVICED BY bj ~"J~nME nME

eSAMPLER SIGMA -- 'SCO ./ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

--;::;::= "")
\ eYES./

BATTERY VOLTAGE OK
NO

volts

~~

SOLAR PANEL CLEAN
NO

~
CABlES AND COHNECTlONS GOOD

~

,YES

CELLULAR ANTENNA
No

PHOHETONE
~
~

RAINGAGE (saeeo. funnel, tIpplng boctcet)
NO

rY'ES:.'---
SAMPLE TUBING (Intake, pump, distributor)

NO

;~

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

-
YES

CAUBRA TED DEPTH SENSOR
NO

depth (In

YES

CAUBRA TED SAMPLE VOLUME
NO

ml..

SPECIFY ITEMS REMOIIED/REPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOIIED

/II, ., I;' ,. I - " " r., <1,/; <,'I __ I ;" 'f ,. , /. I IJf ""'-"(. v/ .,. f I .7

(I

j ._ ,J .
.~. Ii' ...~I~/ ;'// I~( .....r~

"/

I I



I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE ~ 3(l:O AVE '+ YE.oRD1 DATE 0/'-1 01ALL. Sl:Tf..S DATA R£-~

ARRIVAL DEPARTURE
SERVICED BY F"o S5u.MnME 0'\00 nME ID30

SAMPLER SIGMA OR lseo MODEL NUMBER SOC 900 other

I
I
I
I

EQUIPMENT CHECKED

BATTERY VOLTAGE OK

SOl.AR PANEL ClEAN

YES
NO

YES
NO

YES
NO

YES
NO-

COMMENTS

volts

I
I
I
I

--'W:?t,~~~_:·~';~~~t!r~E---
PHOHEroHE: - '.

SAMPLE TUBING (Intake, pump, distrfbut(){")

ClEANED SAMPLE TUBING (tap,liquinox, tap, nitric. 01)

CAUBRA TED DEPTH SENSOR

YES
NO

YES
NO

YES
NO

YES
NO

YES

NO depth (In

I

I
ISPECIFY ,f!::MS REMOVEDIFlEPLACEDIREPA.IREDI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTA.LLEDIREMOIIED

mJ
YES

NO
CAUBRA TEO SAMPLE VOLUMEI

I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE ti 3~D AVE- -+- PE-DlC:I A DATE S)1\ 0\ALL 5'l:n.~ DATA RE:n:laW-
I

ARRIVAL DEPARTURE
SERVICED BY F"o S:SU-M

I
TIME DQoO TILlE lD30

SAMPLER SIGLlA OR ISCO LlOOEL NULlBER 800 900 other I

EaUIPMENT CHECKED COMMENTS
I

\ YES I
SATIERY VOLTAGE OK

NO
voltsl

YES

SOl.AR PANa.. CLEAN
NO

YES

CABLES AHD-OONNECOOHS.GOOO NO
'.'

YES

CFJlla..AR~£. NO~::,,· -
-.' -(

':-:" ." ~'!:~~": ':~':.~:.. ":. ." - .. '. -;" .:.~1.:;'- :~ _:. ~ -_."-, .' -YEs:',
\ PHOHE':roNE' . NO'·' .'

.
"

YES

fWNGAGE (screen. funnel, tipping budcet)
NO

YES

SANPLE TUBING (lntalc.e., pump, dlstrfbutOl")
NO

YES

CLEANED SAJ4PLE lUBtNG (tap, Iiquinox. tap, nitric, 01)
NO

-

YES

CAUBRA TED DEPrn SENSOR
NO

depth (in

YES I

CAUBRA TED SAMPLE VOLUME
NO mlJ

SPECIFY I,EMS REMOVEDIREPLACEDIREPA-IREDI1NS'ALLED INCLUDE 5ERIAL NO 'F 5A-MPLER OR PT INsr"'LL::DIREMOVED

ce.-\O

I I

1:.es LOlA).



I FeD/USGS STORMWATER O&M LOG SHEET

I

SAMPLER 600 900 other

SERVICED BY

MODEL NUMBER

DATE ~._

gmRlsco

DEPARTURE

TIME\ \ :? 0
ARRIVAL

TIME

I
I

I
I
I
I
I
I
I
I
I
I

EQUIPMENT CHECKED COMMENTS

, YES

\ l N..JBATTERY VOLTAGE OK (]9:> CR.\ 0 ~ rJ ~L_'__ volts

@b -

SOlAR PANEL CLEAN
NO

~

CABLES AND CONNECllONS GOOD
NO

YES

CELLUlAR AHTEHNA
NO

.~"

PHONE TONE
NO

- ~
RAJNGAGE (screen, funne!, tipping budcet)

NO

~
SAMPLE TUBING (Intake, pump, distributor)

NO

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01) ~

CAUBRATED DEPTH SENSOR
@

depth (in

YES

CAUBRA TED SAMPLE VOLUME /~ ml

I SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS TALLEDIREMOVED

I I c±, '
---v\.\ 'f'\.\ C .;

I
I

I-

i

L

I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE L13 {ZD AUE- + PEDlZ:tA DATE 5/1~)OI
ALL s-r:ns "DATA RE.-n:reJO.L

ARRIVAL DEPARlURE SERVlCED BY
~O SSLtr-\

I
TI r Oqoo TIME \D30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED COMMENTS
I

\ YES I
BATlERY VOLTAGE OK

NO
volts

YES I
SOLAR PAHeL CLEAN

NO

YES

CAS' es AND CONNEC11ONS GOOO
NO

YES

ca' iILQArm:NNAJ;.
HO,·:,

>-
-, " .~ ~. '.~ ,. ~.<

~vESf> ~:
- .

:':~:." ,:;'

PHONETOHE
NO- - ,

. --

~

fWHGAGE (screen. funnel, tipping budte()
NO

YES

SAJ,fPLE TUBING (lntake, pump, dIstrfbotoq
NO

YES

CLEANED SAMPLE lUBlNG (tap, liquinox, tap, nitric, 01)
NO - - - -

YES

CAUBRATED DEPTH SENSOR
NO

depth (In

YES I

CAUBRA TED SAMPLE VOLUME
NO mIl

SPECIFY Ir:::MS REMOVED/REPLACEDffiEPAIREDIlNSTALLEO INCLUDE 5ERIAL NO IF SAMPLER OR PT INST"'LL::OffiEMOvEO

R E ,K...r:s.\J AL



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
Li 1> i2.DAVE- -t-- Pe:oIZY'-\ DATE 5/20/01

5Tol2r1 EIJENT "P4TA RE.~AL
ARRIVAL DCtJOD DEPARTURE

lODO SERVICED BY
~O S SIJ..f'/\TIME TIME

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEl. ClEAN
NO

YES

CABlES AND CONHECl1OHS GOOD
NO

YES

ce , Ilf AAAHTENHA, NO'

-... ,YEs .

PHOHETOHE . NO

" .
YES

RAlHGAGE (screen. funne(, tipping budcet)
NO

YES

SAMPLE TUBING (Intake. pump, distrlbutoc)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tzp, nitric. 01)
NO " .- -, -- -

YES

CAUBRA TED DEPn; SENSOR
NO

deprh (m

YES

NO I
CAUBRA TED SAMPLE VOLUME mlj

ISPECIFY ,noMS REMOVED/REPLACEDIREPAIREDIINSTALLED.INCLUDE SER,.o.L NO IF SAMPLER OR PT INS r"'LL,;:OIREMOVcC)



FCDIUSGS STORMWATER O&M LOG SHEET

~ 3~1) AvE.. -+- 'PEDrzrA r; /26/0 ( ·1

SITE
ALL S1:n:.S DATA RE.~\AJ

DATE

ARRIVAL OEPARllJRE SERVlCEDBY F"o 55Ut'\
I

TIME Oqoo TIME ID30

SAMPLER SlGMA OR (SCO MODEL NUMBER 800 900 other I

EQUIPMENT CHECKED

\

BATTERY VOLTAGE OK

CABLES AHDQ)NNECll()fCS GOOD

SAMPLE TUBING (Intake., pump, distributor)

CLEANED SAMPLE TUBING (tap, liquinox. lap, nitric. 01)

CAUBRATED DEPTH SENSOR

CAUBRA TED SAMPLE VOLUME

YES
NO

YES
NO

YES

NO

YES
NO

YES
NO

YES
NO

yES

NO

COMMENTS

volts

depth (in

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPA.IREDIINS TA.LLED. INCLUDE SERIA.L NO IF SAMPLER OR P TIN;; r A.LL::DIREMOVED

"".~1lIOU



ml

volts

depth (m

COMMENTS

YES
NO

YES
NO

V'ES

NO

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

YES

'.:NC?:':.,:
.. ~vES;,~' ~ .

_NO:·:"" .

I·'S Lo~Cl(-lO

SITE L-.l3R~ AVE: T'PEo~:r:A DATE Ie/I/O IALL s-r:ns "DATA RE-""TYJ5..\A1

ARRIVAL DEPARTURE SERVICED BY
F'o S5uMTIME 0900 TIUE \D30

SAMPLER StGUA OR ISCO UODEL NUUBER 800 900 other

FCDIUSGS STORMWATER O&M LOG SHEET

., ••• iJ"1~

EQUIPMENT CHECKED

SOl.AR PANeL ClEAN

BATlERY VOLTAGE OK

CABLES AHD.COHNEC11OHS GOOO

ClEANED SAMPLE TUBING (tap, Iiquinox. tap, nitric, 09 .

SAMPLE TUBING (lntalce, pomp, distributor)

CAUBRA TEO SAUPLE VOLUME

CAUBRATEO DEPTH SENSOR

SPECIFY If!::MS REMOVED/REPLACEDIREPAIREDI1NSfALLED INCLUDE SERIAL NO IF SAMPLER OR PT INsr"'LL::DIREMOVcD

I

L

.. '".' :~~~pJ~~":"-.~
. ....~.

• PHONE TOHE',: :' j

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M lOG SHEET

SITE t'(}f~+!L - DATE t -~-- C) /.J y.-£-- 'L(I), / c/
ARRIVAL g,'4f' DEPARTURE g-: <)<-.J- SERVICED BY pp;: .f- E1 /# tI 5 ;,~TIME TIME

SAMPLER SIGMAO~ MODEL NUMBER 600 900 other

EQUIPMENT CHECKED COMMENTS

,
~

BATIERY VOLTAGE OK NO
/ 2..~ volts

~
SOlAR PANEL CLEAN NO

CABLES AND CONNECTlONS GOOD ~
YES

CB.LULAR ANTENNA .c§?
~;';'----

PHONE TONE ""'(No;,' .
" .

RAfNGAGE (screen, funnel, tipping buclcet)
'~

~
SAMPLE TUBING (Intake, pump, distributor) NO

YES
CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) CH~

~ - - ..~_._~..-- -- - - _.

CAUBRATED DEPTH SENSOR NO
depth {in

YES-...
CAUBRA TED SAMPLE VOLUME @... '

ml

SPECIFY IT!:MS REMOVED/REPLACEDIREPAIREDIlNSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

I
I:

I I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE L! 3~D AVE + PEolZ.IA DATE (p - ~ - 2-D 0 \Au- S:t:-rE.~ t>ATA ~AL
ARRIVAL DEPARTURE SERVICED BY t="O SS uMTIME 07°0 TIME o~L\~

SAMPLER SIGMA OR Isea MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES
-- NO

CELLULAR ANTENNA .-

-.
YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, t1pplnQ bucket)
NO

YES

SAMPLE TUBING (intake, pump, dlstrlbutor)
NO

YES

CLEANED SAMPLE TUBING (tap, IlqulnolC, tap, nltr1c, 01)
NO

--

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOWME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDnNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'{ P~OENDC bATf\ RET~~E\TA-L ( 1.75 ~ou.rs fOrt. ALL

2 se"E.tJ ~ 'I:TE S\

3

Oote: 5120101



FCDIUSGS STORMWATER O&M LOG SHEET

SITE t-t3 RD AVE- -t- 'PC.O~ DATE b-I r; - 20 D)AU- S~-rE-~ pATA fuut:vAL
ARRIVAL DEPARTURE SERVICED BY Foss ut1TIME 07°0 TIME O~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EaUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNEC110NS GOOD NO
".

YES
- NO

CELLULAR ANTENNA

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, IlqulnolC, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 W£EKL'{ Pt'\OEN'DC bATA RETRI:E\I'A-L ( 1.75 ,",0u.rs FOft ALL

2 5E~E.N ~~TES\

3 [«-to B AT\£. t2.'-( 'D~A1) AGAr~ - eliEc.-K CON tJ ECu.o "-J S.



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCOfUSGS STO::lMWATER O&M lOG SHEET

SITE I.t~ cd <I- ~ISY i u- DATE ~-Ir-(J/

ARRIVAL
(2 LfJ DEPARTURE I :oi) SERVICED BY

~?U(j~.w-JTIME TIME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

dES>
BArrERY VOLTAGE OK

NO
votts

~
SOLAR PANEL CLEAN

NO

~
CABLES AND.CONNECTIONS GOOD

NO
- ----: .. ..

. ' ...

YES
.~:-.:·:.~"r .: NOCEI..l.titAR'ANlENHA . ~ .'-' -;'}- :'

. : -~- ::-.::" ~-:: .. o. .......... . .
YES .,.

PHONE TONE
NO

RAJNGAGE (sa-een, funnel, tipping bucket) ~

SAMPLE TUBING (intake, pump, distributor)
~

..

YES

ClEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~

CAUBRA TEO DEPTH SENSOR
~ depth (in)

CAUBRATED SAMPLE VOLUME @ ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIlNSfALLED. INCLUDE SERIAL NO IF SAMPLER OR Pf INSfALLEDfREMOVED

,

IRi ~ 1a (tJ ~ lDb""bUt '0-' N~Q~tS':....-.-.-..--,"t<:....l-r..lDo..("Rdd f, \(" J (,>: J;h 61,((<l" k

: h..u.(fu t "'-\-"'~' C"1'" ..l"" '.1 l e ~lr- 'b c!k- C+ocx e±<. ~..Mea' a.bsJ

13 ~~~~1n~~~~~~~~~~~~~~~



FCOIUSGS STORMWATER O&M LOG SHEET

SITE t13(2DAv~ +- PE-eRT.-A DATE ~ -2-1- - Zoo )ALL SI:1""E.CS t>ATA ~~.u:t:vAL

ARRIVAL DEPARTURE
SERVICED BY t:"OSS uMTIME 07°0 TIME o~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNEC11ONS GOOD
NO

_. ~. •..... -:-.-T;. _... .- _."-" -- ,- - . --
YES

.. - NOCELLULAR ANTENNA'·
..

YES

PHONE TONE NO

YES

RAlNGAGE (screen, funnel, tipping bucket) NO
.-

YES

SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES

CAUBRATED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'i 'P t'\0Er-J L" 'DATA RETfZ.I:E.\TAL ( 1.75 hou.rs FOfl. ALl-

2 SE:\JEN ~~TES\

3

Date: 6/2OIU1



SITE Ji 3 RD Ave.. -+- PSorz-:tA DATE C,-l~-O IAU- SI:-rf-~ DATA ~.L
ARRIVAL DEPARlURE SERVICED BY ;::-055 uH. TIME 07°0 TIME o~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

volts

ml

depth (in

. " . :-;:,;.~!":._ Of·:
: ..., ..~ .
.~5

.-' : -,' \ ~ - .

COMMENTS

--
. -.'::

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

YES
NO

. YES

NO

YES
~_,_: i'N<>'

,~ ...." nO. ••

y~::,:,:YES. " :

\ -. 'NO

FCDItiSGS'STORMWATER O&M· tOG'SHEET

BATTERY VOLTAGE OK

EQUIPMENT CHECKED

-" ". - .. - "...-,...... ~

SOLAR PANEL ClEAN

. ".: ,"

CABLES AND CONNECllOHS~ .

RAlNGAGE (SCTeen, funnel, tipping bucket)

SAMPLE TUBING (Intake, pump, distributor)

CLEANED SAMPLE TUBING (tap,liqulnox, tap, nltJ1c, DO

CAUBRATED DEPTH SENSOR

CAUBRATED SAMPLE VOWME

SPECIFY ITEMS REMOVEDIREPLACEDlREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTAUEDIREMOVED.

1 W£EK!-'i Pl'\OENDC bATA RE.TIZ-I::E.\1AL { I.75 hO«krs FOfZ. ALl-

2 Se."EfJ ~1:TES\

3

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

18-08 40th Street at Indian Bend Wash



I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE 40 TH ST. + IS u::J DATE L4/7/015ToQr1 1="\I~r0T DtrA !<£ii':I\JAL

ARRIVAL
0"700

DEPARTURE

lloo SERVICED BY -
nME nME l-oSS\J..0

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

I
I
I
I
I
I
I
I
I

EaUIPMENT CHECKED

BATTERY VOLTAGE OK

SOlAR PANEL Cl..EAN

CABI ES AHD,COHNEC11Of(S GOOO

• - ~. "., '-. -•• 'f •

RAJNGAGE (screen. funnel. Upping budcet)

SAldPLE TUBING (lntalce.. pump, distributor)

CLEANED SAMPLE TUBlNG(tap. liquinox, tap, nitric, Of)

CAUBRA TED OEPTH SENSOR

CAUBRA TEO SAMPLE VOLUME

YES
NO

YES
NO

YES
NO

YES
NO~

YES
NO

YES
NO

YES
NO

YES
NO

YES

NO

COMMENTS

volts

I
I
I
I
I

I
!SPECIFY ITEMS REMOVED/REPLACEDiREP.o.lREDI1NST.o.LLED INCLUDE SERIAL NO IF SAMPLER OR PT INS r~LL:::DiREMOVcD

RE.I~"L£.0 S Vf\TfIt ~IZ- f'lLL S:r-~ ~ "LIES AF-re \2.. 5ID~M

't::-\J f-N"\ eli ~ou..("s VofZ- F>.LL Sl~ Sl.TE.SJ
Ij



FeD/USGS STORMWATER O&M LOG SHEET

SITE y~~ f I8cJ DATE !f- 7-0/
ARRIVAL ) !Lfc; DEPARTURE

/2Z> U SERVICED BY ILl)r /-nME nME P/w.
~

SAMPLER (SiGMA OR ISCO MODEL NUMBER 800 900 other
'- -

EQUIPMENT CHECKED COMMENTS

P
2- /7BATTERY VOLTAGE OK

NO I volts

SOLAR PANEL ClEAN
c:~
~V

\

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

IY~)

PHONE TONE
I--...N

~
RAINGAGE (screen, funnel, tipping bucket)

NO

~/
SAMPLE TUBING (intake, pump, distributor)

NO

-;r-=-- --)
($S---

CLEANED SAMPLE TUBING (tap, IiQuinox, tap, nitric, 01)
NO

w.,· ". _. .- -
.~

~S-

CALIBRATED DEPTH SENSOR
NO

depth (In)

'fE;;'..~ I

CALI BRA TED SAMPLE VOLUME ~'i ml

ISDECIFY ITEMS REMOVED/REPLACEDIREPAIREDIlNSTALLED INCLUD" SeRIAL NO IF SAMPLER OR PT INSTALLED/R;:MOVEO

I I



I
I
I
I
I
I
I
'I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
t-lo TH ST. c+- IBu.J DATE i-f)lI)OI5TDt2r1 1='\ ENT 1)ttA REIn\JAL

ARRIVAL
D700

DEPARTURE

LloO SERVICED BY
~O SS\J..0.nME nME

SAMPLER SIGIlA OR ISea MODEL NUMBER llOO 900 other

EQUIPMENT CHECKED COMMENTS

, YES

BATlCRY VOLTAGE OK
NO

volts
.

YES

SOlAR PANEL CLEAN
NO

.,

YES

CABLES AND CONNECJ1OfCS,GOO() NO
.,

YES

Nfl • 'n AA AHTENNA'
NO'

..-, ~-..-. " - ~ . '.'. -YEs"
PHOHETOHE NO

, .. - --,-

YES

fWHGAGE (SCf'een. funnel, tIppbJ bucItet) NO

YES

SAl&PLE TUBING (Intake, pump, cflStJ1butoc) NO
. ,

YES

CLEANED SAMPLE TUBING (tap, liqulnoJ:, tap, nltrtc, 01)
NO. - .

YES

CAUSRATED DEPTH SENSOR
NO

depth (In

V'ES

CAUBRATED SAMPLE VOLUME
NO

ml

I
I
ISPECIFV 'f"MS REMOVED/REPLACEDIREPAIREDIlNSfALLEO INCLUDE SERIAL NO ,;: SAMPLER OR PT INSfALLcDIREMovED

..... f.n""""'"



FeD/USGS STORMWATER O&M LOG SHEET

SITE
Lib fA /{-/, -f:J/3;.) DATE

'/-//-0/
ARRIVAL DEPARTURE

SERVICED BY

lB)0r-Jc,~nME 11~Jo nME I·'<..-)/IL'-'
~

SAMPLER ~ORISCO MODEL NUMBER 800 ~ other

EQUIPMENT CHECKED COMMENTS

~
BATIERY VOLTAGE OK

NO 12.7 volts

~
SOLAR PANEL CLEAN

NO

dIP
CABLES AND CONNECllONS GOOD

NO

~

CELLULAR ANTENNA
NO

~
PHONE TONE

NO

~
RAINGAGE (screen, funne!, tipping bucket)

NO

@P
SAMPLE TUBING (Intake, pump, distributor)

NO

@
CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)

NO

'"

-~
&Es~

CAll BRA TEO DEPTH SENSOR
NO depth (in)

CAUBRATEO SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEo/REPLACEDIREPAIREDI1NSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::D/REMOVED

I,.



FCDIUSGS STORMWATER O&M lOG SHEET

SITE L..i 01 \\ 'ST. ~ T8~ DATE L1 Jto / D IALL- S-rn:.~ DATA RS.~\A7

ARRIVAL DEPARTURE
SERVICED BY F"o ssur-1.TIME 0"00 TIME \D30

SAMPLER SIGMA OR (SCO MODEL NUMBER 800 900 other

SPECIFV Ir~MS REMOVED/REPLACEDIREP4IREDIlNST.<\LLED. INCLUDE SERI4L NO IF SAMPLER OR PT INS rALL;:DIREMOVcD

EQUIPMENT CHECKED COMMENTS

, YES

BAITERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL ClEAN
NO

YES

CABLES AND CONNEC11OHS GOOO
NO

YES

ca IIILAR AHTEHNA NO·

-YES

PtfONETONE
NO

YES

RAJNGAGE (screen, tunnel, tipping bucIcet) . NO

YES

SAMPLE TUBING (Intake. pump, distrtbutOf")
NO

YES

CLEANED SAMPLE TUBING (tap, liquino~ tap, nitric, 01)
NO

-.

YES

CAUBRA TEO DEPTH SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO ml

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

sITE
t1 DT~ ST. +rBtiJ DATE t-f/ll!O I5TD12r1 F="liENT DtrA I<E.in\JAL

I

ARRIVAL
Dfooo

DEPARTURE

1000 SERVICED BY I
nME nME ~O sS\J..0

SAMPLER SIGUA OR Isea MOOEL NUMBER soo 900 other I

EQUIPMENT CHECKED COMMENTS

\ YES

BA.TIERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL ClEAN
NO

_.

YES

CABlES AND COHNEC11OHS GOOD
NO

_.
. -

.YES
.r"•.-. NQ.'ce I In ARNnENNA· ... ~

.' ; ....:~~~~::~: -.' .- ;.\'Ei:< .-
-.

PHONE·TONE :'-"- NO

YES

fWHGAGE (screen.. funnel, tipping budcet)
NO

YES

SAMPLE TUBING (Intake. pump, distrttxrtOf)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Of)
f{O -. - ._. -

YES

CAUBRA TED DEPTH SENSOR
NO

c:leplt1 (In

YES

CAUBRA TED SAMPLE VOLUME
NO ml

SPECIFy I rEMS REMOVED/REPLACEDiREPAIREDIlNS r ALLED INCLUDE SERIAL NO IF SAMPLER OR PT INS r ALL.':DiREMOVr::::J

J



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE L1 DT~ "ST . <+-I.6v-J DAn: L//Z1/ D /ALL S'I:T~~ DATA RE:n:::teJAJ
ARRIVAL DEPARTURE SERVlCED BY F'o S5Ut-'\.TIME 0'\00 TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL Cl.EAN
NO

YES

CABl£S AHO COHNECllOHS GOOD
NO

YES

CELL1JLAR AHlENNA.
NO-

YES -

PHONETOHE
NO

YES

RAlNGAGE (screen. funnel, tipping budc.et) NO

YES

SAUPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRAn:0 DEPTI-i SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREOI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INS TALL.::OIREMOVED

I
I
I
I

RF- TlZ..I:S.\J AL



FCDIUSGS STORMWATER O&M LOG SHEET

SITE <!r/ffi S l -+- ;r:73 l--)
DATE "/';27·DI

ARRIVAL S:/) DEPARTURE (,:DO SERVICED BY
D4u))j~TIME TIME

SAMPLER §,.-----OO ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

dID
BAITERY VOLTAGE OK

NO
volts

c!@S
SOLAR PANEL CLEAN

NO

CABLES AND CONNECTIONS GOOD
~

YES

CEllULAR ANTENNA NO

~
PHONE TONE

NO

~
RAlNGAGE (screen, funnet, tlpplng bucket) NO

,r:-y@)
~.

SAMPLE TUBING (intake, pump, distributor) NO

(YES;,

"~-CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)
NO

-
YES

CAUBRA TEO DEPTH SENSOR
,,.-;~

depth (in-

~E~_

CAUBRA TEO SAMPLE VOLUME :~;; m(

SPECIFY IT=MS REMOVED/REPLACEDfREPAIREDIINSTALLED,lNCLUDE SERIAL NO I;: SAMPLER OR PT INSTALL::DfREMOVED

,Il; ):~",/t' >'.1(// /' I +''/,. "l • ... ~'
( C( I' ~'" C ,c' ,'J'

; IIf, I
,- U',:.·:;I ~

I [



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

~',-

FCOIUSGS STORMWATER O&M LOG SHEET

~1)~ cl- }:13~
,--

SITE DArE 'J-D 1--0 (

ARRIVAL -\255'" DEPARTURE r.()O SERVICED BY ~.W 1'(5n... to- Pilb t--k..-.J.nME nUE

SAMPLER ~RISCO UODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, 6P
BATTERY VOLTAGE OK

NO l 2-. l{ () volts

@
SOlAR PANEL CLEAN

NO

CABlES AND CONNECTIONS GOOD
~)

YES

CELLUlAR ANTENNA
NO

~ 6iiP, NO
PHONE lONE

-
~

RAINGAGE (screen, funnel, tipping buc:tcet)
NO

~ -
SAMPLE TUBING (intake, pump, distributor)

NO ~ '(LO-~ cf..1> .......~ OU!(J {61AS(~
YES

ClEANED SAMPLE TUBING (tap, liquinox. tap, nitric, 01) ~
-- - -

YES

CAUBRATED DEPTH SENSOR
;tiC>--,

depth (in'----

(;9)CAUBRA TED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED_INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED



FCDIUSGS STORMWATER O&M lOG SHEET

SITE
ti {) T1\ 'ST. TI:Bw DATE 0/1-1 01ALL.. S"lTf..~ "DATA RE.:1Y:reJAJ

ARRIVAL OEPARTIJRE
SERVICED BY F"o SSLtMnME Oqoo nME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

SATTERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL CLEAN
NO

YES

CABlES AHD CONNECTIONS GOOD
NO

YES

ca..un..AR ANTENNA NO

YES

PHONE TONE
NO

..

YES

RAlNGAGE (saeen, funnel, tipping buctc.et)
NO

YES

SAMPLE TIJBING (intake, pump, dlstrtbutoc)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

CAUBRA TEO DEPTH SENSOR
NO

depth (in

YES

CAUBRA TEO SAMPLE VOLUME
NO ml

SPECIFY If!:'MS REMOVEo/REPLACEDIREPAIREDIlNSTA.LLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS fALLEDIREMOVED



SITE ti Dn\- 'ST. c+ IB~ DATE S 01Au.. s-r:n~ DATA f{S
ARRIVAL OEPARlURE

SERVICED BY F'o 5SLtMnME 0900 nME ID30

SAMPLER SIGMA OR Iseo MODEL NUMBER 800 900 other

FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFY IT!:MS REMOVEDIREPLACEDIREPAIREDI1NSTALLEO INCLUDE 5ERIAL NO IF 5AMPLER OR PT INST4LL::OIREMOVEO

EQUIPMENT CHECKED COMMENTS

\ YES

BATTERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL CLEAN
NO

YES

CABlES AND CONNECllONS GOOD NO

YES

CEI , III..AR ANTENNA NO-

-YES

PHONE TONE
NO

YES

RAmGAGE (saeen. funnel., tipping bucket)
NO

YES

SAMPLE TUBING (intake, pcJR1p, distrlbutOl)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric. 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO

depth (in

V'ES

CAUBRA TED SAMPLE VOLUME
NO

ml

I

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE J-l D-rt\ '5T. + I BW DATE s/I~7olALl... Sl:TE-S "DATA RSTOBJA7
ARRIVAL OEPARTIJRE

SERVICED BY F"o SSLtrv\TIME Oqoo TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BAITERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL ClEAN
NO

YES

CABLES AND CONNECllOHS GOOD
NO

YES

CF' Iln~RArm:NNA- NO-

YES

PHOHETONE
NO

YES

FWNGAGE (screen. funnet,~ bucket)
NO

YES

SAMPLE TIJBING (Intake., pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nitric, 01)
NO

YES

CAU8RA TED DEPTH SENSOR
NO

depth (in

YES

CAU8RA TEO SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEO/REPLACEDIREPAIREDI1NSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INsrALL~DIREMOIIED

i

LPrtoNE- LINE

I I

D~AD



SITE Li oT1\ ST. -+-- r13L0 DATE 5/20/01
5TDQr1 J="II~NT DttA RE.~AL

ARRIVAL DCoOD DEPARTURE SERVICED BY
~O SSlJ.0.TIME TIME lODO

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIlNST"'LLED INCLUDE SERIAL NO IF SAMPLER OR PT INS r"'LL=DIREMOV,,::,

imlj

volts

aep[h (In

COMMENTS

.. ;::-:.~.-. ~.. -_.

YES
NO

YES
NO

YES .

NO

YES
.No'··

YES
NO

YES

NO

YES
NO

YES
NO

YES
NO

FCDIUSGS STORMWATER O&M LOG SHEET

BATTERY VOLTAGE OK

SOlAR PANEL CLEAN

EQUIPMENT CHECKED

CABlES.AfGUXJHNECTlOHS GOOD

'. ~ ~~~~;f!i~';:r..~'" "
PHOHEnJHE,,;:,

RAlHGAGE (saeen. .funneI...Cippk1g bucket)

CLEANED SAMPLE TUB1NG (tap, liquinox. tap, nitric, 01)

CAU8RATEO DEPTli SENSOR

CAUBRATED SAMPLE VOLUME

SAMPLE TUBING (Intake, pump, distributor)

RE:.I~'LE0e. Uf\Tf\ ~12- 9lLL 'S}:.;( "S T-TE5 AFTf;:~ -S\O~11

E\.lE-N\ eli UOU,c-S 'FofZ- PiLL S'"l-'f.. S-r.T£.S)
;

IJI
I

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M LOG SHEET

SITE 116 I;;j ~ T f3 1.1) '.
~ 22 - 01DATE ~

.

ARRIVAL
(1931)

DEPARTURE
SERVICED BY

TIME TIME O'ft.(2) YDf': - -- J~ :.( l J
../~ .....

SAMPLER S/GMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

, @)
BAnERY VOLTAGE OK volts

~~
SOLAR PANEL CLEAN

NO

@S>

CABLES AND CONNECTIONS GOOD
NO

YES

CEU1JLAR ANTENNA
NO

_- ..·..~i

;..•..-<-YES .

PHONE lONE .~ tVO~b a/hi!
.cti$::>

RAINGAGE (screen, funnel, tipping bucket) . No

<@>
SAMPLE TUBING (Intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, liquinox. tap, nIttfc, .01)
diCF-

... - - .. . - - -- -..-. ._- -.,.

YES

CAUBRA TED DEPTH SENSOR ;:~ depth (in

YES

CAUBRA TED SAMPLE VOLUME
.~-,.- m/

SPECIFY ITEMS FlEMOVED/REPLACEDIREPAIREDIlNSTALLED. INCLUDE SEfU6.L-tfO IF SAMPLER OR PT INS r ALLEDIREMOVED

..:.../ / I

. V -;;;/.(..<.... _

I [



SITE Jio n\ 51. * 16v-:J DATE 5/26/0 IALL... S1:TI-~ "DATA RE.~
ARRIVAL DEPARTURE

SERVICED BY
~O 55Lq-"-nME 0'\00 nME ID30

SAMPLER SIGMA OR rsea MODEL NUMBER 800 900 other

j

FCDIUSGS STORMWATER O&M LOG SHEET

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NST ALLED INCLUDE SERIAL NO IF SAMPLER OR PT INS rALLEDIREMOVEO

I
"

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOlAR PANEL Ct.EAN
NO

YES

CABLES AND CONNECllOHS GOOD NO
-- .'

YES

CB I IP..AR'AHTENNAc NO:~i ,;~ ,.

, . .,
-vESB~'.,

PHONE TONE.
NO··

. ,

YES

RAlNGAGE (scr-een, funnel, tipping bucket) NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

, .

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

... - -- _. '

. , ,', '-~ ~-' -- ..-
YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO

ml

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



FCDIUSGS STORMWATER O&M lOG SHEET

SITE
L-to~ ST. +TBw DATE &/1/0 IAu.. S"!T~S DATA RE.~

ARRIVAL DEPARTURE
SERVICED BY F"o S5LlMTIME 0'100 TIME ID30

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ YES

BATIERY VOLTAGE OK
NO

volts

YES

SOLAR PANEl CLEAN
NO

YES

CABLES AND COHNECTIOHS GOOD
NO

..

YES

ca "n A..R ANTENNA
NO;.'

...~YES

PHOHETONE
·NO

YES

RAlNGAGE (screen, funnel, tipping buclcet)
NO

YES

SAMPLE TUBING (lotak.e, pump, distributor)
NO

YES

CLEANED SAMPLE ruBING (tap, liquinox, tap, nitric, 01)
NO .-

. - .. . - . - .. - -
..~. -- ..:-~ .-

YES

CAUBRATEO DEPTH SENSOR
NO

depth (in

YES

CAUBRATEO SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INS TALL::DIREMOVED

i
I·



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE ~O"'~ 5'-. -+- rBW DATE ~ -~ - ZDO \AL.L. SJ:1""E-C; pATA ~AL

ARRIVAL DEPARTURE SERVICED BY t="oSS uMTIME 07 D o TIME O~L\~

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES
.- NO

CELLULAR ANTENNA

YES

PHONE TONE NO

YES

RAINGAGE (screen, tunnel, tipping bucket) NO

YES

SAMPLE TUBING (Intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

-

YES

CAUBRATED DEPTH SENSOR NO depth {in

YES

CALIBRATED SAMPLE VOLUME NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDI1NSTALLED_ INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 w£EKL'{ 'P '-\0ENrX bATPt RET~~E\1AL { 1.75 hO\A.rs FOrt- ALL

2 Se"t-N ~I:TES\

3

Dote: 6120/01



FCDIUSGS STORMWATER O&M LOG SHEET

SITE ~D"'-H ST"· 4-- I:Bw DATE ~-I S- Z.oD)Au... S1=1""Eo~ pATA K't:rD.t.vAL
ARRIVAL DEPARTURE SERVICED BY

~oSSUHTIME 07°0 TIME O<t>L\S
SAMPLER SIGMA OR ISCO MODEL NUMBER BOO 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECll0NS GOOD
NO

YES
-- NO

CELLULAR ANTENNA

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liqulnox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAJREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL~ 'Pt-\OErJI:,c bATA RE.TfZ.I:E\TAL ( l.75 ~o .....rs FOfl. ALL-

2 Se"EtJ ~I:TES)

3

Dote: 6120101

I n



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE Ji O~SI: 4- rl3w DATe ~-l-1--20o)AU- St:-rE..'S DATA ;~IC.J.t:VAL

ARRIVAL DEPARTURE SERVICED BY
~OSSut1TIME 07 D o TIME o~L\S

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK NO
volts

YES

SOLAR PANEL CLEAN
NO

-

YES

CABLES AND CONNECTIONS GOOD
NO

". .-
YES

. - NO
CELLULAR ANTENNA

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket) NO

YES

SAMPLE TUBING (intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, IIquinox, tap, nitric, 01)
NO

YES

CALIBRATED OEPTli SENSOR
NO depth (in

YES

CALIBRATeD SAMPLE VOLUME NO ml

SPECIFY ITEMS REMOVEOIREPLACEOIREPAIREOnNSTALLEO.INCLUOE SERIAL NO IF SAMPLER OR PT INSTALLEOIREMOVEO.

1 w£.EKL'1 'Pt\OEN'L,c bATF\ RE.TJZ.~E.'VAL { 1.75 hO\l.rs fOfl. ALL

2 Se"EIJ ~~TES\

3

Dal.: 6120101



FCDIUSGS STORMWATER O&M LOG SHEET

SITE J8tVf .L(OI.f4:;+. DATE r;'2~-QI

ARRIVAL

Llj
DEPARTURE SERVICED BY f:-t> {:= BJe.-JTIME TIME I: 2D f-

SAMPLER ~RISCO MODEL NUMBER 800 @ other

EQUIPMENT CHECKED COMMENTS

~ES

BATTERY VOLTAGE OK I Q.,~ volts

@
SOLAR PANEL CLEAN

NO

(m/
CABLES AND CONNECTIONS GOOD

NO

YES

CELLULAR ANTENNA
NO

PHONE TONE
~
@P

RAINGAGE (screen, funnel, tipping bucket)
NO

SAMPLE TUBING (intake, pump, distributor)
~

YES

CLEANED SAMPLE TUBING (tap, IIqulnox, tap, nitric, 01) e:>
CALIBRATED DEPTH SENSOR ~ depth (in

fa)CALIBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREOIlNSTALLEO. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

2

3

Date: 6f21l101

I I"



ml

":'-

other

depth (in

900800

Fossut1

COMMENTS

c,-ZC}-O IDATE

YES
NO

SERVICED BY

YES
NO

MODEL NUMBER

YES
NO

YES
NO

YES
NO

YES
NO

=- :to "' : .........~....
YES .

NO-=-

RETfZ.I:E"AL { I.75

SIGMA OR ISCO

FCDJQSGS STORMWATER O&M LOG':SHEET

SAMPLER

smo

BATTERY VOLTAGE OK

ARRIVAL DEPARTIJRE

. llME 07° 0 llME O~L\5

EQUIPMENT CHECKED

SOlAR PANEL ClEAN

CABLES ANDCONNECT1ONS GOOD

RAlNGAGE (screen, funnel, tipping buclcet)

CAUBRATED DEPTH SENSOR

ClEANED SAMPLE TUBING (tap, llauinox, tap, nltrlc, Of)

SAMPLE TUBING Ontake, pump, distributor)

CAUBRATED SAMPLE VOWME

SPECIFY moMS REMOVEDIREPLACEDIREPAJREDI1NSTAlLED.INCWDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 W£EKL~

2

3

-

~. C8iUiiiFi~t4A ..
·j·H!:.:~~: ':·':~2}1::·f-:· "
. PHONE TONE: - ':.'~':'

I
I

I I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



I
I CAVE Cave Creek Road and Tatum Boulevard

I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I



I
I

FeD/USGS STORMWATER O&M LOG SHEET

I
I
I

SITE CAVE- CrzEE~ DATE t-f/Z-/Of
ARRIVAL DEPARTURE

It 30 SERVICED BY ~Dt= BJiAJTIME 01>30 TIME 'i--

SAMPLER SIGMAOe MODEL NUMBER 800 900 ~

I
I
I
I
I
I
I
I
I

EQUIPMENT CHECKED COMMENTS

~ (Z·5BATTERY VOLTAGE OK
NO

volts

~
SOLAR PANEL CLEAN

NO

~
CABLES AND CONNECTIONS GOOD

NO

~
CELLULAR ANIENNA

NO

YES

PHONE TONE ~

~
RAINGAGE (screen, funnel, tipping bucket)

NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01) ~
YES

CALIBRATED DEPTH SENSOR
@

depth (in)

YES

CALIBRATED SAMPLE VOLUME (§) ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMovED.
I
I
I
I
I

I:
Dr Sc\-IAfZ-(bE l:::- QUA Tr.6N ,



FeD/USGS STORMWATER O&M LOG SHEET

SITE CPtut Cf1-E£.\.L DATE S-7-0) l,
I

ARRIVAL
0'100

DEPARTURE SERVICED BY KDFTIME TIME /DOD c+-- B<TLD

SAMPLER SIGMA~ MODEL NUMBER 600 900
~

EQUIPMENT CHECKED COMMENTS

cJY
BAITERY VOLTAGE OK

NO
volts

gJ
SOLAR PANEL CLEAN

NO

~
CABLES AND CONNECTIONS GOOD

NO

df$)
CELLULAR ANTENNA

NO

YES

CE:LL- Pt-\otJ £PHONE TONE ~ STI.LL f-9oT L0c'171/nt,/

~
RAINGAGE (scr~, tunnel, tipping bucket)

NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
qv

--
YES

CAUBRA TED DEPTH SENSOR ~ depth (in

CAUBRATED SAMPLE VOLUME
~

ml

SPECIFY IT:;MS HEMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLED/REMOVED

I,- {)N T7-f E. Ar.e .



5DATE

FeD/USGS STORMWATER O&M LOG SHEET

SITE

I

, I

I

ARRIVAL
IOSO

DEPARTURE
SERVICED BY

nME nME II 10 P;5~v...M

I SAMPLER SIGMA OR ISCO MODEL NUMBER 600 900 other

I
I

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

I votts

YES

SOU.R PANEL CLEAN
NO

I YES

CABLES AND CONNECTIONS GOOD
NO

I
YES

CELLULAR ANTENNA
NO

YES

I PHONE TONE
NO

YES

RAfNGAGE (screen, funnel, tipping bucket)
NO

I YES

SAMPLE TUBING (intake, pump, distributor)
NO

I YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

YES

I CALI BRA TED DEPTH SENSOR
NO

depth (in)

IYES

CAUBRATED SAMPLE VOLUME
NO mil

I
-,

I !
! I

iSPECIFY IT"MS FlEMOVED/REPLACEDIREPAIREDIlNSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL::DiREMovED

I ,
W C:s:IQL{ DATA 12 E..T/ZI E\f ALI

I ~

\

PHoI'0£ LJoU[l~G.I. ~O-l ,
I·'

I
I 'l,..le ·;'/ldlOO



FCDIUSGS STORM.WATER O&M LOG SHEET

SITE ~().J t C( ~ (.. (t/ DATE s-- I ::,-- - 0 \

ARRIVAL \110
OEPARTIJRE ---IL f '5 SERVICED BY kOV:: <\- ~...-'lvJnME nME

SAMPLER SIGMAO~) MODEL NUMBER 800 900 other
~---

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK ~ p\'\l:'Y..t k.~\ ... ("v d.,o",-j volts

Gi? ~

SOLAR PANEL CLEAN
NO

G@

CABLES AND CONNECTlONS GOOD
NO

~
C8..LULAR ANl'EHNA

NO

~
PHONE TONE

NO

~~ (
RAINGAGE (saeen, funnet, tipping budcet)

SAMPLE TIJBING (intake, pump, distributor)

~~.,

CLEANED SAMPLE TIJBING (tap, Iiquinox, tap, nitric, 01)
(§,

YES

CAUBRA TED DEPTH SENSOR
eNG' depth (in

YES-
CAUBRA TED SAMPLE VOLUME

,~O' ml-

SPECIFV IT"MS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

i f/ ! I
I f-.-.(. I fA ( , !,I . f .. , )} ,.:.i

I n



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE
CPr0'C.- &E.~

DATE S/(75/bf10 E.-E.¥-l-'-( PATPr lZE.T~E\ML

ARRIVAL
0100

DEPARTURE SERVICED BY -nME nME 0120 rOS'5Vf/\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

votts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECnONS GOOD
NO

YES

CELLULAR ANTENNA
NO

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO -

YES

CALIBRA TED DEPTH SENSOR
NO

depth (In)

YES

CALIBRA TED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIlNSTALLED INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMovED

pArA
i

i:



FCDIUSGS STORMWATER O&M LOG SHEET

SITE Cwvt Vr1-d~ + ~-!-U 1:"
DATE . ---/~. ~~) ( I·j

ARRIVAL

I)J~
DEPARTURE

SERVICED BY!) ~ ~ LJ K. t.' ('~' ..L 134c.·JTIME TIME I

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

~
BATTERY VOLTAGE OK

NO
volts

't!fP
SOLAR PANEL CLEAN

NO

YES

CABLES AND CONNECTIONS GOOD ~

~
CEllUUR ANTENNA

NO

PHONE TONE
;~ I'J );"lll)

...--.. ..
RAINGAGE (screen, funnel, tipping bucket)

~

®S/
SAMPLE TUBING (Intake, pump, distributor)

NO

YES
.".....::-~

CLEANED SAMPLE TUBING (tap, liquinolC, tap, nitric, 01) ~V
..

YES

CAUBRATED DEPTH SENSOR
1'ffi.

depth (in~

'(~

CAUBRA TED SAMPLE VOLUME
.~O·

ml-'

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOvED

I
I ., (( ')! r

(j
I vi

\
,"',y , . ( C C, [ .1 '1 '

I I I
"e -- Y.;y,1 .. (, i .("'" r. , , ..L.

I [

r ,I «,..f,. AC::" ( /. . .!
'-(1(cN·, l,-" ./._, fICr.... _

()



I
I

, FCDIUSGS STORMWATER O&M LOG SHEET

I
I

SITE
/1

~~I-
DATE -- JC;~O(Lt:V.U· .J -

ARRIVAL ! I ~O ()
DEPARTURE

1(; 20 SERVICED BY
~rTIME TIME

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

I
I
I
I

EQUIPMENT CHECKED

BAITERY VOLTAGE OK

SOLAR PANEL CLEAN

CABLES AND CONNECTIONS GOOD

~
NO

COMMENTS

volts

I CB..LUlAR ANTENNA

I
I
I

PHONE TONE

RAINGAGE (screen, funnel, tIppU1g buclcet)

SAMPLE TUBING (intake, pump, distributor)

CLEANED SAMPLE TUBING (tap, liquino~ tap, nitric, 01)

~
NO

~
NO

YES
~

I CAUBRATEO DEPTl-1 SENSOR

YES

~ depth (in

I
CAUBRA TEO SAMPLE VOLUME ml

I SPECIFY ITEMS REMovEO/REPLACEOIREPAIREOIlNSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALL"OIREMOVED
I

I I·

)I

-/1 It ,,

rJ ,"Ir. i"~L ,u-fM4 .WA I~o N~§-, ,j.we ""'--~-I_,.L/.L,/~'L~..~/..=...J~--'::"::/<:L'-":--.'.!=L~)__-----,

,f~~ JJ A .". I, .....,.. 1£ ll"r,,~ .. ,.. / ,

!:I
I
I



FeD/USGS STORMWATER O&M LOG SHEET

SITE CA0CI0z~~ DATE S/ZO/Df
l

I.:::; O\Z.H Ed 'i<'P'f"iUkL-

ARRIVAL DEPARTURE
SERVICED BY

TIME D'S'?o TIME 01000 t- 0 S"S lA.1'-'\

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

votts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES

CELLULAR ANTENNA
NO

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)
NO

YES

CAUBRA TED DEPTH SENSOR
NO

depth (In)

YES I
CAUBRA TED SAMPLE VOLUME

NO mil

SPECIFY ITEMS REMOVED/REPLACEOIREPAIREOIlNSTALLEO.INCLUOE SERIAL NO IF SAMPLER OR PT INSfALL::OiREMOVED

NOT v-..) 0 lZ-- \:C.::q-Jb .



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
t~ r!-v (L- r T -/ DATE s-- ;J/~O (

.£.~ ,j ',;/. ,"

ARRIVAL ID 3;) DEPARTURE los (J SERVICED BY k-DrTIME TIME BlV f-

SAMPLER SIGMA?G) MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

~
BAITERY VOLTAGE OK

NO
volts

SOlAR PANEL ClEAN
~

CABLES AND CONNECllONS GOOD
~

YES

CEllULAR ANTENNA
NO

-YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

-
YES

CAll BRA TED DEPTH SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO ml- -

".-.-.

SPECIFY IT!::MS REMOvED/REPLACEDfREPAIREOIINSl'ALLEO. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDfREMOvED

0 .... U'lClOU



FCDIUSGS STORMWATER O&M LOG SHEET

SITE
(IVJ~ (J,uJ{ I /,,-I-J ~

DATE
Y"- :j2-·c..J/

ARRIVAL
/(I / ;)

DEPARTURE
SERVICED BY

nME nME U 3D k... Q/ -I ,-~,:../

SAMPLER SIGMAO~ MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

\ ,~i

BATTERY VOLTAGE OK
NO

volts

,.:{{S:>

SOlAR PANEL CLEAN
NO

@

CABLES AND CONNECTlONS GOOD
NO

YES

CEllULAR ANlENNA ~ -)WJJd.., JJ-I-~L-.
.'
~

PHONE TONE
NO l1..L~,

«§>

RAJNGAGE (screen. funnel, tipping bucket)
NO

~
SAMPLE TUBING (Intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap. liquinox, tap, nitric, 01) eD
YES

CAUBRA TED DEPTl1 SENSOR
Nch

depth {IO

YES

CAUBRA TED SAMPLE VOLUME
riO! ml...-"

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDIINSTALLED, INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED

,
!. ~ I/-f'

. '
/)1c'r1'1;_/c_. I) (J<./ I 5

,. cf, /( v ' .' / 11'/4
J I

) ' " ... .;-.
, , /c.:..-?t /

I [



I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE CftVE- U~£/L DATE 0/2-0/0 1L0 E:E-~L-t{ DPo.TA ~TnitiJAL

ARRIVAL DEPARTURE
SERVICED BY

nME 0'3:;0 nME C> -nL./ 0 (ossu..n

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

I
I
I
I
I
I
I
I
I

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES

CEllUlAR ANTENNA
NO

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnet, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, Dil
NO

YES

CAll BRA TED DEPTH SENSOR
NO

depth (In)

YES

CAll BRATED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS FlEMOVED/REPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLED/REMOVED

i<.E..TfZ.I:EV A L

WA.rTr:~G 6j.J LJo[2.t) FIZa-\

-PHONF- .

j.

II..:.- ~

I
LfI10 N r:.

I

I
I
I

I



FeD/USGS STORMWATER O&M LOG SHEET

SITE
C AvE".. C6C-C£-~

DATE oIf /() I I
\,J~E;;~Vi [/A-TA ~EIJ.AL

ARRIVAL DEPARTURE
SERVICED BY ~S-5LlM ITIME D'B5<o TIME t) q()D

SAMPLER SIGMA OR ISCO MODEL NUMBER 600 900 other I

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTlONS GOOD
NO

YES

C8..LULAR AHTENNA
-NO

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump. distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, liquinox, tap, nitric, 01)
NO

- - -- --- ,- - ---
YES

CAUBRATED DEPTH SENSOR
NO

depth (in

YES

CAUBRA TED SAMPLE VOLUME
NO

ml

SPECIFY ITEMS REMOVED/REPLACEDIREPAIREDI1NSTALLED_INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLED/REMOVED

1-

I

DATA

EAD

I I



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M lOG SHEET

SITE CAllE.. C-ReSK *TATUM. DATE (p - ~ - 2-D 0 \Au- S~,-~c; DATA ;~IC.J.aAL

ARRIVAL DEPARTURE SERVICED BY FOSSUMTIME 07 0 0 TIME o~L\'5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTIONS GOOD
NO

YES
-- NO

CELLULA.R ANTENNA
.. .-

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor) NO

YES

CLEANED SAMPLE TUBING (tap, Ilquinox, tap, nltr1c, 01) NO

YES

CAUBRATED DEPTH SENSOR NO depth (in

YES

CAUBRATED SAMPLE VOLUME NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT fNSTALLEDIREMOVED.

1 w£EKLi P t'\OENDC bAT~ RE.T~~E\TAL { 1.75 "'ou.rs FOft. ALL.

2 SEvE.N ~~TES\

3 BAD C-ELL -p~oNE C-oNNEC--T:Co N



FCDIUSGS STORMWATER O&M LOG SHEET

SITE CAV E..Ue£1L+ TATUM DATE b-I S- Z-oO\AU- SI:.e.c; DATA m~Al
ARRIVAL DEPARTURE SERVICED BY

TIME 07°0 TIME D~L\5 I="o 5S lAt1

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN
NO

YES

CABLES AND CONNECTlONS GOOD
NO

... -_.
YES

- NO
CELLULAR ANTENNA

"

YES

PHONE TONE
NO

YES

RAINGAGE (screen, funnel, tfpplnQ bucket)
NO

YES

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, IlqulnolC, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDJ1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1.75 ~o""rs fOrt- ALL.

2

3 t3 PI

n



I
I
I
I
I
I.

I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE
(Jr~' (~f 7:L lu-w-r DATE l -/)-[)/

ARRIVAL

$.'-<,1 ~~/tl
DEPARTURE

f1.3J~
SERVICED BY

TIME TIME lklJf bJ"teJ CH
SAMPLER SIGMAO@ MODEL NUMBER 800 900 other

S'7{;,)

EQUIPMENT CHECKED COMMENTS

YES

BATTERY VOLTAGE OK
NO

volts

G§D
SOLAR PANEL CLEAN

NO

@J
CABLES AND CONNECllONS GOOD

NO

@[)
\Joa \LCELLULAR ANlENNA

NO .
~

PHONE TONE
NO

Ciib
RAINGAGE (screen, funnel, tlpplng boctcet)

NO

C~

SAMPLE TUBING (intake, pump, distributor)
NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, 01)
CEQ)

(ill)

CAUBRATED DEPTH SENSOR
NO

depth (in

.~

CAUBRATED SAMPLE VOLUME @.) ml

~S~P.::.EC::.:I.:.-F.:.-Y~IT..:.!:~M.::.S~N..:.E~M.::.O~VE::..:D:..:./~RE=-P-=L::..:A..:..C.::.ED=-IR~EP_A.:.:..IR~E:..:D:.:..:I1..:..:N.::.ST..:..:A.::L:.::L.:::ED::.......:.:IN..:..:C:..:L:.::U..:.D.::.E-=5..:.E~RI::..:A..:..L _N..:..O_Ir_,,=--A.:.:..M_P..:.L..:..E_R..:.O_R_P_T_IN-=S::..:T......A.::.LL:..:E:..::D_IR-=E::..:M......O_V_c_D__.---<



FCDIUSGS STORMWATER O&M LOG SHEET

SITE CAlJ~ Uz.£f..~+TAn!"1 DATE &,-l1---ZOo)ALL. SI:"'E.~ t>ATA K~~AL

ARRIVAL DEPARTURE
SERVICED BY Foss lAMTIME 07°0 TIME O~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
NO

vclts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNEC11ONS GOOD NO

-
YES

.. NOCELLULAR ANTENNA .
. .

YES

PHONE TONE NO

YES

RAINGAGE (screen, funnel, tipping bucket)
NO

YES

SAMPLE TUBING (Intake, pump, distrlbutor) NO

YES

CLEANED SAMPLE TUBING (tap, IIquinox, tap, nitric, 01)
NO

YES

CAUBRATED DEPTH SENSOR
NO depth (in

YES

CAUBRATED SAMPLE VOLUME
NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 w£EKL'1 'P HoEr-J LX bATPt RETJZ..I:E\TAL { 1.75 hou.rs FOft. ALL.

2 SEvE.N ~I:TES\

3 811P CELL PHo~E:. c..ON N £c.."""\t:ON

Oate: 6J"2(lIOl



I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FeD/USGS STORMWATER O&M LOG SHEET

SITE CAve CrzfEK.. DATE ~ /t~/[) I

ARRIVAL
OqL-/D

DEPARTURE SERVICED BY FO?7I..q-\.TIME TIME {'DOD

SAMPLER SIGMAO~ MODEL NUMBER 800 900 ~

EQUIPMENT CHECKED COMMENTS

BATIERY VOLTAGE OK
~ J~. (

volts

SOLAR PANEL CLEAN
~
~

CABLES AND CONNECTIONS GOOD
NO

(@s/
CELLULAR ANTENNA

NO

YES

7r-Ane.-PHONE TONE ~

~
RAINGAGE (screen, funnel, tipping bucket)

NO

@V
SAMPLE TUBING (intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, IIquinox, tap, nitric, 01) @

YES

CALIBRATED DEPTH SENSOR @ depth (in

CALIBRATED SAMPLE VOLUME ~ ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDJ1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 \i\ ) EH~ ~t:-iJ Or--J PHO~~ - <]-r1:l,.L- A 5A\) ('DNN~C rrON

2 PLAl..-L-f-D nP\Tf'I F1<-CJtA. 'PAIr\" (,.. 0 &(p6-~

3

Date: 6I20I01



FCDIUSGS STORMWATER O&M LOG SHEET

SITE CtVd- Cr. I- 0:t itA WI
DATE ~-2~-O(

ARRIVAL
J:3~

DEPARTURE
~ :{J1)p"'" SERVICED BY I:-D PTIME TIME + ~L-<J

SAMPLER ~~j MODEL NUMBER
3,00

800 900 other

EQUIPMENT CHECKED COMMENTS

BATTERY VOLTAGE OK
~

volts

SOLAR PANEL CLEAN
~

CABLES AND CONNECTIONS GOOD
~
~

CELLULAR ANTENNA
NO

CW
PHONE TONE

NO Wee....K-
@::>

RAINGAGE (screen, funnel, tipping bucket)
NO

~
SAMPLE TUBING (intake, pump, distributor)

NO

YES

CLEANED SAMPLE TUBING (tap, Iiqulnox, tap, nitric, 01) ~

(ffi::>

CALIBRATED DEPTH SENSOR
NO

depth (in

YES

CALIBRATED SAMPLE VOLUME \® ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDI1NSTALLED. INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

3

Oat.: 6120101

I r
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I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I
I

FCDIUSGS STORMWATER O&M LOG SHEET

SITE CAvE:. C.r<EE l2. + TATlAM DATE c,-ZCj-O IAU- St:-r~-; pATA KtT~AL

ARRIVAL DEPARllJRE SERVICED BY F"OSSUt"\. TIME 07°0 TIME o~L\5

SAMPLER SIGMA OR ISCO MODEL NUMBER 800 900 other

EQUIPMENT CHECKED COMMENTS

YES

BATIERY VOLTAGE OK
NO

volts

YES

SOLAR PANEL CLEAN NO

YES

CABLES AND CONNECl10NS GOOD NO

YES

CEllULAR ANTENNA ·NO

.,
YES

PHONE TONE NO

YES

RAlNGAGE (screen, funnel, tIpplnQ bucket) NO

YES

SAMPLE llJBING (Intake, pump, distrlbutor) NO

YES

CLEANED SAMPLE TUBING (tap, Iiquinox, tap, nitric, DO NO
..

YES

CAUBRATED DEPTIl SENSOR NO depth (in

YES

CAUBRATED SAMPLE VOLUME NO ml

SPECIFY ITEMS REMOVEDIREPLACEDIREPAIREDIINSTALLED.INCLUDE SERIAL NO IF SAMPLER OR PT INSTALLEDIREMOVED.

1 WEEKL'i 'Pt-\OENl:,c 1)ATA RETRr.e:vAL { l.75 ,",0c.krs FOrz. ALL-

2 Se"e.N ~~TES\

3 PHONE STI.LL 'D~AD

Dote: 6f2fW1




